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The U.S. Department of Energy, Richland Operations Office (DOE-RL) is holding a 60-day comment period on
proposed modifications to the Hanford Facility Resource Conservation and Recovery Act (RCRA) Permit. These
Class 2 modifications involve two operating Treatment, Storage, and Disposal units (TSD units) in Part Ill of the
permit (Unit Specific Conditions for Final Status Operations). The first modification is to replace an out-of-
service tank in the Liquid Effluent Retention Facility (LERF) and 200 Area Effluent Treatment Facility (ETF). The
second modification proposes to make changes to the inspection and contingency plans for the 400 Area
Waste Management Unit as a result of the inspection frequency being changed from semi-annually to weekly.
We want your input on these modifications!________________

DOE-RL is proposing to replace an out-of-service tank
in the LERF/ETF with a replacement tank. A fiberglass-
reinforced plastic tank will replace the original stainless
steel tank. The replacement tank is 20 percent larger than
the existing tank. This tank replacement requires
modifications to the Part A Permit and process
description. DOE-RL will complete an integrity
assessment report after installation and prior to operation
of the tank.

LERF & 200 Area ETF is a waste water storage and
treatment system located in the 200 East Area (in the
center of the Hanford site). The system receives
process condensate from the 242-A Evaporator, 200
West Area groundwater, and other waste water 200 Area Effluent Treatment Facility
generated from Hanford Site remediation and waste
management activities. The LERF consists of lined What is a RCRA Class 2 Modification?
surface basins. Waste water from LERF is pumped to Class 2 modifications apply to periodic updates to
ETF for treatment in process units that remove the permit, such as response to new regulations,
contaminants. The liquid waste from ETF is discharged technological advancements, and variations in waste
to a state-approved Land Disposal Site north of the 200 types/quantities. All Class 2 RCRA permit changes

West rea.require Ecology's approval.

***TPublic Comment Period frpooe ls

Ph ublic Comneidfrpoedriods
modifications to the Hanford Facility RCRA Permit:

April 23 - June 21,. 2012
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The 400 Area Waste Management Unit (400 Area
WMU) is used for storage of chemical elements -

sodium, sodium/potassium, sodium hydroxide,
potassium hydroxide -- and contaminated debris.
Recently, the inspection frequency of containers stored
in 400 WMU changed from semi-annual to weekly to
align with regulatory requirements.

DOE-RL is requesting a Class 2 RCRA permit
modification to the inspection requirements and
contingency plan. A temporary authorization to
implement the inspection and contingency plan changes
immediately was also being requested. The
modifications enable the emergency management
system as described in the 400 Area WMU permit to
align with current needs and practices at the facility.

DOE-RL is proposing these modifications to the current
enforceable permit while the entire Hanford RCRA
permit is about to be reissued for public comment in
May. We have a requirement to keep the current permit
accurate and these changes need to be in place before
the entire permnit becomes final, which will not happen

befoe Dcemer 012.Youcancoment n teseTheInterim Storage Area (top) and Fuel Storage Facility
proposed changes during this comment period, in (bottom) are part of the 400 Area Waste Management Unit
addition to the comment period for the entire permit
starting in May. Before the entire permit becomes final,
Ecology will consider the outcome of this comment
period and integrate it with the rest of the permit.

For information on permit compliance history, contact
Ron Skinnarland, Washington State Department of
Ecology, at (509) 372-7924 or email
Hanfordg~ecy.wa.gov. Copies of the permit
modification request and supporting documentation are
available at the Administrative Record, 2440 Stevens
Drive, Richland. The LERF & 200 Area ETF and 400
Area Waste Management Unit modifications are
available electronically in the Administrative Record.
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A 60-day comment period on proposed modifications to the Hanford RCRA Class 2 modifications involving two
operating Treatment, Storage, and Disposal units (TSD units) in Part Ill of the permit (Unit Specific Conditions for
Final Status Operations) runs April 23 through June 21, 2012.

Please submit comments by June 21, 2012 to:

Tifany Nguyen
U.S. Department of Energy
Richland Operations Office
P.O. Box 550, MS: A7-75
Richland, WA 99352
Email: TSDRCRAMods@rl.Rzov

A public meeting on the permit modifications will be held:
Tuesday,. May 8, 2012, 6 -7 p.m.

Washington State Department of Ecology Office
3100 Port of Benton Boulevard, Richland, WA 99354

University of Washington Gonzaga University Portland State University Washington State
Suzzallo Library Foley Center Library Government Information University
Box 352900 East 502 Boone Ave. Brandford Price Millar Consolidated Information
Seattle, WA 98195 Spokane, WA 99258 Library Center Room 1011
(206) 543-5597 (509) 313-6110 1875 SW Park Avenue Richland, WA 99352
Reinerthguw.edu soencer~onzaua.edu Portland, OR 97207-1151 (509) 375-3308

(503) 725-4542 Janice.Darthree~tonni.2ov
oaulus0Dydx.edu

Administrative Record and Public Information Repository:
Address: 2440 Stevens Center Place, Room 1101, Richland, WA.

~ Phone: 509-376-2530
Web site address: http://www2.hanford.gov/arpir/
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Department of Energy
Richland Operations Office

P.O. Box 550
E Richland, Washington 99352

I2-AMCP-0088 AR0321

Ms. J. A. Hedges, Program Manager
Nuclear Waste Program
State of Washington
Department of Ecology
3 100 Port of Benton
Richland, Washington 99354

Dear Ms. Hedges:

PROPOSED CLASS 2 RESOURCE CONSERVATION AND RECOVERY ACT (RCRA)
PERMIT MODIFICATIONS AND REQUEST FOR TEMPORARY AUTHORIZATION AT
THE HANFORD FACILITY 400 AREA WASTE MANAGEMENT UNIT (TSD: S-4-2)

The U.S. Department of Energy Richland Operations Office (RL) as owner/operator and
CH2M HILL Plateau Remediation Company (CHPRC) as the co-operator (hereinafter referred to
as the Permittees) are in receipt of the February 21, 2012, letter from Ron Skinnarland
(I12-N WP-024) "Reinstatement of Original Permit Conditions, Addendum H, Section H. 1. 1,
Section H. 1.2 and Table H. 1 for Inspection Frequency, Type, and Schedule for the Two
Permitted Container Storage Units at the 400 Area Waste Management Unit." To implement the
State of Washington Department of Ecology's (Ecology) letter, the Permittees have reviewed the
Part III Chapter of the Hanford Facility RCRA Permit, Revision 8C for the 400 Area Waste
Management Unit (400 Area WMU). As a result, Class I and Class 2 modifications have been
identified to addendums of the 400 Area WMU Permit. Class I modifications will be processed
separately according to Permit Condition I.C.3 of the Hanford Facility RCRA Permit,
Revision 8C.

Ecology's letter rejected the March 31, 2009, permit modification request to decrease the
frequency of inspections at the 400 Area Interim Storage Area and Fuel Storage Facility. In order
to respond effectively to emergencies during the course of the inspections, and to properly
inspect and manage the emergency equipment at the 400 Area WMU, the Permittees are
requesting Class 2 RCRA Permit Modifications to the Contingency Plan (Addendum J) and the
Inspection Requirements (Addendum 1) for the 400 Area WMU in accordance with Washington
Administrative Code (WAC) 1 73-303-830(4)(e).

Temporary authorization requests are required to include the elements in
WAC I 73-303-830(4)(e)(ii)(B) as follows: The Class 2 modifications are described as changing
the emergency response procedures (e.g., take cover, evacuation), and modifying the type,
quantity, and capability of emergency equipment to reflect current operations, and changing the
inspection frequency to weekly as required by Ecology's letter.



Ms. J. A.'Hedges -2- APR 0:3 2012
I 2-AMCP-0088

The changes described above are necessary to follow the required inspection schedule, and to
ensure personnel can respond appropriately to emergencies while performing the weekly
inspections at the 400 Area WMU. The 400 Area WMU is a final status operating unit in the

current Hanford Facility RCRA Permit and therefore meets the applicable standards in WAC
173-303-280 through 173-303-395, and WAG 173-303-600 through 173-303-680.

The temporary authorization is necessary to enable the Permittees to prevent disruption of
ongoing dangerous waste management activities [WAC I 73-303-830(4)(e)(iii)(B)(HII)].

The notice required by the Permittees in WAG 1 73-303-830(4)(b) will be included in the

appropriate Hanford Federal Facility Agreement and Consent Order publication or list server, as
described in Hanford Facility RCRA Permit Condition I.C.3, and will place a notice in the
Tri-City Herald. The public comment period will begin on the date the public notice appears in,

the Tni-City Herald, and will remain open for 60 days. In addition, the Permittees will hold a
public meeting.

If Ecology finds the temporary authorization request adequate, please respond with your
approval. If you have any questions, please contact me, or your staff may contact
Jonathan Dowell, Assistant Manager for the Central Plateau, on (509) 373-9971.

Sincerely,

AMCP:DHCMage

Attachments

cc: See Page 3



Ms. J. A.Hedges -3- APR 0 32012
1 2-AMCP-0088

cc w/attachs:
D. B. Bartus, EPA
G. Bohnee, NPT
F. W. Bond, Ecology
L. Buck, Wanapum
D. A. Faulk, EPA
S. Harris, CTUIR
R. Jim, YN
S. L. Leckband, HAB
K. Niles, ODGE
D. Rowland, YN
R. R. Skinnarland, Ecology
Administrative Record (FFTF, TSD: S-4-2)
Environmental Portal
Ecology Library

cc w/o attachs:
L. M. Dittmer, CHPRC
R. H. Engelmann, CHPRC
R. A. Kaldor, MSA
T. W. Noland, MSA
R. E. Piippo, MSA



Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part Ill Operating Unit 16

Effective date: Temporary Authorization 400 Area Waste Management Unit

I Addendum J Contingency Plan
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Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part IIl Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit
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Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16

Effective date: Temporary Authorization 400 Area Waste Management Unit

I J CONTINGENCY PLAN

2 The requirements for a contingency plan at the 400 Area WMU are satisfied in the following documents:
3 Portions of the Hanford Facility RCRA Permit (Permit) Attachment 4 Hanford Emergency Management
4 Plan (DQEIRL-94-02) and this section.

5 This Addendum is based upon the unit-specific building emergency plan because the building emergency
6 plan also serves to satisfy' a broad range of other requirements [e.g., Occupational Safety and Health
7 Administration standards (29 CFR 1910), Toxic Substances Control Act of 1976 (40 CFR 761), and U.S.
8 Department of Energy Orders]. Addendum J contains those sections of the building emergency plan that
9 meet the requirements of WAG 173-303-350(3). Therefore, revisions made to Addendum J are governed

10 by the requirements of WAC 173-303 and will be considered as a modification subject to WAC 173-303-
11 830 or Permit Condition I.C.3.

12 Table J.1 identifies the sections of documents used to meet WAG 173-303-350(3) contingency plan
13 requirements identified in this application. In addition, Section J.6 contains information written to meet
14 WAG 173-303 requirements identifying where copies of Permit Attachment 4, Hanford Emergency
15 Management Plan (DOEIRL-94-02) and the building emergency plan are located and maintained on the
16 Hanford Facility.

17 Table J.1. Hanford Facility Documents Containing Contingency Plan Requirements of

18 WAC 173 303-350(3)

Permit Attachment 4 uiln Emergency

Requirement Hanford Emergency Pa'Addendum J
Management Plan (N-Plan3FFF

________________________________ (DOE/RL-94-02)_ (N-P06-FF
-350(3)(a) -A description of the actions which X 2  X X

2

facility personnel must take to comply with this Section 1.3.4 Sections 7.1, 7.2 Sections J.3.1,
section and WAC 173-303-360 through 7.2.5, and J.3.2 through

7.3 3 J.3.2.5, and J.3.3 3

Sections 4.0, 8.2, 8.3, Sections J.3, J.3.4,
8.4, and 11.0 J.3.5, J.3.6, and

J.5

-350(3)(b) -A description of the actions which X2X 2,' X2

shall be taken in the event that a dangerous Section 1.3.4 Section 7.2.5.1 Section J.3.2.5.1
waste shipment, which is damaged or
otherwise presents a hazard to the public
health and the environment, arrives at the
facility, and is not acceptable to the owner or
operator, but cannot be transported pursuant
to the requirements of WAC 173-303-370(5)
Manifest system, reasons for not accepting
dangerous waste shipments
-350(3)(c) -A description of the arrangements X
agreed to by local police departments, fire Sections 3.2.3, 3.3.1,
departments, hospitals, contractors, and state 3.3.2, 3.4, 3.4.1.1,
and local emergency response teams to 3.4.1.2, 3.4.1.3, 3.7,
coordinate emergency services as required in and Table 3-1
WAC 173-303-340(4) _________________ _______

J. 1



Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part Ill Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit

Permit Attachment 4 Building Emergency
Requirement Hani ord Emergency Pln AddendumiJ

Management Plan (N-Plan3FFF

-350(3)(d) -A current list of names, addresses, (O/L9-2 5X

and phone numbers (office and home) of all Sections 3.land 13.0 Sections J.2 and
persons qualified to act as the emergency J.7
coordinator required under
WAC 173-303-360(1). Where more than one
person is listed, one must be named as primary
emergency coordinator, and others must be
listed in the order in which they will assume
responsibility as alternates. For new facilities
only, this list may be provided to the
department at the time of facility certification
(as required by WAC 173-303-810 (14)(a)(1I)),
rather than as part of the permit application. ___________________

-350(3)(e) - A list of all emergency equipment X X
at the facility (such as fire extinguishing Section 9.0 Section J.4
systems, spill control equipment,
communications and alarm systems, and
decontamination equipment), where this
equipment is required. This list must be kept
up to date. In addition, the plan must include
the location and a physical description of each
item on the list, and a brief outline of its
capabilities.
-350(3)(f) - An evacuation plan for facility 6X7X7

personnel where there is a possibility that Figure 7-3 and Section 1.5 Section J.1 and
evacuation could be necessary. This plan must Table 5-1 facility operating
describe the signal(s) to be used to begin record
evacuation, evacuation routes, and alternate
evacuation routes. ___________________ _______

1 An X indicates requirement applies.

2 1 Portions of Permit Attachment 4, Hanford Emergency Management Plan (DOE/RL-94-02) not enforceable through Appendix A
3 of that document are not made enforceable by reference in the building emergency plan.
4 2 PemtAttachment 4, Hanford Emergency Management Plan (DOE/RL-94-02) contains descriptions of actions relating to the
5 Hanford Site Emergency Preparedness System. No additional descriptions of actions are required at the site level. if other
6 credible scenarios exist or if emergency procedures at the unit are different, the description of actions contained in the building
7 emergency plan will be used during an event by a building emergency director.

8 3 Scion .1, J.2 through J.2.5, and J.3 of Addendum J are those sections subject to the Class 2 "Changes in emergency
9 procedures (i.e., spill or release response procedures)" described in WAC 173-303-830. Appendix 1, Section 8.6-a.

10 4 hi requirement only applies to TSOD units that receive shipment of dangerous or mixed waste defined as offsite shipments in
11I accordance with WAC 173-303.

12 5 Emergency Coordinator names and home telephone numbers are maintained separate from any contingency plan document
13 on file In accordance with Permit Condition Il.A.4 and is updated, at a minimum, monthly.

14 6 TeHanford Facility (site wide) signals are provided in this document. No unit/building signal information is required unless
15 unique devices are used at the unit/building.

16 " An evacuation route for the TSD unit must be provided. Evacuation routes for occupied buildings surrounding the TSO unit are
17 provided through information boards posted within buildings.

J. 2



Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit

I JA1 BUILDING EVACUATION ROUTING

2 All Fast Flux Test Facility (FFTF) facilities identified in this plan are unoccupied. Personnel enter these
3 facilities infrequently for periodic surveillance, maintenance, and transition activities. In the event an
4 evacuation is required, personnel will evacuate to a safe, upwind location based on current meteorological
5 conditions at the time of the event. The Building Emergency Director (BED) will communicate any
6 additional evacuation information to personnel via cell phone or radio. An evacuation routing map is
7 maintained in the facility operating record.

8 J.2 BUILDING EMERGENCY DIRECTOR

9 Emergency response will be directed by the BED until the Incident Commander (IC) arrives. The
10 incident command system (ICS) and staff, with supporting on-call personnel, fulfill the responsibilities of
I1I the Emergency Coordinator as discussed in WAC 173-303-360. During events, WMU personnel perform
12 response duties under the direction of the BED. The Incident Command Post (ICP) is managed by either,
13 the senior Hanford Fire Department member present or senior Hanford Patrol member present on the
14 scene (security events only). These individuals are designated as the IC and as such, have the authority to
15 request and obtain any resources necessary for protecting people and the environment.

16 The BED becomes a member of the ICP and functions under the direction of the IC. In this role, the BED

17 continues to manage and direct 400 Area WMU operations.

18 A listing of the BEDs by title, work location, and work telephone number is contained in Section J.7. The
19 BED is on the premises or is available through an "on-call" list 24-hours-a-day. Names and home
20 telephone numbers of the BEDs are available from the Patrol Operations Center (POC) in accordance
21 with Permit Condition II.A.4.

22 J.3 IMPLEMENTATION OF THE PLAN

23 In accordance with WAC 173-303-360(2)(b , the BED ensures that trained personnel identify the
24 character, source, amount, and areal extent of the release, fire, or explosion to the extent possible.
25 Identification of waste can be made by activities that can include, but are not limited to, visual inspection
26 of involved containers, sampling activities in the field, reference to inventory records, or by consulting
27 with facility personnel. Samples of materials involved in an emergency might be taken by qualified
28 personnel and analyzed as appropriate. These activities must be performed with a sense of immediacy
29 and shall include available information.

30 The BED shall use the following guidelines to determine if an event has met the requirements of
31 WAC 1 73-303-360(2)(d):

32 1. The event involved an unplanned spill, release, fire, or explosion,
33 AND
34 2.a The unplanned spill or release involved a dangerous waste, or the material involved became a
35 dangerous waste as a result of the event (e.g., product that is not recoverable),
36 OR
37 2.b The unplanned fire or explosion occurred at the 400 Area WMU or transportation activity subject to
38 RCRA contingency planning requirements,
39 AND
40 3. Time-urgent response from an emergency services organization was required to mitigate the event
41 or a threat to human health or the environment exists.

42 As soon as possible after stabilizing event conditions, the BED shall determine, in consultation with the
43 site contractor environmental single-point-of-contact, if notification to the Washington State Department
44 of Ecology (Ecology) is needed to meet WAC 173-303-360 (2)(d~ reporting requirements. If all of the
45 conditions under 1, 2, and 3 are met, notifications are to be made to Ecology. Additional information is
46 found in Perm it Attachment 4, Hanford Emergency Management Plan (DOEIRL-94-02), Section 4.2.

J.3



Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit

1 If review of all available information does not yield a definitive assessment of the danger posed by the
2 incident, a worst-case condition will be presumed and appropriate protective actions and notifications will
3 be initiated. The BED is responsible for initiating any protective actions based on their best judgment of
4 the incident.

5 The BED must assess each incident to determine the response necessary to protect the personnel, facility,
6 and the environment. If assistance from Hanford Patrol, Hanford Fire Department, or ambulance units is
7 required, the Hanford Emergency Response Number (911 from site office phones/373-09 11 from cellular
8 phones) must be used to contact the POC and request the desired assistance. To request other resources
9 or assistance from outside the 400 Area WMU, the POC business number is used (373-3800).

10 J.3.1 Protective Action Responses
11I Protective action responses are discussed in the following sections. The steps identified in the following
12 description of actions do not have to be performed in sequence because of the unanticipated sequence of
13 incident events.

14 J.3.1.1 Evacuation
15 There are no FFTF building evacuation alarms. The 400 Area evacuation siren is controlled from the
16 P0G.
17
18 All FFTF facilities identified in this plan are unoccupied. Any personnel entering one of these facilities
19 will be part of a work group that will have the ability to be in radio/cellular phone contact with the BED.
20 In the event personnel need to evacuate one of these facilities, they will go to the upwind side of the
21 facility and report to their Field Work Supervisor (FWS). The FWS will report accountability to the
22 BED. The BED will provide further instructions based on notifications. Personnel working in a
23 radiological zone shall exit through the nearest door consistent with existing conditions. If evacuation is
24 required prior to obtaining an exit survey or while still wearing personal protective equipment (PPE),
25 those personnel shall segregate themselves from the rest of the group until they obtain a complete survey.

26 The BED will contact the POC to inform them of the event and ensure that necessary onsite and offsite
27 protective actions are initiated.

28 J.3.1.2 Take Cover
29 A take cover will be signaled by the 400 Area sirens. When the take-cover alarm is activated personnel
30 shall take cover in the nearest suitable (consider water supply, bathroom facilities, size, etc.) building or
31 trailer. The following actions shall be taken or considered:

32 0 Closing all exterior doors and windows.
33 0 Reporting your location to your manager or BED.
34 0 Secure (turn off) ventilation and unnecessary electronic or electric equipment, if possible.
35 0 Stand by for information or further instructions.
36 0 Personnel working in radiological areas will exit using normal radiological exit procedures.
37 0 Determine if anyone has been potentially exposed to hazardous material and, if so, request help
38 for medical evaluation.

39 J.3.2 Response to Facility Operations Emergencies
40 Depending on the severity of the event, the BED reviews the site-wide and FFTF emergency response
41 procedure(s) and, as required, categorizes and/or classifies the event. If necessary, the BED initiates area
42 protective actions and Hanford Site Emergency Response Organization activation. The steps identified in
43 the following description of actions do not have to be performed in sequence because of the unanticipated
44 sequence of incident events.

JA4



Class 2 Permit Modification to Rev 8C WA7 89060 8967, Part III Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit

I J.3.2.1 Loss of Utilities
2 A loss of utilities is not expected to lead to an emergency condition or require implementation of
3 protective actions.

4 A case-by-case evaluation is required for each event to determine loss of utility impacts. When a BED
5 determines a loss of utility impact, actions are taken to ensure dangerous and/or mixed waste is being
6 properly managed, to the extent possible given event circumstances. As necessary, the BED will stop
7 operations and take appropriate actions until the utility is restored.

8 J.3.2.2 Major Process Disruption/Loss of Plant Control
9 There are no process upsets or losses of plant control that can have any effect at FFTF.

10 J.3.2.3 Pressure Release
11I There are no pressure containing systems at FFTF that would result in a potential emergency condition.

12 J.3.2.4 Fire and/or Explosion
13 In the event of a fire, the discoverer activates a fire alarm (pull box); calls 911 from site office
14 phones/3 73-0911 from cellar phones or verifies that the Hanford Emergency Response Number has been
15 called. Automatic initiation of a fire alarm (through the smoke detectors) is also possible.

16 9 Unless otherwise instructed, personnel shall evacuate the area/building by the nearest safe exit and
17 proceed to the designated staging area for accountability.

18 * On actuation of the fire alarm, ONLY if time permits, personnel should shut down equipment, and
19 secure waste. The alarm automatically signals the Hanford Fire Department.

20 * The BED proceeds directly to the ICP, obtains all necessary information pertaining to the incident,
21 and sends a representative to meet Hanford Fire Department.

22 9 The BED provides a formal turnover to the IC, when the IC arrives at the ICP.

23 9 The BED informs the Hanford Site Emergency Response Organization as to the extent of the
24 emergency (including estimates of dangerous waste and mixed waste quantities released to the
25 environment).

26 o If operations are stopped in response to the fire, the BED ensures that systems are monitored for
27 leaks, pressure buildup, gas generation, and ruptures.

28 * Hanford Fire Department firefighters extinguish the fire as necessary.

29 J.3.2.5 Hazardous Material, Dangerous and/or Mixed Waste Spill
30 Spills can result from many sources including container spills or leaks, damaged packages or shipments,
31 or personnel error. Spills of mixed waste are complicated by the need to deal with the extra hazards
32 posed by the presence of radioactive materials.

33 *The discoverer notifies the BED and initiates SWIMS response:
34 - Stops work
35 - W arns others in the vicinity
36 - Isolates the area
37 - Minimizes exposures to the hazards
38 - Requests the BED Secure ventilation

39 *The BED determines if emergency conditions exist, requiring response from the Hanford Fire
40 Department based on classification of the spill and injured personnel, and evaluates the need to
41 perform additional protective actions.

J.5



Class 2 Permit Modification to Rev BC WA7 89000 8967, Part Ill Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit

1 * If the Hanford Fire Department resources are not needed, the spill is mitigated with resources
2 identified in Section JA4 and proper notifications are made.

3 * If the Hanford Fire Department resources are needed, the BED calls 911 from the site phones/3 73-
4 0911 from cellular phones.

5 e The BED sends a representative to meet the Hanford Fire Department.

6 * The BED provides a formal turnover to the IC when the IC arrives at the ICP.

7 e The BED informs the Hanford Site Emergency Response Organization as to the extent of the
8 emergency (including estimates of dangerous waste and mixed waste quantities released to the
9 environment).

10 a If operations are stopped in response to the spill, the BED ensures that systems are monitored for
11I leaks, pressure buildup, gas generation, and ruptures.

12 * Hanford Fire Department stabilizes the spill.

13 J.3.2.5.1 Damaged or Unacceptable Shipments
14 During the course of receiving an onsite transfer of mixed waste at the 400 Area WMU, an unanticipated
15 event could be discovered resulting in a conformance issue concerning the waste. Damaged or
16 unacceptable shipments resulting from onsite transfers are not subject to WAC 173-303-370; however,
17 conformance issues must be resolved in order to maintain proper records.

18 The following actions are taken to resolve the conformance issue:

19 * Operations management is notified of the damaged or unacceptable waste to be received.

20 9 If the conformance issue results in a spill or release, actions described in Section J.3 .2.5 are taken

21 e The generating organization is notified of the conformance issue

22 * An operations representative, in conjunction with the generating organization, determines the course
23 of action to resolve the conformance issue.

24 J.3.3 Prevention of Recurrence or Spread of Fires, Explosions, or Releases
25 The BED, as part of the ICP, takes the steps necessary to ensure that a secondary release, fire, or
26 explosion does not occur. The BED will take measures, where applicable, to stop processes and
27 operations; collect and contain released wastes and remove or isolate containers. The BED shall also
28 monitor for leaks, pressure buildups, gas generation, or ruptures in valves, pipes, or other equipment,
29 whenever this is appropriate.

30 J.3.4 Incident Recovery and Restart of Operations
31 A recovery plan is developed when necessary in accordance with Permit Attachment 4, Hanford
32 Emergency Management Plan (DOE/RL-94-02), Section 9.2. A recovery plan is needed following an
33 event where further risk could be introduced to personnel, the FFTF, or the environment through recovery
34 action and/or to maximize the preservation of evidence.

35 If this plan was implemented according to Section J.3, Ecology must be notified before operations can
36 resume. Permit Attachment 4, Hanford Emergency Management Plan (DOEIRL-94-02), Section 5.1
37 discusses different reports to outside agencies. This notification is in addition to those required reports
38 and must include the following statements:

39 9 There are no incompatibility issues with the waste and released materials from the incident.

40 9 All the equipment has been cleaned, fit for its intended use, and placed back into service.

J.6



Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16
Effective date: Temporary Authorization 400 Area Waste Management Unit

1 The notification required by WAG 1 73-303-360(2)(i) may be made via telephone conference. Additional
2 information that Ecology requests regarding these restart conditions will be included in the required
3 15-day report identified in Section J.5.

4 For emergencies not involving activation of the Hanford-EOC, the BED ensures that conditions are
5 restored to normal before operations are resumed. If the Hanford Site Emergency Response Organization
6 was activated and the emergency phase is complete, a special recovery organization could be appointed at
7 the discretion of DOE to restore conditions to normal. This process is detailed in DOE and contractor
8 emergency procedures. The makeup of this organization depends on the extent of the damage and its
9 effects. The onsite recovery organization will be appointed by the appropriate contractor's management.

10 J.3.5 Incompatible Waste

I11 After an event, the BED or the onsite recovery organization ensures that no waste that might be
12 incompatible with the released material is treated, stored, and/or disposed of until cleanup is completed.
13 Clean up actions are taken by 400 Area WMUJ personnel or other assigned personnel. Permit
14 Attachment 4, Hanford Emergency Management Plan (DOEIRL-94-02), Section 9.2.3, describes actions
15 to be taken.

16 Waste from cleanup activities is designated and managed as newly generated waste. A field check for
17 compatibility before storage is preformed, as necessary. Incompatible wastes are not placed in the same
18 container. Containers of waste are placed in approved storage areas appropriate for their compatibility
19 class.

20 If incompatibility of waste was a factor in the incident, the BED or the onsite recovery organization
21 ensures that the cause is corrected.

22 J.3.6 Post Emergency Equipment Maintenance and Decontamination

23 All equipment used during an incident is decontaminated (if practicable) or disposed of as spill debris.
24 Decontaminated equipment is checked for proper operation before storage for subsequent use.
25 Consumnables and disposed materials are restocked. Fire extinguishers are replaced.

26 The BED ensures that all equipment is cleaned and fit for its intended use before operations are resumed.
27 Depleted stocks of neutralizing and absorbing materials are replenished; protective clothing is cleaned or
28 disposed of and restocked, etc.

29 J.4 EMERGENCY EQUIPMENT

30 Emergency resources and equipment for the FFTF are presented in this section.

31 J.4.1 Fixed Emergency Equipment

32

I FIXED EMERGENCY EQUIPMENT

IITYPE ILOCATION ICAPABILITY
33N/A N/A N/A
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Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16

Effective date: Temporary Authorization 400 Area Waste Management Unit

I J.4.2 Portable Emergency Equipment

PORTABLE EMERGENCY EQUIPMENT

TYPE LOCATION CAPABIUTY
Fire Extinguisher A fire extinguisher is available at A portable Class D fire extinguisher is

the ISA pad. available for use to respond to fi res at
the FSF and the ISA.

Emergency Response Kit An emergency response kit is Boundary control, PPE for response,
available in a government vehicle and other various emergency

I _______________ ________I______I_ response functions.

2 J.4.3 Communications Equipment(Warning Systems

COMMUNICATIONS EQUIPMENT

TYPE LOCATION CAPABILITY
Fire Alarm At or near building exits in Alerts personnel of a potential fire
Continuously Ringing Bell Or buildings 405; 491E, S, & W; 4621E and notifies Fire Department
Electronic Gong And Strobe & W; and 4703. ________________

2-Way Radio/Cell Phone At least one with personnel while Notify personnel to summon
________________________in the TSD unit location, emergency assistance

Argon pressure monitoring system FFTF argon dewar pad Notify personnel of over or under
pressure in the inert cover gas for
piping and components containing
sodium residuals

3 Note: Site wide communications and warning systems are identified in Permit Attachment 4, Hanford
4 Emergency Management Plan (DOE/RL-94-02), Table 5.1.

5 J.4.4 Personal Protective Equipment

PERSONAL PROTECTIVE EQUIPMENT

TYELCTO CAPABILITY
PPE clothing Personal Protective Equipment is jProtection from specific exposure

available and will be staged when work is hazards

6 J.4.5 Spill Control and Containment Supplies

SPILL KITS AND SPILL CONTROL EQUIPMEMVNT
TYPE LOCATION CAPABILITY

Spill Control Materials A Spill Kit will be available when Control and mitigation of radioactive
* Absorbent materials work is performed at the TSD and chemical spills
* Bags unit location
* Step-off pads
* Barrier tape
* Rags
* Scissors______________ ____

7 J.4.6 Incident Command Post

8 The ICPs can be identified in a fixed location or the IC can determine a location appropriate for the event.
9 Emergency resource materials are stored at each location. The IC could activate the Hanford Fire

10 Department Mobile Command Unit if necessary.
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Class 2 Permit Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16

Effective date: Temporary Authorization 400 Area Waste Management Unit

I J.5 REQUIRED REPORTS

2 Post-incident written reports are required for certain incidents on the Hanford Site. The reports are
3 described in Permit Attachment 4, Hanford Emergency Management Plan (DOE/RL-94-02), Section 5. 1.

4 Facility management must note in the TSD-unit operating record, the time, date, and details of any
5 incident, which requires implementation of the contingency plan. Within 15 days after the incident, a
6 written report must be submitted to Ecology. The report must, at a minimum, include the elements
7 specified in WAG 1 73-303-360(2)(k).

8 J.6 PLAN LOCATION AND AMENDMENTS

9 Copies of this plan are maintained in the following locations
10 0 Shift Operations Office (MO-294).

I1I This plan will be reviewed and immediately amended as necessary, in accordance with Permit
12 Attachment 4, Hanford Emergency Management Plan (DOEIRL-94-02), Section 14.3. 1.1.

13 J.7 BUILDING EMERGENCY ORGANIZATION BUILDING EMERGENCY DIRECTOR

FFTF BEDs
TITLE : = WORK LOCATION WORK PHONE

Facility Operations IMO 294 1373-1355

14 Names and home telephone numbers of the BEDs are available from the POC (373-3800) in accordance with Permit
15 Condition IL.AA4
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Class 2 Modification to Rev 8C WA7 89000 8967, Part III Operating Unit 16
Effective Date: Temporary Authorization letter 400 Area Waste Management Unit

1 1. INSPECTION REQUIREMENTS

2 This section describes the method and schedule for inspection of the 400 Area WMU. The purpose of the
3 inspections are to prevent malfunctions and deterioration, operating errors, discharges, identify leaking
4 containers, improperly stored containers, and degradation of containment and safety equipment and/or
5 systems (e.g., inert gas pressure in feed line). These inspections help to ensure that situations do not exist
6 that might cause or lead to the release of waste to the environment or that might pose a threat to human
7 health. Abnormal conditions identified by inspections are corrected in accordance with
8 WAG 173-303-320(3).

9 1.1 GENERAL INSPECTION REQUIREMENTS

10 The content and frequency of inspections are described in this section. Inspections, implemented through
I1I operating requirements, are documented on inspection checklists and log sheets. Inspection records are
12 maintained in accordance with Permit Condition 11.1. 1, and contain the following information:

13 - Date and time of inspection,
14 - Printed name and the handwritten signature of the inspector,
15 - Notation of the observations made, and
16 * Date and nature of any repairs or remedial actions taken

17 The inspection checklists consist of a listing of items that are to be assessed during each inspection. For
18 each item listed, a yes/no response are made. A yes' response means that the item complies with the
19 conditions stated on the checklist. Any problems identified during the inspection, as indicated by a 'no'
20 response on the checklist, are reported to the S & M Operations Manager.

21 1.1.1 Types of Inspections

22 A qualified person performs an inspection of the active 400 Area WMU storage areas and containers for
23 any signs of malfunctions, deterioration, discharges, and other anomalies. Specific items and/or problems
24 to be noted during weekly inspections include the following:

25 * Condition of concrete floor, curbing, and walls in the FSF
26 * Container structural integrity
27 - Containers closed
28 - Inert gas pressure in feed line to CCP boxes in the FSF
29 . Significant corrosion of containers
30 - Evidence of spills or leaks
31 - Accumulated liquids
32 - Container labels and markings in place, legible, and un-obscured
33 - Moisture in modules including condensation in the ISA storage modules

34 Monthly, personnel will conduct inspections of safety equipment. Testing of the equipment will be
35 completed as necessary. These inspections and tests include a portable fire extinguisher, emergency
36 response kit, and spill kit. For addition information, refer to Table 1. 1, Inspection Schedule.

37 1.1.2 Frequency of Inspections

38 The following inspection frequencies exist (refer to Table 1. 1):

39 * Daily inspections of those portions of the 400 Area WMU that are in the process of receiving waste or
40 transferring waste out to document any deficiencies noted and to immediately bring deficiencies to
41 the attention of the S & M Operations Manager

42 - Weekly container inspections

43 - Monthly, fire extinguisher, emergency response kit, and spill kit

44 - Annual ignitable/reactive waste storage area inspections

1.1



Class 2 Modification to Rev 8C WA7 89000 8967, Part Ill Operating Unit 16
Effective Date: Temporary Authorization letter 400 Area Waste Management Unit

1 1.2 SCHEDULE FOR REMEDIAL ACTION FOR PROBLEMS REVEALED

2 Consistent with WAG 173-303-320(3), if inspections identify leaks, spills, and/or precipitation, in the
3 secondary containment; the resultant material will be removed on a schedule that prevents hazards to
4 human health and the environment. if corrosion or other obvious structural deficiency is observed on
5 containers, corrective actions shall be pursued in a timeframe established by the S & M Operations
6 Manager.

7 On receipt and before containers are accepted for storage in the 400 Area WMU, personnel inspect each
8 container to confirm appropriate documentation, labeling, and soundness of containers. Depending on the
9 severity of any container anomalies, corrective actions could range from continued monitoring to

10 correcting on discovery or longer if procurement of needed materials and personnel are required. Other
I1I conditions that are not a threat to human health and the environment will be dispositioned in a timeframe
12 established by the S & M Operations Manager.

13 Table 1.1. Inspection Schedule

Requirement Description Inspection Frequency Types of Problems

Inspections of those portions of the Daily Document any deficiencies noted and immediately
400 Area WMU that are in process bring the deficiencies to the attention of the S & M
of receiving or transferring waste Operations Manager
out

Container storage areas (FSF) Weekly Condition of concrete floor, container structural
integrity, containers closed, inert gas pressure in
feed line to large boxes, significant corrosion of
containers, evidence of leaks, spills, accumulated
liquids, container labels and markings in place,
legible, and un-obscured

Container storage, large boxes, and Weekly Condition of containers/large boxes/unique
unique components (ISA) components structural integrity, containers closed,

significant corrosion of containers, evidence of
leaks, spills, accumulated liquids,, container labels
and markings in place, legible, and un-obscured,
and moisture and condensate in the storage
modules

Portable fire extinguisher, portable Monthly Check for equipment not present and test, as
emergency response kit, and spill kit appropriate

Ignitable or reactive waste Annual Storage in compliance with WAC 173-303-395(l)(d)

14
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Department of Energy
Richland Operations Office

P.O. Box 550
Richland, Washington 99352

12-AMCP-0094. APR 10 201,2

Ms. J. A. Hedges, Program Manager
Nuclear Waste Program
State of Washington
Department of Ecology
3 100 Port of Benton
Richland, Washington 99354

Dear Ms. Hedges:

PROPOSED CLASS 2 RESOURCE CONSERVATION AND RECOVERY ACT (RCRA)
PERMIT MODIFICATIONS AT THE HANFORD FACILITY LIQUID EFFLUENT
RETENTION FACILITY AND 200 AREA EFFLUENT TREATMENT FACILrIY
(LERF/ETF) (TSD: S-2-8)

The U.S. Department of Energy Richland Operations Office (RI) as owner/operator and CH2M
HILL Plateau Remediation Company (CHPRC) as the co-operator (hereinafter referred to as the
Permittees) are proposing Class 2 modifications. to addendums of the Liquid Effluent Retention
Facility and 200 Area Effluent Treatment Facility (LERF/ETF) permit.

The Permittees are proposing a Class 2 modification to replace an out-of-service tank currently in
the LERF/ETF chapter of the permit with a replacement tank. A fiberglass-reinforced plastic
tank has been procured and will replace the original stainless steel Tank 59A-TK-l 17. The
replacement tank will also be identified as Tank 59A-TK-l 17. The replacement tank is of
equivalent material to the existing tank; however, its capacity is slightly larger than the original
Tank 59A-TK-l 17. The proposed Class 2 change falls under Washington Administrative Code
(WAC) 173-303-830, Appendix I, Section G.Lb, "Modification or addition of tank units
resulting in up to 25 percent increase in the facility's tank capacity." An integrity assessment
report is required to be completed after installation and prior to operation of the tank. The
revised permit addenda are attached.

The notice required by the Permittees in WAC 173-303-830(4)(b) will be included in the
appropriate Hanford Federal Facility Agreement and Consent Order publication or list server, as
described in Hanford Facility Resource Conservation and Recovery Act Permit Condition I.C.3,
and will be placed in the Tri-City Herald. The public comment period will begin on the date the
public notice appears in the Tni-City Herald and will remain open for 60-days. In addition, the
Permittees will hold a public meeting.



M.J. A. Hedges -2- AR1 0:
1 2-AMCP-0094 AR1 21

If you have any questions, please contact me, or your staff may contact Jonathan Dowell,
Assistant Manager for the Central- Plateau, on (509) 373-9971.

Sincerely,

AMCP:MSC Manager

Attachments

cc wiattachs:
D. B. Bartus, EPA
G. Bohnee, NPT
F. W. Bond, Ecology
L. Buck, Wanapuin
D. A. Faulk, EPA
S. Harris, CTUIR
R. Jim, YN
S. L. Leckband, HAB
K. Niles, QDOE
D. Rowland, YN
R. R. Skinnarland, Ecology
Administrative Record (LERF/ETF, TSD: S-2-8)
Environmental Portal
Ecology Library

cc w/o attachs:
L. M. Dittmer, CHPRC
R. H. Engelmann, CHPRC
R. A. Kaldor, MSA
T. W. Noland, MSA
R. E. Piippo, MSA



Permit WA7890008967 Part III, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

SWA SHIN GION STATE AddendumiiA

R T E NT F PatAFr
Date Received Reviewed by., Date:

Month Day Year Approved by- Date:

1. This form is submitted to: (place an "X" in the appropriate box)

S Request modification to a final status permit (commonly called a "Part B" permit)

D] Request a change under interim status

mApply for a final status permit. This Includes the application for the initial final status permit, for a site or
~for a permit renewal (i.e., a new permit to replace an expiring permit).

D Establish interim status because of the wastes newly regulated on: (Date)

List waste codes:
11. EPA/State ID Number
W IA 17 18 19 10 10 1(0) 8 19 6 17

Ill. Name of Facility
US Department of Energy -Hanfiord Facility

IV, Facility Location (Physical address not P.O. Box or Route Number)
A. Street
825 Jadwin

City or Town State JZIP Code
Richland WA 99352

County Code
(if known) County Name

IF.5 Benton.
B. C. Geographic Location D.FcltIxitneDt

Lad Latitude (degrees, mine, secs) Longitude (degrees, mins, secs) Month Day Year

F Refer to TOPO Map (Section XV.) 03 0 12 1 4 3

V. Facility Mailing Address
Street or P.O. Box

P.O. Box 550)

Cityor ownState ZIP Code

F('Y030-31 H anford IRe,* 3 5:04) Paue I o I 14



Permit WA7890008967 Part Il1, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

VI. Facility contact (Person to be contacted regarding waste activities at facility)
Name (last) (first)
McCormick Mattlewv

Job Title Phone Number (area code and number)
Manager (509) 376-7395

Contact Address
Street or P.O. Box

P.O. Box 550

City or Town StteZIP Code 1 1
Richland WA 99352
VII. Facility Operator Information

A. Name Phone Number
D~epartmnent of Energy Owner, Operator 1509) 376-7395
(ill2M HIL L Plateau Reniediation Comp~any ('o-Operater for [[.'RI' & 200) Area E'1H * (509) 376(1556*

Street or P.O. Box
IN,0. Box 550
P'.O. Box 1600*

City or Town State ZIP Code
Richland WA 99351

B. Operator Type

C. Does the name in VIL.A reflect a proposed change In operator? D Yes No Co4) pcrator* change
If yes, provide the scheduled date for the change. Month Day Year

. I 1 0 0 1 2 1) 0

D. Is the name listed In VII.A. also the owner? If yes, skip to Section VIII.C. ]Yes FjNo

ViII. Facility Owner Information

A. Name Phone Number (area code and number)

Matthew S. McCormick, Operabor'Fac ility-Property Owner (509) 376-7395

Street or P.O. Box
P.O. Box 550

City or Town state ZIP Code-
Richland W 95

B. Owner Type -T 1 
:: YsNC. Does the name in VIII.A reflect a proposed change In owner? YsN

If yes, provide the scheduled date for the change: Month Day Year

IX. NAICS Codes (5/6 digit codes)_________________________
A. First B. Second
5 6 2 2 1 2\ 1 1 Waw reatinent & [)ispo, a 9 2 4 1 Adini lsliitiv (it Air & Waier Rc'd'Lirce & Solid

Wa Mic an:agucri t PriarijnN
C. Third ko~rh&D~ h ic nd h,-l D. Fourth - -
5 4 '11I 7 1 1 T Inincruv A. t 1k c:,

FU(Y 030-31 1 lanford ( Re\~ 3 5 04) Pamc 2 (f4



Permit WA7890008967 Part III, Operating Unit Group 3
Effective date TBID Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

X. Other Environmental Permits (see instructions) ______________________

A. Permit B. Permit Number C. Description
Typ

F T S C A 0 3 1 0 - 2 2 TSCA approval,.40 CFR761

E W C MI -1 2 7 40 CUR 761.6 1(c). TSCA risk-based approval 2003-10-22

E D LE (1 7 N \V P -1 0 0 3 WAC 1 7.-400, General RcgUlations for Air Pollution Sources
___ AC 1 73-460, controls for Nev. Sources otFToxic Air Pollutants

L A I R -0 6 - 1 0I 4 5 WAC 246-247. Radiation Protection -- Air Emissions

WAC 173-216, State Waste Dischiarge Permit Program. 200
U S -1 4 5 0 0 Area Effluent Treatment Facility (ElF) and State-Approved

____Land Disposal Site (SALDS)

T-ST1 1 1 5 1 1WAC 173-2 16. State Waste Dischiarge Permnit Program.
U S 4 5 I ISitewide Permit for miscellaneous streams

X1. Nature of Business (provide a brief description that includes both dangerous waste and non-dangerous
waste areas and activities)

Construction of the Liquid Effluent Retention Facility (L-ERE) began in 1990. Waste management operations began
at I.ERE in April 1994. Construction of the 200 Area Effluent Treatment Facility (E-TF) began in 1992. Waste
management operat ions begatn at L-T1 i n November of 1995.

The LERE and EF comprise ain aqueous waste treatment system located in tile 2001 East Area thiat provides storage
and treatment for a variety of aqIueous mixed waste. TIhis aqueous waste incltdes process condensate from~ the
242-A Evaporator and othier aqueous waste generated fromt onsite rernediation and waste management activities.

Tihc LERF consists ofthiree lined surface impoundments, or basins. Aqueous waste from I .FRF is pumped to the
LE for treatment in a series ol process units, or systems. that remove or destroy dangerous waste constituents, [he
treated effluent is discharged to a State-Approved Land D~isposal Site (SALI)S) northi ot the 200 West Area. under
thec authority ol a Washlington Slate Waste D~ischarge Permit (S'1'4500) and the Final IDelisting (40 CU:R 261,
Appendix IX. TFable 2)

Sludge that aCCUnMlates in the bottoms of LTlE lroess tanks is removed periodically and placed into containers.
The waste is solidified by decanting the supemiate from the containier and the remainder of the liquid is allowed to
evaporate, or absorbents ate added. as necessary', to address the residual liquid. Thie process design capacity 1'(r
tteatmnent of waste in containers (T04) is 1 8.9217 liters per day.

ECY 030-31 Hanford (Re\. 3 5 0)4) Page 3 of 14



Permit WA7890008967 Part Ill, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

EXAMPLE FOR COMPLETING ITEMS XII and XIII (shown in lines numbered X-1, X-2, and X-3 below): A facility has
two storage tanks that hold 1200 gallons and 400 gallons respectively. There is also treatment in tanks at 20 gallons/hr.
Finally, a one-quarter acre area that is two meters deep will undergo in situ vitrification.

Section X11I. Process Codes and Design Section XIII. Other Process Codes
________Capacities _ _ _ ___ ____ __________ _ _ _ _

B. Process Design B. Process Design

Lie A. Process CaaiyProcess Line A. Process CaaiyProcess D. Process
Number Codes 2. Unit of Total Number Codes 2. Unit of Total Decito(etrcd)1 mut Measure Number (enter code) 1. Aount Measure Number Derpio

(ete cde 1 Aout (enter of Units (enter of Units
________ code) _____code) ____1___

In situ
Xl 5 2 1,600 G 002 X I1T0 4 700 C 001 vitrifiatio

X 2 T 03 20 E 001 _ _ _ _ _

X 3 T 10 14 700 C 001 ___ ___

container
I S 0 4 88500,000 1 003 1 T 0 4 1 8,927 V 001 treatment

2 T 0 2 88,500,000( V 003 2 _____ ____

3 S 0 2 9.659.710 1, 019 3
4 r (o 1 S17,64o V 019 4 ____ ___ _____

5 S 0 1 147,6~30 1 - 003 5
6 '1 o 4 18,927 V 00 1 6
7 7
8 _ _8_ _ _ _ _

1 0 1 0 _ ___

112 112

1 3 1 3_ _ _

1 4 1 4

1 6 1 6 _ __

1 7 1 7

2 0 2 0 _ _ _

2 1 2_ 21 _

2 2 22
2 3 2 3 _ _ _

2 4 2 4___ _ _

256 2 5_ _

ICY 030-31 Hlanford (Re'. 3 5 04) hue 4 ol 14



Permit WA7890008967 Part 111, Operating Unit Group 3

Effective date TBD) Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

XIV. Description of Dangerous Wastes

Example for completing this section: A facility will receive three non-listed wastes, then store and treat them on-site.
Two wastes are corrosive only, with the facility receiving and storing the wastes in containers. There will be about 200
pounds per year of each of these two wastes, which will be neutralized in a tank. The other waste is corrosive and
ignitable and will be neutralized then blended into hazardous waste fuel. There will be about 100 pounds per year of that
waste, which will be received in bulk and put into tanks.

A.Dneru B. Estimated C. Unit of D. Processes
Lite A.WanerNous Annual Measure(2PrcsDerito

Number WteN. Quantity of (enter (1) Process Codes (enter)(2PrcsDerito(enter code) Waste code)_ [i a -- --- Iacode Isnot entered in D(1)]

X I DO0 0 2 400 P S 0 I1T O0I

X 12 DO0 0 1 100 P S802 T 0 1

X3 D 0 0 2 Included with above

11) 0 0) 1 98,497.000) K SO0 4 T 0 2

2 1) 0 0 2 K S 0 4 Ti 0 2

3 D 0 10 3 K S 0 4 T1 0 2

4 D 0 0 4 K S 0 4 T 0 2

5 D 0 0 5 K S 0 4 T 0 2

6 1) () 0 6K S (0 4 1 0 2

7 1) 0 0 7 K S 0 14 T 0 2

8 D) 0 0 8 K S 0 4 T 0 2

9 1) 0) () 1) K S 0 4 T 0 2

10 D) 0 1 0 K s 0) 4 T 0 2

11 D 0 1 1 K S 0 4 T 0 2

12 D 0 1 8 K S 0 4 T 0 2

13 D 0 19 K S 0 4 T 0 2

14 1) 0 2 2 K S 0 4 -11 0 2

15 D 0 2 8 K S 0 4 T 02

16 D (I 2 9 K S 0 4 T 0 2

17 D 0 3 0 K S 0 4 T 0 2

18 D 0 3 3 K S 0 4 T 0 2

19 D 0 3 4 K S 0 4 T 0 2

20 D 0 3 5 K S 0 4 T 0 2

21 D 0 3 6 K S 0 4 1 0 2

22 D 0 3 8 K I 0 4 T 0 2

23 D 0 3 9 K S 0 4 'r 0 2

24 1) 0 4 0 K S 0 4 T 0 2

25 D 10 14 1 K S 0 4 1 0 12

CY 030-31 Hanford (Rev. 3 5 04) Page 5 ol 14



Permit WA7890008967 Part III, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

EPA/State ID W A 7 8 9 00 0 87

Continuation of Section XIV. Descriptio of Dangerous Waste

A.Dneos B. Estimated C. unit 0. Process
Line Wat oAnnual Meaur
Number (ente coe Quantity of Masr (2) Process Description

(etrcd) Waste (enter (1) Process Codes (enter) [i a code Is not entered in D (1))
_____________ code)

26 D 0 4 3 K S 0 4 1 0 2

27 F 0 0 1 K S 0 4 T 0 2

28 F 0 0 2 K S 0 4 T 0 2

29 F 0 0 3 K S 0 4 T 0 2

30 F 10 0 4 K S 0 4 T 0 2

31 F 0 0 5 K S 0 4 -1 0 2

32 IF 0 3 9 K S 0 4 T 0 2

33 W T 0 1 K S 0 4 T 0 2

34 WV T 0 2 K S 0 4 T1 0 2

35 1) 0 0 1 298A434,296 K T 0 1

36 D 10 0 2 1K .1 0 1

37 ID 0 0(1 3 K 1f 0 1

38 1) 0 0 4 K I1 0 1

39 1) 0 o K T 0 1

40 1) 10 0 6 K T 0 1

41 1) 0 0 7 K T 0 1

42 D 0 0 8 K T 0 1

43 D 0 0 9 K T 0 1

44 D 0 1 0 K T 0 1

45 D 0 1 1 K T 0 1

46 D 0 1 8 K T 0 1

47 D 0 1 9 K T 0 I

48 D 0 21 2 K T 0 1

49 D 0 2 8 K 1 0 1

50 DO0 2 9 K T0 1

51 D 0 3 0 K T 0 1

52 D 0 3 3 K T 0 1

53 D 0 3 4 K T 0 1

54 D. 0 3 5 K T 0 1

55 D 0 3 6K T 0 1

56 1) 0 3 8 K -1 0 1

57 1I) 10 3 9K -1 0 1

FCY 030-31 Hanford (Rev, 3 5 04) ll~ic 6 o 1 14



Permit WA7890008967 Part III, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

Number 8 WA 74 9 o o 0896

Continuation of Section XI.Dsrpiof Dan erous Waste

B. Estimated C. Unit D. Process
Ln A. Dangerous Anul of ____________________________

lne Waste No. Anul Measure(2PrcsDerito
Number (enter code) Quantity of (enter (1) Process Codes (enter) (2) a ces oDnerdtin0()

I waste code)[iacoeInoenedInD()

58 1) 0 4 0 K T 0 1

59 DO0 4 1 K TO 0

60 DO0 4 3 K T101

61 F 0 0 I K T 0 1

62 F 0 0 2 K T 0 1

63 F 0 0 3 K 1 0 I

64 F 0 -0 4 K '1 0 1

65 F 0 0 1; K T 10 1

66 IF 0 3 9) K T (0 1

67 W iT 0 I K T 0 1

68 W -1 0 2K T 0 1

69 D 0 0 1 30.433,326 K S 0 .2

70 D 0 0 2 K S 10 2

71 D 0 0 3 K S 0 2

72 D 0 0 4 1K S 0 2

73 D 0 0 5 K S 0 2

74 D 0 0 6 K S 0 2

75 D 0 0 7 K S 0 2

76 D 0 0 8 K S 0 2

77 D 0 0 9 K S 0 12

78 D 0 I 0 K S, 0 2

79 D 0 1 1 K S 0 2

80 D 0 1 8 K S 0 2

81 D 0 1 9 K S (0 2

82 D 0 2 2 K S 0 2
83 -D 29 - -0

83 D 0 2 9 K S 0 2

84 D 0 2 9 K S 0 2

85 D 0 3 0 K S 0 2

87 [D 0 31 4 K S 0 2

88 D 0 13 15 1K 5 0 2

89 1) 0 13 16 K S 0 2

[(N 030-31 Hanford (Rev. 3 5'04) Pag~e 7 of 14



Permit WA7890008967 Part 111, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

EPAStteIDW IA 17 18 9 0 0 0 8 9 6 7NumberI I I I I I

Continuation of Section XI.Dsrpi of Dan erous Waste

A.Dneos B. Estimated C. Unit D. Process
Line aseN.Annual Meaur
Number (ente co.e Quantity of Maue(2) Process Description

(etrcd) waste (enter (1) Process Codes (enter) INf a code is not entered in D (1)1
________ ~~~~~code) ______________

190 D 0 3 8 K S 0 2

91 D 0 3 9 K S 0 2

92 D 0) 4 0 K S 0 2

93 D 0 4 1 K S 0 2

94 D 0 4 3 K S 0 2

95 F 0 0) 1 K S 0 2

98 F 0 0 2 K S 0 2

97 F 10 0) 3 K S 0 2

98' 1: 0 0 4 K S o 2

99 F () ( 5 K S 0 2

100 F 0 3 9 K S 0 2

101 W T 0) 1 K S 0 2

102 W T () 2 K S 0 2

103 D 0 0) I 1.980,735 K S 0 1 Includes Debris

104 D 0 0 2 K S 0) 1 Includes Debris

105 D 0 0 3 K S 0) I Includes Debris

106 D 0 0) 4 K S 0(1I Includes Debris

107 D 0i 0 5 K S 0 1 Includes Debris

108 D 0 0 6 K S 1 0 1 Includes Debris

109 D 0 0 7 K S 0 1 Includes D~ebris

110 D 0 0 8 K S 0 1 Includes Debris

111 D 0 0 9 K S 0 1 Includes Debr-is

112 D 0 I 0 K S 0 1 Includes Debris

113 D 0 1 1I K S 0 1 Includes Debris

114 D 0 1 8 K S 0 1 Includes Debr-is

115 1D 0 1 9 K S 0 1 Includes Debr-is

116 D 0 2 2 K S 0 I Includes D~ebris

117 D (0 2 8 K S 0 I Includes D~ebris

118 D 0 12 9 K S 0) 1 Includes Debris

119 D 0 3 0) K S (0 1 Includes Debris

120 D 0 3 3 K S 0 1 Includes Debris

121 1) 0 3 4 K S 0 1Includes Debris

[CX' 030-31 Hlanford (Rev. 3 5 04) Page 8 of 14



Permit WA7890008967 Part 111, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

EPA/State ID 7
Number TJ l

Continuation of Section.XIV. Descriptin of Dangerous Waste

A.Dneos B. Estimated C. Unit D. Process
Line Wastel No.

A.be aneNous uattyo Measure (2) Process Description
Nubr (enter code) Quatteo (enter (1) Process Codes (enter) [If a code Is not entered in 0 (1)1Waste code)

122 D 0 3 5 K S 0 1 Includes Debris

1231 D 0 3 6 K S 0 I Includes Debris

124 D 0 3 8 K S 0 1 Includes Debris

125 D 0 3 9 K S 0 1 Includes Debris

126 1) 0 4 0 K S 0 1 Includes Debris

127 D 0 4 I K S 0 1 Includes Debris

128 D 0 4 3 K S 0 I Includes Debris

1.29 F 0 0 1 K S 0 1 Includes Debris

130 F (1 0 2 K S 0 1 Includes Debris'

131 F 0 0 3 K S 0 1 Includes Debris

132 F 0 0 4 K S 0 1 Includes D~ebris

133 F 0 0 5 K S 0 I Includes Debris

134 F 0 3 9 K S o I Includes Debris

135 W -1 0 1 K S 0) 1 Includes Debris

136 W T 0 2 K S 0 I Includes Debris

137 D 0 (0 1 81.310 K T 0 4 Includes Debris

138 D 0 0 2 K T 0 4 Includes Debris

139 1) 0 0 3 K T 0 4 Includes Debris

140 1) 0 0 4 1K 1 0 4 Includes Debris

141 D 0 0 5 K T 0 4 Includes Debris

142 D 0 0 6 K 1 0 4 Includes Debris

143 D 0 0 7 K T 0 4 Includes Debris

144 D 0 0 8 K T 0 4 Includes Debris

145 D 0 0 19 K T 0 4 Includes Debris

146 D 0 1 0 K T 0 4 Includes Debris

147 D 0 1 1 K 1 0 4 Includes Debris

148 D 0 1 8 K T 0 4 Includes Debris

149 D 0 I 9 K T 0 4 Includes D~ebris

150 D 0 2 2 K T 0 4 Includes Debris

151 D 0 2 S K T 0 4 Includes Debris

152 D 0 2 9 K T 0 4 Includes Debris

13 D 0 3 0 K 1 0 4Iludes Debris

[CY 030-31 H-artford (Rev. 3 5 04) Pa,-ie () of 14



Permit WA7890008967 Part IlI, Operating Unit Group 3
Effective date TBID Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

EPANumbe ID W IA 17 18 19 1 10 0 18 19 16 17

Continuation of Section XI.Dsrpi of Dangerous Waste

A. Dangerous B. Estimated C. uni D. Process
LineWateNo Annual oefur
Number (ente coe Quantity of (entue 1 rcs oe etr (2) Process Description

(etrcd) Waste (oetr()Poe) oe etr [If a code is not entered in D (11)]

154 1) 0 3 3 K T 0 4 Includes Debris

155 D 0 3 4 K T 0 4 Includes Debris

150 D 0 3 5 K T 0J 4 Includes Debris

157 D) 0 3 6 K T 0 4 includes Debris

158 D 0 3 8 K T 0I 4 Includes D~ebris

159 1) 0) 3 9K I 0 4 Includes Debris

160 D 0 4 0 K I0 4 Includes Debris

161 1) 0 4 1 K T 0 4 Includes Debris

162 D 0 4 3 K T 0 4 Includes D~ebris

163 F 0 ( 1I K T U 4 Includes D~ebris

164 1: 0) 0 2 K T 0I 4 includes D~ebris

165 F 0 (0 3 K T 0 4 Includes D~ebris

166 F 0 () 4 K T 0 4 Includes D~ebris

167 1: 0 1 5 K F 0I 4 Includes D~ebris

168 1: U 3 9 K T U 4 Includes Debris

169 W 1 -1 I K J- 0 4 Includes D~ebris

170 W T 0 K T 0 4 Includes D~ebris

171

172

173

174

175

176________________ _

177

178

179

180

1-( Y0(30-1 H anlbord (Re%. 3 5 (04) Page 10~ If'4



Permit WA7890008967 Part 111, Operating Unit Group 3
Effective date TBD Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

XV. Map
Attach to this application a topographic map of the area extending to at least one (1) mile beyond property boundaries. The
map must show the outline of the facility; the location of each of its existing and proposed intake and discharge structures;
each of Its dangerous waste treatment, storage, recycling, or disposal units; and each well where fluids are Injected
underground. Include all springs, rivers, and other surface water bodies In this map area, plus drinking water wells listed In
public records or otherwise known to the applicant within % mile of the facility property boundary. The instructions provide
additional Information on meeting these requirements.

Topographic map is located in thle Ecology Library

XVI. Facility Drawing
All existing facilities must Include a scale drawing of the facility (refer to Instructions for more detail).

XVII. Photographs
All existing facilities must Include photographs (aerial or ground-level) that clearly delineate all existing structures; existing
storage, treatment, recycling, and disposal areas; and sites of future storage, treatment, recycling, or disposal areas (refer to
Instructions for more detail).

XVIII. Certifications

I certify under penalty of law that this document and all attachments were prepared under my direction or
supervision In accordance with a system designed to assure that qualified personnel properly gather and
evaluate the information submitted. Based on my Inquiry-of the person or persons who manage the system, or
those persons directly responsible for gathering the information, the information submitted is, to the best of my
knowledge and belief, true, accurate, and complete. I am aware that there are significant penalties for
submitting false information, including the possibility of fine and imprisonment for knowing violations.
Operator Signature Date Signed
Name and Official Title (type or print)
klaithex, S. McCormick, MIanager
1, .S. Department ol Lnerg
Richland Operations Office

Co-Operator* Signature Date Signed
Name and Official Title (type or print)

John G. Lehe N. IIl
President and Chief Executive Offlicer
('11i2M IlLL Plateau Remediation ('ompanN

Co-Operator - Address and Telephone Number*

P.O. Box 16001
Richland, WA 99352
(5019) 376-0556

Facility-Property Owner Signature Date Signed
Name and Official Title (type or print)
Matthevv S. McConnick, NIanager

t.S. Department of Energy
Richland Operations Office

FIN 030-31 1Hanfo~rd (Re,, 3,5 0141 Pa.c I I of 14
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Comments
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Permit WA7890008967 Part 1ll, Operating Unit Group 3
Effective date TBID Liquid Effluent Retention Facility & 200 Area Effluent Treatment Facility, Rev. 2A

Liquid Effluent Retention Facility

Typical Basin Photo Taken 1992

200 Area Effluent Treatment Facility

Photo Taken 2005
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200 AreaEffluent Treatment Facility - -

LiudEffluent

In the
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Effective Date: TBD LERF and 200 Area ETF
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Permit Revision 8C, Class 2 Modification WA7890008967, Part 11l, Operating Unit Group 3

Effective Date: TBD LERE and 200 Area ETF

I C. PROCESS INFORMATION

2 This addendumi provides a detailed discussion of the ILRF and 200 Area ETIE processes and equipmnent.
3 The LERF and 200 Area ETE comiprise anl aqueous waste treatmient system located in the 200 East Area
4 that provides storage and treatmnent ftor a variety of aqueous mixed waste. This aqueous waste includ1es

Sprocess condensate fromi the 242-A Evaporator and other aqueous waste generated from onsite
6 remnediation and waste mianagemnent activities.

7 Thle LERF consists of three lined surface impoundmients. or basins. Aqueous waste from LERF is
8 pumped to the200 Area ETF for treatment in a series of process units, or systemns, that remove or destroy
9 essentially all of the dangerous waste constituents. The treated effluent is discharged to a State-Approved

10 Land Disposal Site (SALI)S) north of the 200 West Area. uinder the authority of a Washington State
I I Waste Discharge Permit (Ecology 2000) and tile Final Delisting, (40 (1k 26 1, Appendix IX. Table 2).

I'2 CA1 LIQUID EFFLUENT RETENTION FACILITY PROCESS DESCRIPTION

13 Each of the three LERF basins has anl operating capacitv of 29.i-million liters. Thle LERF receives
14 aqueous wvaste through several ilets including the following:

15 - A pipeline that connects LEPRI'with the 242-A Evaporator
16 * A pipeline from the 200 West Area
1 7 - A pipeline that connects LERE to the Load-In Station at the 200 Area ETIF
1S 8 A series of sample ports located at each basin.

11) Figure C. I presents a general layout of [[RF and associ'ated pipelines. Aqueous waste fromt LERI is
20 pumiped to the 200 Area ETE through one of two double-walled fiberglass transfer pipelines. Ef~fluent
21 from the 200 Area ETF also canl be transferred back to the LERF through one of these transfer pipelines.
22 These pipelines are equipped with leak detection located in the annulus between the inner and outer pipes.
23 In thle event that these leak detectors are not in service, the pipeliunes arc visually inspected during
24 transfers fo(r leakage by opening thle secondary containment drain lines located at tile 200 Area HTI end
25 of the transfer pipelines.

26 Each basin is equipped with six available sample risers constructed of 6-inch perforated pipe. A seventh
27 sample riser in eachi basin is dedicated to influent aqueous wvaste receipt piping (except for aqueous waste
28 received from the 242-A Evaporator), and anl eiglnth riser in eachi basin contains liquid level
29 instrumentation. Each iser extends along the sides of each basin from thle top to the bottom of thle basin
30 and allows samples to be collected from any depth. Personnel access to these sample ports Is from the
31 perimeter area of theo basins.

32 A catch basin is provided at thle northwest corner of each LERF basin for aboveground p)ipin~g and
33 manifolds for transfer pumips. Aqueous wvaste fromi the 242-A Evaporator is transferred through piping
34 which ties into piping at the catch basins. Under routine operations, a submersible pump is used to
35 transfer aqueous waste fromn a LERF basin to the 200 Area [TF for processing or for basin-to-basin
36 transfers. This pump is connected to a fixed manifold onl one of four available risers.

37 Each basin consists of a niultilayer lier systemn supported by a concrete anchor wall around the basin
38 perimeter and a soil-bentonite clay underlayment. Thle multilayer liner systemn consists of a primiary tlner
39 in contact with thle aqueous waste. a layer of bentonite carpet. a geonet, a geotexttile, a gravel layer, and a
40 secondary liner that rests onl thle bentonite underlaymnent. Any aqueous waste leakage through the primary
41 liner flows through thle geonet and gravel to a leachate collection system. Th'le leachate flows to a sumip at
42 the northwest corner of each basin, where the leachate is pumped up the side slope and back into the basin]
43 above the primary liner. Each liner is constructed of high-density polyethylene. A floating cover made of
44 vecry low-density polyethylene is stretched over each basin above thle primiary liner. These covers serve to
4 5 keep unwanted material f'ronm entering the basins, and to minimize evaporation of the liquid contents.

C.1i



Permit Revision 8C, Class 2 Modification WA7890008967, Part 1l1, Operating Unit Group 3

Effective Date: TBD LERF and 200 Area ETF

I C2 EFFLUENT TREATMENT FACILITY PROCESS DESCRIPTION

2 The 200 Area ET F is designied as a flexible treat ment system that provides treatment for contaminants
3 anticipated in process condensate and other onsite aqueous waste. The design influent flow rate into the
4 200 Area FTE, is approximately 570 liters per minute. with planned outages f~or activities Such as

S aneac nte20Ae I ytm.Mintenance outages typically are scheduled between

6 treating a hatch of aqueous waste, ref'erred to as treatment campaigns. Trhe effluent flow (or volume) is
7 equivalent to the influent flow (or volumie).

8 T[he 200 Area FTF generally receives aqueous waste directly from the LFRF. However, aqueous waste
9 also can be transferred from tanker trucks at the Load-In Station to the 200 Area ETF and fromi containers

10 (e.g., carboys, drums) directly to FAT. Aqueous waste is treated and stored in the 200 Area LE process
I I areas in a series of tank systems, referred to as process units. Within the ETF, waste also is managed in
1 2 containers through treatment and/or storage. Figure C.2 provides the relative locations of the process and
1 3 container storage areas within the FIT.

14 T[he process units are grouped in either thle primary or thle secondary treatment train. 'Fhe primary
15S treatment train provides tor the removal or destruction of contaminiants. TVypicall y, the secondary
16 treatment train processes thle waste by-products from thle primiary treatment train by reducing the volumne
1 7 of waste. InI thle secondary treatment train, contaminants are concentrated and dried to a powder. T[le
1 8 liquid fraction is routed to the primary treatment train. Figure C.3 provides an overview ot'the layout of'
19 tile FTE. 2025F Building). Figure CA4 presents the 200 Area FTF floor plan. the relative locations of the
20 individual process units and associated tanks within the LIE, and the location oftheli Load-hI Station.

21 Thie dry powder wvaste and maintenance and operations waste are containerized and stored or treated i
22 the container storage areas or in collection or treatment areas within thle Process Area. Secotndary
23 containment is provided for all containers and tank systems- (including ancillary equipment) housed
24 within the PE. '[he trenches and floor of the 200 Area LE comprise thle secondary containment system.
25 The floor includes approximately a 15.2-centimieter rise (berm) along the containing walls of the process
26 and container storage areas. Any spilled or leaked material from within the process area or container
27 storage area is collected into trenches that feed into either sump tank I or sump tank 2. From these sumip
28 tanks. thle spilled or leaked material (i.e., waste) is f'ed to either the surge tank and processed in the
29 primary treatment train or the secondary wvaste receiving tanks and processed in the secondary treatment
30 train. All tank systems outside of the 200 Area EVE are provided with a secondary containment system.

31 In the following sections, several figures are provided that present general illustrations of the treatment
32 units and the relation to the process.

33 C.2.1 Load-in Station

34 The 200 Area ETF receives aqueous waste from LERE or the Load-i Stat ion. The 200 Area FTE Load-
35 In Station, located due east of the surge tank and outside of the perimeter fence (Figure CA4), was
36 designed and constructed to provide the capability to unload, store, and transfer aqueous waste to thle
37 LERE- or 200 Area ElF from tanker trucks and other containers (such as drums). '[he Load-In Station
38 consists of two truck bays equipped wvith load-in tanks, transfer pumps, iltration system, level
39 instrumentation fo(-r tanker trucks, leak detection capabilities folr the containment basin and tratnsfer line.
40 and an underground transfer line that connects to lines in thle surge tank berm, allowing transfers to either
41 the 200 Area ETF surge tatnk or LERE. The Load-In Station is covered with a steel building for weather
42 protection. Tlanker trucks atnd other containers are used to unload aqueous waste at the ILoad-ln Station.
43 Tlo perf'orm unloading, thle tanker truck is positioned onl a truck pad, a 'load-i n' transfer line is connected
44 to the truck. and the tanker contents are pumped into one of the Load-I Station tanks. thle surge tank, or
45 directly to the LERF. For container unloading, thle container is, placed onl the truck pad and the container
46 contents are pumped into one of the Load-In Station tanks, the surge tank, or directly to the LIRE.
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Effective Date: TB3D LERF and 200 Area ETF

I During unloading operations, solids may be removed from the waste by pumping the contents of the
2 tanker truck or container through a filtration system. If solids removal Is not needed. thie filtration system
3 is not used and the solution is transferred directly to the Load-I Station tanks, surge tank, or to LERF.

4 Any leaks at the Load-In Station drain to the surnp. A leak detector in thle sumip alarmis locally and in thle
5; 200 Area ETF control room. Alternatively, leaks canl be visually detected.

6 C.2.2 Effluent Treatment Facility Operating Configuration

7 Because the operating configuration of the 200 Area [IF canl be adjusted or modified, most aqueous
8 waste streams canl be effectively treated to below Delisting and Discharge Permit limits. The operating
9 configuration of the 200 Area ETF depends onl the unique chemistry of anl aqueous waste stream(s).

10( Before anl aqueous waste streamn is accepted for treatment, thle waste is characterized and evaluated.
I I Infonriation from the characterization is used to adjust the treatment process or change the configuration
12 of the 200 Area ETF process units, as necessary, to optimize thle treatment process for a particular
1 3 aqueous waste streamn.

14 Typically, anl aqueous waste is processed first in the primary treatment train, where the 200 Area EIT is
1 5 configured to process anl aqueous waste through thle UV/OX unit first, followed by thle RO unit.
16 However, under anl alternate configuration. anl aqueous waste could be processed in the RO unit first. For
1 7 example. high concentrations of nitrates in anl aqueous waste might interfere with thle performance of the
IS IV/OX. InI this case, the 200 Area ETE Fcould be contigured to process the waste in thle RO unit beflore
19 the UV/OX unit.

20 The flexibility of the 200 Area ETF also allows somie aqueous waste to be processed in tie secondary
21 treatment train first. For example, for small volume aqueous waste with high concentrations of somie
22 anions and mietals, the approach could be to tirst process the waste stream in the secondary treatment
23 train. This approach would prevent premature fouling, or scaling of the RO unit. Trhe liquid portion (i.e..
24 untreated overheads from the 200 Area FAT evaporator and thin film dryer) would be sent to the primiary
25 treatment train.

26 Figure C.5 and Figure C,6 provide example process flow diagramns for two different operating
27 configuratilonls.

28 C.2.3 Primary Treatment Train

29 The primary treatment train consists of the f'ollowing processes:

30 - Influent Receipt/Surge tank - inlet, surge capacity
31 - Filtration - for suspended solids removal
32 - UV/OX - organic destruction
33 - pH- adjustment - waste neutralization
34 - Hydrogen peroxide decomposition - remioval of excess hydrogen peroxide
35 - Degasification - removal of carbon dioxide
36 - RO - removal of dissolved solids
37 - IX - removal of dissolved solids
38 - Verification - holding tanks during verification

39 Influent Receipt/Surge Tank. Depending onl the configuration of the EF. the surge tank is one inlet
40 used to f'eed an aqueous waste into the 200 Area I3TF for treatment. InI Configuration I (Figure C.5), the
41 surge tank is the first component downstream of the LERF. The Surge tank provides a storage/surge
42 volumle for chemical pretreatment and controls feed flow rates from thle LERF to the 200 Area FTF.
43 However, in Configuration 2 (Figure C.6), aqueous waste from LERE is fed directly into the treatment
44 units. In this configuration. the surge tank receives aqueous waste, which has been processed in the R()
45 units. and provides the feed streamn to the remaining downstream process units. In yet another
46 configuration, some small volume aqueous waste could be received into the secondary treatment train
47 first for processing. In this case, the aqueous waste would be received directly into thle secondary waste
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I receiving tanks. Finally, the surge tank also receives waste extracted from various systemns within thie
2 primary and secondary treatment train w~hile in operation.

I [he surge tank is located outside thle 200 Area ETF onl the south side. In the surge tank (Figure C.7). thle
4 pill of an aqueous waste is adjui~sted using the metered addition ot sulfuric acid and sodium hydroxide. as

5 necessary, to prepare the waste I , r treatment inl downstreamn processes. In addition, hydrogen peroxide or
6 biocides could he added to control biological growth in thle surge tank. A pump recirculates the contents
7 in the surge tank. mixing the chemical reagents with the waste to a unitiwin pi-.

8 Filtration. Two primary filter systems remnove suspended p~articles in anl aqueous waste: a rough filter
9 removes the larger particulates. wvhile a title filter removes thle smaller particulates. T[he location of these

1t0 filters depends onl the configuration of the primary treatment train. However, the filters norally are
I I located upstream of the RO units.

1 2 Thie solids accumulating onl these filter elemnrts are backwashed to the secondary waste receiv ing tanks
13 with pulses of comnpressed air and( water, forcing water back through the filter. [he backwash operation is
14 initiated either automatically by' a rise in differential pressure across the filter or- manually by anl operator.
1l [ he filters are cleaned chemically NA hen the backwashing process does not facilitate acceptable filter
1 6 performianc.

I 7 Auxiliary, tine and rough filters (e.g.. disposable filters) have been installed to provide additional filtration
1 8 capabilities. D~epending onl the configuration of the FlF'K the auxiliary filters aire op~erated either in series
19 with the primary filters to provide additional filtration or in parallel, instead of the primary line and rough
2(0 filters, to allow~ cleaning~lmaintenance of the primary tine and rough filters whbile the primary treatment
21 train is in operation.

22 Ultraviolet Light/Oxidation. Organic compounds contained in anl aqueous waste st ream are destroyed
23 in the UV OX system (Figure (C.8). Hyvdrogeni peroxide is mixedl with thle wvaste. The UJV/OX system
24 uses the photochemnical reaction of LIV light onl hydrogen peroxide to forwm hydroxyl radicals and othert
25, reactive species that oxidiz~e thle organic compounds. TVhe final products of thle comp~lete reaction arc
20 carbon dioxide. water, and inorganic ions.

27 Organic destrtction is accomplished in two UV ,OX units operating in parallel. During thle UVO'(X
28 process, the aqueous waste passes through reaction chambers where hydrogen peroxide is added. While
29 in the UV/OX system, the temperature of anl aqueous waste is monitored. fHeat exchangers are used to
30 reduce the temperature of the waste should the temperature of the waste approach the upper limits for thle
31 UV/OX or R() systems.

32 pill Adjustment. The pi I ota waste streamn is monitored and controlled at diff'erent points throughout the
33 treatment process. Within the primary treatment train, the pill of a waste can be adjusted with sulfuric
34 acid or sodium hydroxide to optimize operation of downstreamn treatment processes or adjusted before
35 tinal discharge. [or example, the pl-I of anl aqueous waste Would be adjusted inl the pH adjustment tank
36 after the UV/OX process and before the Ro process. In this example. p11 is adjusted to cause certain
37 chiemical species such as ammonia to foriii ammnonium sullfite, thereby increasing thle rejection rate of the
38 RO.

39 Hydrogen Peroxide Decomposition. 'Typically, hydrogen peroxide added into thle UVO0X system is not
40 consumned completely by the system. Because hydrogen peroxide is a strong oxidizer, the residual
41 hydrogen peroxide fromn the UV/OX systemi is removed to protect the downstream equipment. The
42 hydrogen peroxide decomposer uses a catalyst to break down the hydrogen p~eroxide that is not consumed
43 completely in the process of organlic destruction. The aqueous waste Is sent through a columin that breaks
44 down the hydrogen peroxide into water and oxygen. TIhe gas generated] by thle decomposition of the
45 hydrogen p~eroxide is vented to thle vessel off gas systemn.

40 Degasification. The degasification coIlumn1 is used to purge dissolved carbon dioxide from thle aqueous
47 w aste to reduce thle carbonate loading to downstream dissolved solids removal processes within thie
48 200 Area [1_TF primary treatment train. Thie purged carbon dioxide is vented to the vessel off gas systemn.
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1 Reverse Osmosis. TIhe RO systemi (Figure C.9~) uses pressure to force clean water molecules through
2 sei-permeable membranes while keeping thle larger molecule contaminants, such as dissolved solids.
3 and large molecular weight organic materials, in the membrane. The RO process uses a staged
4 configuration to maximize water recovery. The process produces two separate streams. including a clean
1S 'permeate'and a concentrate (or retentate), which are concentrated as much as possible to minimize the
6 amiount of secondary waste produced.

7 The R() process is divided into first and second stages. Aqueous waste is fed to the first R() stage from
8 the RO feed tank. The secondary waste receiving tanks of the secondary treatment train receive the
9 retentate removed from the first RU stage, while the second RU stage receives the permeate (i.e.. 'treated'

10 aqueous waste from thle first R() stage). In the second R() stage. thle retentate is sent to the first stage R()
I I feed tank wvhile the permeate is sent to thle IX systemi or to the surge tank, depending onl thle configuration1
12 of the FTF.

1 3 Two support systems facilitate this p~rocess. Ani anti-scale system Injects scale inhibitors as needed into
14 thie feed waste to prevent scale from forming~ on thle membrane surface. A c lean-i n-place systeml using
1 5 cleaning agents, such as descalants and surf'actants, cleans the membrane pores of surface and subsurface
16 deposits that have fouled the membranes.

1 7 Ion Exchange. Because thle RO process removes miost of the dissolved solids in anl aqueous wvaste, the
IS8 IX process (Figure C. 10) acts as a polishing unit, Th'le IX system consists of three columins containing
19 beds of cation andylor anion resins, This system is designed to allow for regeneration of'resins and
20 maintenance of onie colun'in while the other two are in operation. Though the two columns generally arc
21 operated in series, thle two columns also canl bie operated in parallel or individually.

22 Typically, the two columns in operation are arranged in a primiarv,'secondary (lead/lag) confIiguratilon, and
23 the third (regenerated) columin is maintained in standby. When dissolved solids breakthrough the first
24 IX column and are detected by a conductivity sensor, this Colunin11 is removed from service for
25 regeneration, and the second columin replaces the first colunmn and thle third colutmn is placed into service.
26 T[he columin normially is regenerated using sulfuric acid and sodium hydroxide. The resulting
27 regeneration waste is collected in thle secondary waste receiving tanks.

28 Spent resins are transferred into a disposal container should regeneration of the IX resins becomle
29 inefficient Free wvater is removed from thle container and returned to the surge tank. Dewatered resins are
30 transterred to a final storage/disposal point.

31 Verification. The three verification tanks (Figure C. I I) are used to hold the treated effluent while a
32 determination is made that the effluent mneets discharge limits. The effluent can be returned to the
33 primary treatment train ftor additional treatmenlt. or to the L.[RF. should a treated effluent not meet
34 Discharge Perit or F~inal Delisting requirements.

35 The three verification tanks alternate between three operating miodes: receiving treated effluent. holding
36 treated effluent during laboratory analysis and verification. or discharging verified effluent. Treated
37 effluent may also bie returnled to thle 200 Area FIT to p~rovide 'clean' service water for operational and
38 maintenance tunct ions, e.g., for boiler water and for backwashing the filters. This recycling keeps the
39 quantity of fresh water used to a minimum.

40 C.2.4 Secondary Treatment Train

41 Trhe secondary treatment system typically receives and processes the following by-products generated
42 from thle primary treatment train: concentrate from the first RU stage. filter backwash, regeneration waste
43 firom the ion exchange system, and spillage or overflow received into the pr~ocess sumps. D~epending onl
44 the operating configuration, however, somie aqueous waste could be processed in the secondary' treatment
45 train before the primary treatment train (refler to Figure C'.5 and Figure C.6 flbr example operatingo
46 configurations).

47 The secondary treatment train provides the followving processes:
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I - Secondary waste receiving - tank receiving and chemical addition
2 - Evaporation - concentrates secondary waste streams
3 - Concentrate staging - concentrate receipt. pi11 adjiustment. and chemical addition
4 - Thin film (trying - dewatering of secondary waste streams
5 - (Container handling - packaging of dewatered secondary waste

6 Seconidary WVaste Receiving. Waste to he processed in thle secondary treatment train is received into two
7 secondary waste receiving tanks, where thle p11 can be adjusted with sulfuric acid or sodium hydroxide for
8 optimium evaporator perforniance. Chemicals. such as reducing agents. may be added to waste inI the
9 secondary waste receiving tanks to reduce the toxicity or mobility of constituents in the powder.

10 E~vaporation. The 20(0 Area ETF evaporator is fed alternately by the two secondary waste receiving
I I tanks. One tank serves as a waste receiver while thle other tank is operated as the feed tank. Thle
1 2 200 Area [TF evaporator vessel (also referred to as the vaplor body) is tile principal component of the
13 evaporation process (Figure (C.12),

14 Fed fom ile econarvwaste receivin tak, i p ~~ thrlough a heater to the recirculation loopl oftheli

1 5 200 Area FTF evaporator, In this loop. concentrated waste is recirculated fr-om thle 200 Area LHE
16 evaporator' to at heater, and back into the evaporator where vaporization occurs. As water leaves thle
1 7 evaporator system in the vapor phase, the concentration of the wvaste in the evaporator increases. Whlen
18 thle concentration of thle waste reaches thle appropriate density, a portion of the concentrate is pumped to
19 one of the concentrate tanks.

2) [h-'le vapor that is released from thle 200 Area HI 1evaporatlor is routed to the entrainment separator, where
21 water droplets andlor particulates are separated from the vapor. T'he 'cleaned' vapor is routed to thle vapor
22 comipressor and converted to steamn. The steami from thle vapor compressor is sent to the heater (reboiler)
23 and used1 to heat the recirculating concent rate in thle 200 Area LEE evaporator. From thle heater. thle steamil
24 is condensed and fed to the distillate flash tank, where tile saturated condensate received from the heater
25 drops to atmospheric pressure and cools to thle normial boiling point through partial flashing (rapid
26 vaporization caused by a pressure reduction). The resulting distillate is routed to the surge tank. The
27 non-conidensable vapors, such as air, are vented through a vent gas cooler to the vessel off gas system.

2S Concentrate Staging. Thei concentrate tanks make up the head end of the thin film drying process. Froml
29 thle 200 Area E-rF evaporator, concentrate is pumped into two concentrate tanks, and p1] adjusted
30 chemicals. such as reducing agents. may be added to reduce the toxicity or mobility of constituents when
31 converted to powder. Waste is transferred from the concentrate tanks to the thin film dryer for conversion
32 to a powder. The concentrate tanks function alternately between concentrate receiver and feed tank for
33 thle thin film dryer. However, one tank may serve as both concentrate receiver and feed tatnk.

34 Because low solubility solids (i.e.. calcium and magnesium sulfate) tend to settle in the concentrate tank.
35 these solids must be removed to prevent foul.1ing and to protect the thin film dryer, and to maintain
36 concentrate tank capacity.

37 Thin Film Drying. Fromn the concentrate tanks. feced is pumped to the thin film dryer (Figure C'.13) that
38 is heated by steam. As thie concentrated waste flows down thle length of the dryer, the waste is dried. The
39 dried film, or powder. is scrap~ed ott the dryer cylinder by blades attached to a rotating shaft. The powder
40 Is fuLnneled through a cone-shaped powder hopper at the bottom of the dryer and into the Container
41 Handling System.

42 Overhead vapor released by the drying of'the concentrate is condensed in thle distillate condenser. Excess
43 heat is removed f'romn the distillate by a water-cooled heat exchanger. Plart of the distillate is circulated
44 back to thie condenser spray nozzles. Thie remaining distillate is pumped to the surge tank. Any
4 5 noncondensible vapors and p~art iculates from thle spray condenser are exhausted to the vessel off gas
46 system.

47 Container liandling. Before an empty container is mioved into the Container Handling System
48 (Figure ('.14), thle lid is removed and the container is p~laced on at conveyor. Thie containers arc moved
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I into the container filling area after passing through anl air lock. The empty container is located under thle
2 thin film dryer, and raised into position. The container is sealed to the thin fimi dryer and a rotary valve
3 begins the transfer of powder to the empty container. Air displaced from the container is vented to the
4 distillate condenser attached to the 200 Area FTF evaporator that exhausts to the vessel off gas system.

5 The container is tilled to a predetermined level, then lowered from the thin film dryer and moved along a
6 conveyor. The tilled container is manually recapped. and moved along the conveyor to thle airlock. At
7 thle airlock, thle container is moved onto the conveyor by remlote control. The airlock is opened, the smlear
8 sample (surface wipe) is taken, and the contamination level counted. A 'C' ring is installed to secure thle
9 container lid. If the container has contaminated material onl the outside, [lhe container is wiped down and

10) retested. Filled containers that pass the smnear test are labeled, placed onl pallets, and moved by forklift to
I I the filled container storage area. Section C'.3 provides a more detailed discussion of container handling.

12 C.2.5 Other Effluent Treatment Facility Systems
13 The 200 Area FTP is provided with support systems that facilitate treatment in thie primary and secondary
14 treatment trains and that provide for worker safety and environmental protection. An overview of the
1 5 following systems is provided:

1 6 - Monitor and control system
17 - Vessel off gas system
I18 - Sunmp collection system
1 9 - Chemnical injection feed system
20 - Verification tank recycle systemi
21 - Utilities

22 C.2.5.1 Monitor and Control System

23 The operation of the 200 Area [T' is monitored and controlled by a centralized computer system (i.e..
24 monitor and control system or MCS). '[he MCS continuously monitors data fromi various field indicators.
25 such as pH,. flow, tank level. temperature. pressure, conductivity, alarm Status, and valve switch positions.
26 D~ata gathered by the MCS enable operations and engineering personnel to documnent and adjust thle
27 operation of thle [T.F

28 C.2.5.2 Vessel Off gas System

29 Ventilation for various tanks and vessels is provided through the vessel off gas system. The system
30) includes a moisture separator, duct heater. pre-tilter. high-efliciency particulate air filters. carbon absorber
31 (when required to reduce organic emiissions), exhaust fans, and ductwork. Gasses ventilated from thle
32 tanks and vessels enter the exhaust system through thle connected ductwork. '[he vessel off gas systemi
33 draws vapors and gasses off the following tanks and treatment systems:

34 - Surge tank
35 * Vent gas cooler (off the FAT' evaporator/di1st ilIlate flash tank)
36 - pH adjustment tank
37 - Concentrate tanks
38 * Degasification system
39 - First and second RO stages
404 - Dry powder hopper
41 - Effluent pH adjustment tank
42 - Drumi capping station
43 - Secondary waste receiving tanks
44 - Distillate condenser (off the thin f ilmn dryer)
45 - Sunip tanks I and 2

46 Thie vessel off gas system maintains a negative pressure wvith respect to the atmosphere. which produces a
47 slight vacuum within tanks, vessels, and ancillary equipment for the containment of gas vapor. Trhis
48 system also provides for the collection. monitoring, and treatment of confined airborne iii-vessel
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I conltamninants to preclude over-pressurization. The highi-efhiciency particulate air- filters remov e
2 particulates and condensate froin the air stream lieforc these are discharged to the heating. veintilation, and
31 air conditioning systeml.

4 C.2.5.3 Sump Collection System
5Sump tanks I and 2 compose the sump collection system that provides containment of waste streams and

6 liquid overflow associated with thle 200 Area FTF processes. The process area floor is sloped to two
7 separate trenches that each drain to a suip tank located under thle floor of the 200 Area FTF
8 (Figure C. 15). One trench runs the length of the primary treatment train and drains to SumipTank 2.
9 located underneath the veiication tank p)ump floor. The secondl trench collects spillage primarily from

10 the secondary treatment train and flows to Sumip Tank 1 , located nlear the 200O Area FI'F evaporator.
I I Sump tanks I and 2 are located below floor level (Figure C, 15). An eductor in these tanks prevents
12 sludge from accumulating.

13 C.2.5.4 Chemical Injection Feed System
14 At several points within thle primary and secondary treatment trains, sulfuric acid and sodium hydroxide
1 5; (or di lute SoluLtion1S of these reagents) are metered into specific process unit s to adtjuLst the pi 1. For
16 example, a dilute solution of' 4 percent sulfuric acid and 4 peCrcenlt sodium hydroxide could be added to
1 7 the secondary waste receiving tanks to optimize thle evaporation process.

18 C.2.5.5 Verification Tank Recycle System
19 T'o reduce the amount of' water added to the process, verification tank water (i.e., verified effluent) is
20 recycled throughout the 200 Area ETF process. Tlanks and ancillary equipmecnt that use verification tank
21 water include:

22 * 4 pereent I 1.504 solution tank and ancillary equipment
23 - 4 percent Na~l I solution tank and ancillary equipment
24 - ('lean-in-place tank and ancillary equipmencrt
25 - IX columins (during resin regeneration)
26 - 200 Area u-1'F evaporator boiler and ancillary equipment
27 - Tin filmn dryer boiler and ancillary equipmnrt
28 - Seal water system. InI addition, verification tank water is used extensively during maintenance
29 activities. For exam-ple, It may be used to flush piping systems or to confirin thle integrity of piping. a
30 process tank oi' tank truck.

31 C.2.5.6 Utilities
32 T[he 200 Area FIT maintains thle fiollowing utilityv supply systems r'equii'ed f'or the operation of tile El'F:

33 * Cooling water system - removes heat fromn process wvater via heat exchangers and a, cooling tower
34 . Compressed air system - provides air to process equipment and instrumentation
35 . Seal water systemn - provides cool, clean. p~ressurized water to process equipment for pump seal
36 Cooling and pump seal lubrication, and provides protection against f'ailurec and fluid leakage
37 - 1)eneralized water system - removes solids f'rom raw water systemi to produce high quality, low
38 ion-content, water for steamn boilers, and for the hydrogen peroxide feed system.
39 . Heating, ventilation, and air conditioning system - provides continuous heating. cooling, and air
40 humidity control throughout the HTY

41 '[he l'ollow~ing utilities support 200 Area F-I' activities:

42 - Electr'ical power
43 - Sanitary water
44 - Communication systems
45 - Raw water
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I C.3 CONTAINERS

2 This section prov ides specific information on container storage and treatment operations at the 200 Area
3 EF. including descript ions of containers, labeling, and secondary containmlent structures.

4 A list of dangerous and/or mixed waste managed in containers at the 200 Area EF is presented in
5; Addendum A. Thle types of dangerous and/or mixed waste managed in containers in the 200 Area lFTP
6 could include:

7 - Secondary waste powder generated from thle treatment process
8 - Aqueous waste received from other I an ford site sources awaiting treatment
9 - Miscellaneous waste generated by operations and maintenance activities.

1 0 The secondary treatment train processes the waste by-products from the primary treatment train, which
I I are concentrated and dried into a powder. Containers are tilled with dry powder waste fromn thle thin film
12 dryer via a remotely controlled system. Containers of aqueous waste received from other Hianford site
1 3 sources are stored at 200 Area EF until their contents canl be transferred to the process for treatment.
14 The waste is usually transferred to thle secondary waste receiving or concentration tanks, Miscellaneous
1 5 waste generated from maintenance and operations activities are stored at the EF. The waste could
16 include process waste, such as used filter elernents, spent RO membranes; damiaged equipment. and
1 7 decontamination and maintenance waste, such as contaminated rags, gloves, and other personal protective
IS equipment. Containers ofnmiscellaneous waste which have free liquids generally are packaged with
1 9 absorbents.

20 Several container collection areas could be located within the 200 Area FTF process and container
21 handling areas. These collection areas arc used only to accumulate waste in containers. Once a container
22 is filled, the container is transferred to a container storage area (Figure C.3 and Figure CA4), to another
23 TSD unit, or to a less-than-90-day storage pad. Containers stored in the additional storage area
24 (Figure CA.) are elevated or otherwise protected from contact with accumulated liqluids. The container
25 storage area within 200 Area FTF is a 221.9 x 8.5-meter room located adjacent to the 200 Area EF
20 process areas. Thle containers within the container storage area are clearly labeled, and access to these
27 containers is limited by barriers and by administrative controls. Thle 200 Area EF floor provides
28 secondary containment, and the 200 Area EF roof and walls protects all containers from exposure to the
29 elemnents.

30 Waste also could be placed in containers for treatment as indicated in Addendum- A. For example, sludge
31 that accumulates in the bottomns of'the process tanks is removed periodically and placed into containers.
32 In this example, the waste is solidified by decanting thle supernate from the container and the remalider of'
33 the waste is allowed to evaporate, or absorbents are added, as necessary, to address remaining liquids.
34 Following treatment. this waste either is stored at thle 200 Area EFPor transferred to another TSL) unit.

35 C.3.1 Description of Containers
36 Thie containers used to collect and store dry powder waste are 208-liter steel containers. Most of the
37 aqueous waste received at 200 Area FT F, and maintenance and operation waste generated, are stored inl
38 208-liter steel or plastic containers, however, in a few cases, the size of the container could vary to
39 accommodate the size of a particular waste. For example, some process waste, such as spent filters.
40 might not fit Into a 208-liter container. In the case of spent resin from the IX columns. the resin is
41 dewatered, and could be packaged in a special disposal container. In these f'ew cases, specially sized
42 containers could be required. In all cases, however, only approved containers are used and are compatible
43 with thle associated waste. Typically, 208-liter containers are used for treatment.

44 Current operating practices indicate the use of new 208-liter containers that have either a polyethylene
45 liner or a protective coating. Any reused or reconditioned container is inspected for container integrity
46 before use. Overpack containers are available flor use with damaged containers. Overpack containers
47 typically are unlined steel or polyethylene.
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I Per.Addendumn A. a maximumi of' 14 7.6301 liters of dange'rouIS and or nix ed w~aste could be stored iln
2 containers inl the 200 Area FI .

31 C.3.2 Container Management Practices
4 Before use. each container is checked for signs ol daniage such as dents, distortion, corrosion, or
5 scratched coating. For (lry powder loading. empty containers onl pallets are raised by a f'orklift ad
6 manually placed onl the conv eyor that transports thle containers to the automatic till ing~ station inl the

7 cntanerhanlin rorti(FiureC. 4). The container lids aeremoved and replaced muanually tfollowin
8 thle tilling sequence. After filling. containers exit the cotltier handling room) via the fi led drum
9 conveyor, ILocking rings are installed, thle container label is affixed, and filie contlainer is moved by dolly

1(0 or I irklilt to thle container storage area.

I I Beflore receipt at 200 Area FATIK each container from other H anford site sources is inspected fbr leaks,
12 signs of damiage. and a loose lid. Tlie identification number onl each container is chiecked to ensure tile
13 proper container is rceived. Th'le contaiiiers are typically placed onl paillets and moved by dolly or forklift
14 to the container storage area. These containers are later moved to the proess area and thie contents

15 transfrrr-ed to the process for treatment.

10 Containers used l fr storing maintenance and operations seconidary waste are labeled bef~ore being placed
1 7 illii h container Storage area or inl a collectioni area. Lids are secured onl thecse containers when not being
18 illed. When the containers in at collection area are full. tile containers are transt'errecl by dolly or fo(rklift
19 to thle container Storage area or to anl appropriate TSI) unit. Con1tainlers used] f'or treating waste lso) are
20 labeled. The lids onl these containers are removed as required to allow for treatmnit. D~uring treatment.
21I access to these containers is controlled thr-ough1 physical barriers and or adnistrative controls.

22 [hle filled containers in the container storage area are lii~cntoried. checked for proper labeling, and placed
23 onl pallets or in a separate containment device ats necessary. I'acli pallet is mioved by forklift. Withinl the

24 container storage area, pal letized containers are stacked no more than three pallets high and Inl rowS nlo
25 more than two containers wide. Unobstructed aisles with at minimium of 76-centliieter aisle Space
20 separate rows.

27 C.3.3 Container Labeling
2S Labels are affixed onl containers used to store dry powvder when thle conitainers leave the container
29 handling rooni. Labels arc affixed onl other waste contaitiers before use. Every container is labeled with
3t0 the date that the container was filled. Appropriate maljor risk labels, Such as 'corrosiv. "toxic". or
31 "F-listed", also are added. Each containier also has a label with anl identification number for tracking
32 purpos5es.

331 C.3.4 Containment Requirements for Managing Containers
34 Secondary containment is provided inl the container management areas within the FlIT. The secondary
35 containment provided for taiik systems also serves thle container management areas. T]his section
36 describes thle design and operation of thle secondary containment structure for these ateas.

37 C.3.4.1 Secondary Containment System Design
38 For the container managemnrt areas, the reinforced concrete floor and at 15.2-centimieter rise (bermIl) along
39 the walls of tile cotitaiiier storage area of the 200 Area FIT provides secondary containmnt. The
4(0 engineering assessment required for tanks (NMausshiardt 1995) also describes the designi and( constructionl
41 of the secondary containment provided f'or thie 200 Area LIT container mianagemntt areas. All systems
42 were designed to national codes and statndards (e.gT.. American Society for Testiti Materials. Americaii
43 Concrete Institute staiidards).

44 The floor is composed of cast-in-place. pr-f-oriiied concrete slabs, and has at nimui thickness of' 15.2
4 5 cent imeters. All slab joitits and floor and wall] jo its ha\ c water stops instal led at the mid-depthi of It le
46 slab. lIi addition, filler was appili to each joint. 'lie floor and bernis are coated with i a chemicallyv
47 resistant: high-solids epoxN coating systeml consistinig of' primer and top Coating. T his Coatig material is
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I compatible wvith thle waste managed in containers and is an integral part of the secondary containment
2 systemi for containers.

3The floor is sloped to drain any solution in thle container storage area to floor drains along the west wall.

4 Each floor drain consists of a grating over it 20.3-centimeter diameter drain port connlected to a 4-inch
S polyvinyl chloride transfer pipe. Thie pipe pa~sCs under this wall and connects to a trench running along

6 (lhe cast wall of the adjacent process area. This trench drainis solution to sunip tank 1.

7 Thle container storage area is separated from the process area by a commnon wall and a door for access to
8 the two areas (Figure C.3). These two areas also share a commtron floor and trenches that. with the

9 15.2-centimleter rise of the containing walls. form the secondary containment system for thle process area

1 0 and the container storage area.

I I C.3.4.2 Structural Integrity of Base

12 Engineering calculations were performied showing the floor of the container storage area is capable of'
13 supporting the weight of containers. These calculations were reviewed and( certified by a professional
1 4 engineer (Mausshlardt 1995). The concrete was inspected for damiage during construction. ('racks were

15 identitied and repaired to the satisfaction of the professional engineer. D~ocumentation of these
16 certifications is included in the engineering assessment (Mausshardt 1995).

17 C.3.4.3 Containment System Capacity

I S The container storage area is primlarily used to store dry powder, aqueous waste awaitiig treatmlet.l and

I ( mainteniance and operation waste. Where appropriate, absorbents are added to fix any trace liquids
20o present. L~arge volumes of liquid are not stored in thle container storage area. I lowever. liquids mlight be

21 present ]in those containers that are in the treatmlent process. The maximium volumle of waste that can be

22 stored in containers in the container storage area is 147,630 liters.

23 Because theyv are interconnected by floor drains, both the process area and the container storage area are
24 considered in the containment system capacity. *Vhe volume available for secondary containmient in the

25 process area is approximately 68.000 liters, as discussed in the engineering assessment (Mausshardt
26 1995). Using thle dimensions of the container storage area (22.9 by 8.5 by 0. 15 meters), and assuming
27 that 50 percent of the floor area is occupied by containers, the volumle of' thle container storage area is

28 14.900 liters. The combined volume of both the container storage and process areas available for
29 secondary containment, therefore, is 82,900 liters. This volume is greater thanl 10 percent of the

30 mnaximumi total volumle of containers allowed for storage in the ETF. as discussed previously.

31 C.3.4.4 Control of Run-on

32 Thle container mianagem-ent areas are located within thle uFIT. which serves to prevenit run-ont of
33 precipitation.

34 C.3.4.5 Removal of Liquids from Containment Systems

35 Thle container storage area is equipped with drainis that route solution to a trench in thle process area.
36 which drains to sump tank 1. The sumip tanks arc equip~ped with alarils that notify operating personnel
37 that a leak is occurring. The sumrp tanks also are equipped with puiUlps to transfer waste to the surge tank
38 or the secondary treatment train.

39 C.3.4.6 Prevention of Ignitable, Reactive, and Incompatible Wastes in Containers

40 Individual waste types (i.e.. ignitable. corrosive, and reactive) are stored in separate containers. A waste
41 that could be incompatible wvith other wastes is separated and protected froml the incompatible waste.
42 Incompatible wastes are evaluated using thle methodology documnented in 40) ('R 264, Appendix V. For

43 example. acidic and caustic wastes are stored lin separate containers. Free liquids are absorbed in

44 mniscellaneous waste containers that hold incompatible waste. Additionally, EF-spec i ic packaging
45 requiremients for these types of waste provide extra containment with each individual container. For
46 example, each itemr of acidic waste is individually bagged and sealed within a lined container.
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I CA4 TANK SYSTEMS

2 This section provides specific filrmiation onl tank systems and process units. Tbis section also includesa
3 discussion onl the types of waste to be mianaged in the tanks. tank design information, integrity
4 assessmients, and additional intormiation onl the 200J Area [TV tanks that treat and store dangerous and'or

Smixed waste. The 200 Area [TV dangerous waste tanks are idcntified in Section 4C.4. 1. .1. and thle
6 relarive locations of the tanks and prIocess units in the 20(0 Area ['l1~are presented in Figure C.3.

7 C.4.1 Design Requirements

8 The following sections provide an over\view of the design specifications for thle tanks withinl tile ITF. A
C) separate discussion Onl thle design ot the process units also is provided. In accordance with the new tank

It() system requirements ofWA(' 173-303-640)(3). the following tank components and specifications Were
I 1 assessed:

12 - D~imensions, capacities, wall thicknesses, and pipe connections
13 - Materials of construction and linings and compatibility of' materials with the wvaste being processed
14 - Materials ot constnict[iln of foundations and structural supports
1 5 - Review of desi&,-n codes and standards used in construction
16 . Review of structural dlesig!n calculations, including seismlic design basis
1 7 - Waste characteristics and thle effects of waste onl corrosion

IS8 This assessment was documented in the Fin~al lCIA hifirmiii ,Veed~s Report (Mausshiardt 1995) and
I () the engineering assessment was performled l fr the 200 Area [TV tank systems by anl independent
20 professional engineer. A similar assessment of design requirements was pertiormed for Load-imi ranks
21 59A-TK- 109 and - 11 7 arid is documented in 200.Area Efflue'nt BA TAKAR Tmlneido.LIruck
22 Load-in Fiacilit'. Project fl'-2 9111 Ine~ii s~~iliIRep~ort (KM1 1 1994). A fiberglass-reinforced
23 plastic (FRP) tank replaces the original stainless steel tank S9A-FK-l 117. The replacement tank is also
24 identified as Tank 59A-TFK-1 1I7. The FRI) tank 59A-TK- I 17 integrity assessment report is required to be

25completed after installation and prior to operation of the tank. An assessrnent was also perfonied whein
26 Load-in tank 59A-TFK- I was placed into service tor receipt of dangerous and mixed wastes. T[he
27 assessment is documented in 200 .'rea E7'I"Purgewater L zoading Ftwilitt' Tink .SIstemn Int'grit.v
28 Ass';ment (INV 2009a).

29 The specifications for the preparation, design. and construction of the tank systems at thle 200 Area FTV
30 are documented in the D~esigni ('onswuction Sp)ecification, Project ('-01811, 242-A Evaporator 'PLREA'
31 Pl1ant !'rocc'ss Conde'nsate I)-ewtnt Facility I (WI IC 1 992a). The preparation, design, and construction
32 of'L-oad-in tanks 59A-TK-l 0)9 and -117 arc provided in thle construction specifications in P)roject Jf'-291,
33 2100.41rea Ef flent BAT*'AA-R7I1?mile,ieiiit ETI'Truck 1.0(1(-in Facilitiy (K[H 1994). The
34 replacement tank 59A-TK-1 1I7 specifications are contained in thlePucae.'ciatosfrklet
35 Tre'atment Faeilit ' v(EFI Thu Kink 17 (lINE 2007j. Thie preparation, desigrn and construction of Load-in
36 59A-TIK- I arc documented in Pmirgewaiter L'nloading Facilitl' Project DJocumntation (I INVF 2009b).

37 Most of the tanks in thle 200 Area F[TV are constructed of stainless steel. According to thle design of the
38 [TVF, it was determnined stainless steel would provide adequate corrosion protection for these tanks.
39 Exceptions include Load-in tank 59A-TK- I. which is constructed of fiberglass-reinforced plastic and thle
40 verification ranks, which are constructed of carbon steel with an epoxy coating.The 200 Area V'VV
41 evaporator/vapor body (and the internal surfaces of thle thin film dryer) is constructed of a corrosion
42 resistant alloy, known as alloy 625. to address the sp~ecific corrosion concerns in the secondary treatment
43 train. Finally. the hydrogen peroxide dfecomposer vessels are constructed of carbon steel and coated with
44 a vinyl ester lining.

45 The shell thicknesses of the tanks identified in I able (.5 represent a nominal thickness of'a new tank
46 when placed into operation. The tank capacities identified in this table represent the enforceable
47 maxinmm volumes. Nominal tank volumes discussed below represent thle maximumi volume in a tank
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I unit during normal operations. Nomninal capacity operating levels are not subject to permit miodificationl

2 requirements and are not enf'orceable under the Ipermlit.

3 C.4.1.1 Codes and Standards for Tank System Construction
4 Specific standards for the manufacture of tanks and process systems Installed in the 200 Area ETE are
5 briefly discussed in thle following sections. In addition to these codes and industrial standards. a seismic
6 analysis for each tank and process system is required ["AC I 73-303-NQ.6A4)(a)(xi)]. The seismic
7 analysis was performed in accordance with UCRL- 159 10 Design and Evaluation Guidelines folr
8 Depart nent of LewrgvA Facilities Si4h/L'cted to Natural Phenomenia 1-a7ards. Sect ion 4 (UCRL 1987).
9 The results of the seismic analyses are summarized inl thle engineering assessment of the 200 Area LIE

It0 tank systems (Mausshardt 1995).

11 Storage and Treatment Tanks. The following tanks store and/or treat dangerous waste at thle LIE.

1 2 Tank name Tank numnber
13 Surge tank 2025 E-60A-T'K- I
14 pH adIjustment tank 2025E-60C-TK-1
15S Effluent pH- adjustment tank 2025E-60C-TK-2
16 First RO feed tank 2025F-60F-TIK-1
17 Second RO feed tank 2025E-60F-TK-2
I8 Verification tanks (three) 2025E-6011-TK-l Al B/I C
19 Secondary waste receiving tanks (two) 2025E-601-TK-l A/I B
20 Evaporator (vapor body) 2025EL-601I -FV- I
21 Concentrate tanks (two) 2025 L-60J-TK- IAAIB
22 Sumip tanks (two) 2025f-20')B-TK-I '2
23 Distillate flash tank 20251,-601-1TK-2
24 Load-in tanks 2025ED-59A-TFK- L 109/117

25 Tlhe relative location of thecse tanks is prcscnited in Figure C'.3. These tanks are maintained at or necar
26 atmospheric pressure. The codes and standards applicable to the design. construction. and testing of the
27 above tanks and ancillary piping systems are as follows:

28 ASME - 1331.3 Chemical Plant and Petroleum Refinery Piping (ASN4L 1990)

2)9 ASML Sect. VilI, Division I Pressure Vessels (ASNIE 1992a)

30 AWS - DIAl Structural Welding Codle - Steel (AWS 1992)

31 ANSI - 1316.5 Pipe F~langes and Flanged Fittings (ANSI 1992)

32 ASME Sect. IX Welding and Brazing Qualifications (ASME 1992b)

33 API 620 Design and Construction of I.arge Welded Low Pressure Storage Tanks (API 1990)

34 AWWA - DI100 Welded Steel Tanks for Water Storage (AWWA 1989)

35 AWWA - 1) 103 Factory-Coated Bolted Steel TFanks flor Water Storage (AWWA 198 7)

36 AWWA - Dl20Thennoselting Fiberglass-Reinforced Plastic Tanks (AWWA 1984)

37 AsTMv-D3299 Li lament Wound G lass-Fi 1ber-Re in forced Thermoset Resi n Corrosion Resist antt Tanks.

38 ASMI--RTP-1 Reinforced Thermnoset Plastic Corrosion Resistant Equipment (ASM- 2-005)

39) The application of these standards to the construction of 200 Area ETF tanks and independent verification
40) of completed systems ensured that the tank and tank supp~orts had sufficient structural strength and that
41 seams and connections were adequate to ensure tank integrity. In addition, each tank met strict quality
42 assurance requirements. Each tank constructed oft'site was tested for integrity and leak tightness before
43 shipment to thle Hanflord Lacility. Following installation. thle systemns were inspected for damnage to
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I ensure against leakage and to verify proper operation. If a tank w~as damnaged during shipment or

2 installation, leak tightness iesting was repeated onsitc

I C.4.1.2 Design Information for Tanks Located Outside of Effluent Treatment Facility
4 The load-in tanks, surge tank, and verification tanks are located outside thle EAT. These tanks are located

Swithin concrete structures that provide secondary containment.

6 Load-lIn TYanks and Ancillary Equipment. Load-in tank 59A-TK-109 is heated and constructed of
7 stainless steel, and has a nominal capacity of 31,000 liters. Load-in tanks 59A-TIK-l and 59A-TK-Il17
8 are heated and constructed of fiberglass reinforced plastic. 'fank 59A-TK-1 has a nomninal capacity of'
9 24,200 liters. Replacement tank 59A-TK-l 17 has a nomninal capacity of 38.000 liters. Load-in tanks

10 59A-TFK-109 and-i117 are located outside of the metal building while Load-in tank 59A-TK-l is located
I I inside the building. Ancillary equipment includes transfer p~umps, filtration systemns. a double encased.
1 2 fiberglass transfer pipeline, level instruments for tanker trucks, and leak detection equipment. From the
13 Load-In Station. aqueous waste canl be routed to the surge tank or to the LERF through a double-encased
14 line. [h'le load-in tanks. sump. pumips, and truck pad are all provided with secondary containment.

1 5 Surge Tank and Ancillary Equipment. The surge tank is constructed of stainless steel and has a
16 nomninal capacity of 379.00() liters. Ancillary' equipment to the surge tank includes two underground
17 double encased (i.e., pipe-wNit hin-a -pipe) transfer lines connecting to I.ERF and three pumps for
1IS transferring aqueous waste to the primary treatment train. Thie surge tank is located at the south end of'
1 9 the L''.The surge tank is insulated and the contents heated to prevent freezing. Fductors in the tank
N( provide mnixing.

21 Verification Tanks and Ancillary Equipment. The verification tanks are located north of the FT.
22 The verification tanks have a nominal capacity of 2,740.000 liters each. For support, the tanks have a
23 center post with a webbing of beamns that extend fromn the center post to thle sides of the tank. The roof is
24 constructed of epoxy covered carbon steel that is attached to the cross beams of the webbing. The tank
25 floor also is constructed of epoxy covered carbon steel and is sloped. [ductors are installed inl each tank
26 to provide mixing.

27 Ancillary equipment includes a return pump that provides circulation of treated effluent through thie
28 eductors. The return Pump also recycles effluent back to the 200 Area ETE for retreatment and can
29 provide service water for 200 Area [TF functions. Two transfer pumps are used to discharge treated
30 effluent to SALDIS or back to the LERF.

31 C.4.1.3 Design Information for Tanks Located Inside the Effluent Treatment Facility
32 Building
33 Most of the 200 Area [V tanks and ancillary equipment that store or treat dangerous and/or mixed waste
34 are located within the FT. Thec structure serves as secondary containment for the tank systems.

35 pill Adjustment Tank and Ancillary Equipment. Thie pHi adjustment tank has a nominal capacity of
36 13,200 liters. Ancillary equipment for this tank includes overflow lines to a sump tank and pumps to
37 transfer waste to other units in the main treatment tr'ail).

38 Effluent p11 Adjustment Tank and Ancillary Equipment. [he effluent p1-I adjustment tank has a
39 notninal capacity of 11,100 liters. Ancillary equipmetnt includes overflow lines to a sumnp tank and pumps
40 to transfer waste to the verification tanks.

41 First and Second Reverse Osmosis Feed Tanks and Ancillary Equipment. 'The first RU feed tank is a
42 vertical, stainless steel tank with a round bottoml and has a nominal capacity of 16.100 liters. C'onversely,.
43 the second RU feed tank is a rectangular vessel with the bottom of thle tank sloping sharply to a single
44 outlet in the bottom center. The second R() feed tank has a nominal capacity of 7.600 liters. IEIach RU
45 tank has a pump to transfer waste to the RUO arrays. Overflow lines are routed to a sumnp tank.

46 Secondary Waste Receiving Tanks and Ancillary Equipment. Two nominal 69.000-liter secondary
47 waste receiving tanks collect waste from thle units in thle miain treatment train, such as concentrate solution
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I (retentate) fr'omn the R() units and regeneration solution from the IX columns. These are vertical.
2 cylindrical tanks with it semni-elliptical bottoin and a flat top. Ancillary equipment includes overflow linies
3 to a sumip tank and pumps to transfer aqueous waste to the 2(0) Area [TF evaporator. Effluent Treatment
4 Facility Evaporator and Ancillary Equipment. The 200 Area [TV- evaporator, the principal
5 component of the evaporation process. is a cylindrical pressure vessel with a conical bottom. Aqueous
6 waste is fed into thle lower portion of the vessel. Thie top of the vessel is domned and the vapor outlet Is
7 configured to prevent carryover of liquid during the foaming or bumping (violent boiling) at the liquid
8 surface. The 200 Area EF evaporator has a nominal operating capacity ol'approximately 16,000 liters.

9 The 200 Area ETlF evaporator includes thle following ancillary equipment:

10 - Preheater
I I - Recirculation pump
1 2 - Waste heater with steamn level control tank
13 - C'oncentrate transfer pumip
1 4 * Entrainmrent separator
1 5 - Vapor compressor with silencers
16 - Silencer drain pump.

1 7 D~istillate Flash Trank and Ancillary Equipment. The distillate flash tank is a horizontal tank that has a
18 nomninal operating capacity of 730 liters. Ancillary equipment includes a pumip to transfer the distillate to
19 thle surge tank for reprocessing.

20 Concentrate Tanks and Ancillary Equipment. Each of the two concentrate tanks has anl approximate
21 nominal capacity of 22,700 liters. Ancillary equipment includes overflow linies to a sumip tank and pumps
22 for recirculation and transfer.

23 Sump Tanks. Sumip tanks I and 2 arc located below floor level. Both sumip tanks are double-walled.
24 rectangular tanks. placed inside concrete v-,aults. B~oth tanks have a working volume oif 4.000 liters each.
25 The sumip tanks are located in pits below grade to allow gravity drain of solutions to the tanks. Each
26 sumip tank has two vertical pumps for transf'er of waste to thle secondary waste receiving tanks or to the
27 surge tank for reprocessing.

28 C.4.1.4 Design Information for Effluent Treatment Facility Process Units
29 As with the 200 Area LiTF tanks, process units that treat andior store dangerous and/or mixed waste are
30 maintained at or near atmospheric pressure. These units were constructed to mieet a series of design
31 standards, as discussed in the following sections. Table C'.6 presents the materials of construction and the
32 ancillary equipment associated with these process units. All piping systems are designed to withstand thle
33 effects of internal pressure, weight, thermal expansion and contraction, and any pulsating flow. '[he
34 design and integrity of these units are presented in the engineering assessment (Mausshiardt 1995).

35 Filters. The load-in line and rough filter vessels (including the influent and auxiliary filters) are designed
36 to comply with thle ASME Section Vill, D~ivision 1, Pressure Vessels (ASME 1992a). The application of'
37 these standards to the construction of'the 200 Area EF filter system and independent inspection ensure
38 that the filter and filter supports have suf'ficient structural strength and that the seams and connections are
39 adequate to ensure the integrity of thle filter vessels.

40 Ultraviolet Oxidation System. 'The UV/OX reaction chamber is designed to comply with manufacturers
41 standards.

42 lDegasification System. The codes and standards applicable to thle design, fabrication, and testing of the
43 degasification columin are identified as follows:

44 - ASME - 1331.3, Chemical Plant and Petroleum Refinery Piping (ASME 1990)
45 - AWS - D1. 1, Structural Welding Code - Steel (AWS 1992)
46 - ANSI - 1316.5. Pipe Flanges and Flanged Fittings (ANSI 1992)
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I Reverse Osmosis System. Trhe pressure vessels in the 1(0 unit are designed to comply with ASMEF
2 Section Vill. Division 1. Pressure Vessels (ASME 1992a), and applicable codes and standards.

3 Ion Exchange (Polishers). The IX columins are designed in accordance with ASME Section ViIl.
4 Division 1, Pressure Vessels (ASME 1992a), and applicable codes and standards. Polisher piping is

5fabricated of type 304 stainless steel or polyvinyl chloride (PVC) and mneets the requirements of
6 ASME B31 .3. Chemical Plant and Petroleum Retinery Piping (ASME 1990).

7 Effluent Treatment Facility Evaporator. The 200 Area FTF evaporator is designed to meet the
8 requirements of ASME Section Vill, Division I, Pressure Vessels (ASMI 1992a), and applicable codes
9 and standards. Trhe 200 Area I'lIevapoator piping mieets the requirements of ASME 133 1.3, Chemical

10 Plant and Petroleum Refinery Piping (ASM F 1990).

11 Thin Film Dryer System. The thin film dryer is designed to meet thle requiremlents of ASME
12 Section ViIl. Division I. Pressure Vessels (ASME 1992a), and applicable codes and standards. Thie
1 3 piping mecets the reqluirenments of ASMF - 133 1 .3. Chemical Plant and Petroleum Refinery Piping
14 (ASME 1990).

15 C.4.1.5 Integrity Assessments.
16 The integrity assessment for 200 Area 1I Musad 1995) attests to the adequacy of dlesigtn and
1 7 integrity of the tanks and ancillary equipment to ensure that thle tanks and ancillary equipment will not
18 collapse, rupture, or f'ail over thle intended lif~e considering intended uses. For the load-in tanks. a similar
19 integrity assessment was perf'ormed (KIl 1995 and lINF 2009a). Specitically, the assessment
20 documents thle fiollowvingi considerations:

21 . Adequacy of the standards used during design and construction of' the fiacility

22 - Characteristics of the solution in each tank

23 - Adequacy of thc materials of construction to prov'ide corrosion protection from thle solution in each
24 tank

25 - Results of the leak tests and visual inspections

26 The results of these assessments demonstrate that tanks and ancillary equipment have sufficient structural
27 integrity and are acceptable for storing and treating dangerous and/or mixed waste. Tlhe assessments also
28 state that thle tanks and building were designed and constructed to withstand a design-basis earthquake.
29 Independent. qualified registered p~rofessional engineers certified these tank assessments.

30 The scope of the 200 Area ETF tank integrity assessment was based onl characterization data from process
31 condensate. To assess the eiffect that other aqueous waste might have onl the integrity of the 200 Area
32 ETE tanks, the chemistry of an aqueous waste will be evaluated for its potential to corrode a tank (e.g..
33 chloride concentrations will be evaluated). The tank integrity assessment for the load-in tanks was based
34 onl characterization data F'rom several aqueous waste streams. The chemistry olan aqueous wvaste streamn
35 not considered in the load-in tank integrity assessment also will be evaluated for the potential to corrode a
36 load-in tank.

37 Consistent with the recommendations of the integrity assessment. a corrosion inspection program was
38 developed. Periodic integrity assessments are scheduled for those tanks predicted to have thle highest
39 potential for corrosion. These inspections are scheduled annually or longer, based onl age of the tank
40 system, materialIs of construction. characteristics of the waste, operating experience, and
41 recommendations ofl th initial integrity assessment. These 'indicator tanks* include the concentrate
42 tanks, secondary waste receiving tanks, and verification tanks. One of each of these tanks will be
43 inspected yearly to determine it corrosion or coating fatilure has occurred. Should significant corrosion or'
44 coating failure be found, an additional tank of thle same type would be inspected during the samne year. In
45 thle ease of the verification tanks. if corrosion or coating failure is found in the second tank, the third tank
46 also will be inspected. If signilicant corrosion w~ere observed in all three sets of tanks, the balance of the
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1 200 Area ETF tanks would be considered for inspection. For tanks predicted to have lower potential for
- corrosion. inspections also are perf'ormied nonroutinely as part of the corrective maintenance program.

3 C.4.2 Additional Requirements for New Tanks

4 Procedures flor proper installation of tanks, tank supports. piping. concrete. etc.. arc included in
C~ onsruction Speucficawum.l Prqft'ct C-01ii811. 242-A Evapilora(te rn/P UREX APlantt Pr-oc ~s ( 'on(epict

6 Treatmeni VFacilitr (WIIC 1 992a). For' thle load-in tanks, procedures are included in thle construction
7 specificat ions in Project JJ'-291, 200 Area Affluent BA T'AKART Implementation ElF Truck Load-in
8 FacwilitY (KEH 1994) and Purgewater Unloading Facility Project Documentation (I INF 2009b). For
9 replacement tank 59A-TK-l 17, the procedures for tank installation will be documented and available for

10 review by the independent qualified registered proflessional engineer. Following installation, an
I I independent, qualified, registered professional engineer inspected the tanks and secondary containment.
1 2 Deficiencies identified included damage to the surge tank, damage to the verification tank liners, and
13 200 Area [Tsecondary containment concrete surface cracking. All deficiencies were repaired to thle
14 satisfaction of'thie engineer. The tanks and ancillary equipment were leak tested as part of acceptance of'
15 thle systemn fromn the construction contractor. Inf'ormnation on thle inspections andl leak tests are included in
16 thle engineering assessment (Mausshardt 1995). No deficiencies were identified during installation of the
1 7 load-in tanks and[ ancillary equipment.

18~ C.4.3 Secondary Containment and Release Detection for Tank Systems

1 9 ]'his sect ion describes the design and operation of secondary containment and leak detection systemls at
20 thle 1' II

21 C.4.3.1 Secondary Containment Requirements for All Tank Systems

22 The specifications for thle preparation. design, and construction ofthle secondary containment systemns at
23 the 200 Area L'lF are documented (Wll I 1992a). T[he preparation. design. and constructilon of the
24 secondary containment for the load-in tanks are provided in the construction specifications (KFII 1994
25 and I INY 2)009b). All systems were designed to national codes and standards. Constructing the 200) Area
26 [TF per these specifications ensured that foundations are capable Of* Support ing tank and secondary
27 containment systemis and that uneven settling and failures firomi pressure gradients should not occur.

28 C.4.3.1.1 Common Elements

29 T[he fol lowing text describes elements of* secondary containment that are common to all 200 Area [TF
30 tank systems. Details on the secondary containment for specific tanks. including leak detection systemis
31I and liquids removal, are provided in Section 4(C.4.4. 1.2.

32 Foundation and Construction. For thle tanks within thle FTE. except for the sumip tanks. secondary
33 containment is provided by a coated concrete floor and a 15.2-centimieter rise (berm) along the containing
34 walls. Thle double-wall construction of the sump tanks provides secondary containment. Additionally.
35 trenches are provided in the floor that also provides containment and drainage of any liquid to a sumip pit.
36 For tanks outside thle [vr., secondary containment also is provided with coated concrete floors in a
37 contairnment pit (load-in tanks) or surrounded by concrete dikes (the surge and verification tanks).

38 The transfer piping that carries aqueous waste into the 200 Area FIT is pipe-within-a-pipe constructionl.
39 and is buried approximately 1.2 meters below ground surflace. The pipes between thie verification tanks
40 and thle verification tank pumips within the 200 Area ['Tare located in a concrete pipe trench.

41 For this discussion, there are five discrete secondary conta i nment systems associated with thle following
42 tanks and ancillary equipment that treat or store dangerous wvaste:

43 - Load-in tanks
44 - Surge tank
45 * Process area (including sumnp tanks)
46 * Verification tanks
47 - Transfler piping and pipe trenches
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I All of the secondary containment systems are designed with reinforcing steel and base and berml thickness
2 to miinmize flailure caused by pressure gradients, physical contact with tile waste, and climiatic conditions.
3 Classical theories of structural analysis, soil mechanics, and concrete and structural steel design were used
4 in the design calculations for the foundations and structures. These calculations are maintained at the
5 ETF. In each of the analyses. thle major design criteria from the following documents were included:

V-CO18HC 1-001 Design Construction Specification, Project C-0 1 8H, 242A Evaporator/PUREX
Plant Process Condensate Treatment Facility (WHC 1992a)

DOE Order 6430. 1A General Design Criteria
SDC-4.1 Standard Architectural-Civil Design Criteria, Design Loads for Facilities (DOE-RL 1988)
UCRL-15910 Design and Evaluation Guidelines for Department of Energy Facilities Subjected to

Natural Phenomena Hazards (UCRL 1987)
UBC-91 Uniform Building Code, 1991 Edition (ICBO 1991)

UBC-97 Uniform Building Code, 1997 Edition (ICC 1997, for Load-in tank 59A-TK-1)

6 The design and structural analysis calculations substantiate thle structural designs in the referenced
7 drawings. The conclusions drawn from these calculations indicate that thle designs are Sound and that thie
S specified structural design criteria were miet. This conclusion is yerified in the independent design reviewv
9 that was part of the engineering assessment (Mausshardt 1995, KEII 1994, and I INF 2009a).

10 Containment Materials. Thle concrete floor consists of cast-in-place and preformed concrete slabs. All
I I slab joi nts and floor and wall joi nts have water stop~s instal led at thei mid-depth1 of the slab. In additionl.
12 filler wvas applied to each joint.

13 E*-xcept for thle sumip tank vaults, all of the concrete surfa~ces in the secondary containmetnt system,
14 including berms, trenches, and pits, arc coated with a chemical-resistant. high-solids, epoxy coating that
1 5 consists of a primer and a top coating. T'his coating material is compatible with the waste being treated.
16 and with thle sulfriric acid, sodium hydroxide. and hydrogen peroxide additives to thle process. The
1 7 coating protects the concrete from contact with any chemical materials that might be harmful to concrete
18 and prevents the concrete from being in contact with waste material. Tfable C.8 summarizes thle specific
19 types of primer and top coats specified for the concrete and masonry surfaces in the ETF. The epoxy

20coating is considered integral to the secondary containment system for the tanks and ancillary equipment.

21The concrete containment systems are maintained Such that any cracks, gaps. holes, and other
22 imperfections are repaired in a timely manner. T[hus, thle concrete containment systems do not allow
23 spilled liquid to reach soil or groundwater. There are a number of persotmel doorways and vehicle access
24 points into thle 200 Area ETE: process areas. Releases of any spilled or leaked material to thle environment
25 from these access points are prevented by 1 5.2-centimneter concrete curbs, sloped areas ol the floor
26 (e.g., truck ramp), or trenches,

27 Containment Capacity and Maintenance. E1ach of these containment areas is designed to contain miore
28 than 100 percent of the volume of the largest tank in each respective system. Secotidarv containment
29 systenis for the surge tank. and thle verification tanks, which are outside the E'IT', also are large enough to
30 include the additional volume frotm a 100-year. 24-hour storm event; i.e., 5.3 centimeters oflprecipitation.

31 Sprinkler System. The sprinkler system within the 20(0 Area EEsupplies firewater protectiotn to the
32 process area and the container storage area. T]his system is connected to a site wide water Supply System
33 and has the capacity to supply sufficient water to suppress a fite at the 17V'E. 1Ilowever. in thle event of
34 failure, thle sprinkler system can be hooked up to another water Source (e.g.. tanker truck).

35 C.4.3.1.2 Specific Containment Systems

36 The following discussion presents a description of the individual containment systemls associated with
37 specific tank systems.
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I Load-In Tank Secondarv' Containment. The load-in tanks 59A-TK-109 and -117 are mounted onl a 46-
2centimeter-thick reinforced concrete slab (Drawing 11-2-817970). Secondary containment is provided by

3 a pit with 30.5-centimleter-thick walls and a floor constructed of reinforced concrete. The load-in tank pit
4 is sloped to drain solution to a sump. The depth of the pit varies with the slope of the floor, with anl
5 average thickness of about 1. 1 meters. The volume ol'the secondary containment is about 79,000 liters.
6 which is capable of containing the volumne of at least one load-in tank (Table C.5). Leaks are detected by
7 a leak detector that alarmis locally, inl thle 200 Area FTF control room. and by visual inspection of
8 the secondary containment.

9 Adjacent to thle pit is a 25.4-centimeter-thick reinforced concrete pad that serves as secondary
10 containment for thle load-in tanker trucks, containers, transfer pumrps, and filter system that serve as thle
I I first tanker truck unloading bay. Thle pad is inside thle metal Load-in building and is 15.2 centimeters
1 2 below grade with north and south walls gently sloped to allow tr-uck access. The pad has a 3-inich drain
1 3 pipe to route waste solution to thle adjacent load-in tank pit. Thie pad does not have protective coating
14 because it would experience excessive wear From the vehicle traffic.

15 Load-in tank 59A-TK-1 is located onl a 25.4-centimi-eter-thick reinforced concrete slab (Drawing 11-2-
16 817970) inside the metal 1.oad-in building. The tank has a flat bottom which sits onl a concrete slab in the
1 7 secondary containment. Secondary containment for the tank, filter system., and truck unloading piping is
1 8 provided by an epoxy coated catch basin with a capacity of about 3,500 liters. The catch basin is sloped
19 to route solution fromn the catch basin through a I 5.2-centimieter-wide by 14.3-centimeter-deep trenich to
20 the adjacent truck unloading pad. This pad drains to the Load-in tank pit discussed above. The volume of
2 1 the combined secondary containment of these two systems is greater than 82,000) liters, which is capable
22 of holding the volume of tank 59A-TK-l (i.e.. 26,000 liters).

23 Adjiacent to tank 59A-TK-1 catch basin is a 25.4-centimeter-thick reinflorced concrete pad that serves as
24 the second tanker truck unloading bay. Thie pad is inside thle metal 1.oad-in building and has a 2.4-mleter
25 by 4.0-mecter shallow, sloping pit to catch leaks during tanker truck unloading. The pit has a maximlum
26 depth of 6.0 centimeters and a I 5.2-centlimeter-wide by 6.0-centimneter-deep trench to route leaks to thle
27 adjacent tank 59A-TK- I catch basin. The pad does not have protective coating because it would
28 experience excessive wear fromn thle vehicle traffic.

29 Surge Tank Secondary Containment. The surge tank is mounted onl a reinforced concrete ringwall.
30 Inside the ringwall, the flat-bottomed tank is supported by a bed of comipacted sand and gravel with a
31 high-density polyethylene liner bonded to thle ringwall. T he liner prevents galvanic corrosion between the
32 soil and the tank. The secondary containment is reinforced concrete with a 15.2-centimeter thick floor
33 and a 20.3-centimneter thick dike. The secondary containment area shares part of the southern wall of the
34 main process area. The dike extends up 2.9 meters to provide a containment volume of 740,000 liters for
35 the 452,000-liter surge tank.

36 Thle floor of the secondary containment slopes to a sump in the northwest corner of~ the containment area.
37 Leaks into the secondary containment are detected by level instrumentation in the surnp. which alarms in
38 the 200 Area EF control room, and/or by routine visual inspections. A sump pump is used to transfer
39 solution in the secondary containment to a sump tank.

40 Process Area Secondary Containment. The process area contains thie tanks and ancillary equipment of
41 the primary and secondary treatment trains. anid has a jointed, reinforced concrete slab floor. Thle
42 concrete floor of' the process area provides the secondary containment. Tis floor is a mninimium of
43 15.2 centimeters thick, With doorsills 15.2 centimeter high, the process area has a containment volume of
44 over 200,000 liters. The largest tanks in the process area are the secondary waste receiving tanks, which
45 each have a maximum capacity of 73,800 liters.

46 The floor of thle process area is sloped to drain liquids to two trenches that drain to a SUMP. Lach trench is
47 approximately 38.1 centimeters wide with a sloped trough varying from 39.4 to 76.2 centimeters deep.
48 Leaks into the secondary containment are detected by routine visual inspections of the floor area near the
49 tanks, ancillary e(luipmlenlt. anid in the trenches.
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I A small darn wvas placed in the trench that comes fromn the thin film dryer room to contain minor Iluid
2 spills originating in the dryer roomi to mirinimize the spread of contaminiation Into the process area. The
3 dryver room is inspected for leaks in accordance with tile inspection schedule in Addendum 1. Operators
4 clean uip these minor spills by removing thle liquid waste and decontaminating the spill area.

.5 A small dam was also placed in thle trench adjacent to the chemical feed skid when the chemical berni
6 area was expanded to acconmmodate acid and caustic pumps. which were mioxed indoors from the top ot'
7 the surge tank to resolve a safety concern, 'Fhis darn was designed to contain minor spills originating in)
8 the chemical benn area and prevent them from entering tile process Sump.

9 The northwest corner of the process area consists of a pump pit containing the pumps and piping for
10( transferring treated effluent from thle verification tanks to SALI)S. The pit is built 1.37 mieters below thle
I1I process area floor level and is sloped to drain to a trench built along its north wall that routes liquid to
12 sump tank 1. Leaks into the secondary containment of thle pump pit are detected by routine visual
1 3 inspections.

14 Sump Tanks. The sump tanks Support the secondary containment system. and collect waste fron) several
15 sources, including:

1 6 - Process area drain trenches
1 7 - Tank overflows and drains
IS 8 Container washing water
1 9 - Resin dewatering solution
20 - Steam boiler blow down
21 * Sampler system drains.

22 Thlese double-contained tanks are located within unlined, concrete vaults. The sump tank levels are
23 monitored by remlote level indicators or through visual inspections from the sump covers. TVhese
24 indicators are connected to high- and low-level alarms that are monitored in the control room. When a
25 high-level alarm is activated. a pump is acti\ ated and the sunmp tank contents usuially are routed to the
26 secondary treatment train for processing. The contents also could be routed to the surge tank for
27 treatment in the primiary treatment train. In the event of an abinrmally high Inflow rate, a second sunmp
28 pump is initiated automatically.

29 Verification Tank Secondary Containment. The three verification tanks are each mounted onl
30 ringwalls with high-density polyethylene liners similar to thle surge tank. The secondary containment tor
31 the three tanks is reinforced concrete with a I 5.2-centimneter thick floor and a 20.3-centimieter thick dike.
32 Thie dike extends up 2.6 meters to provide a containment ofl 110 percent of the capacity of a single tank
33 (Table C.5).

34 The floor of the secondary containment slopes to a sump along thle southern wall of thle dike. [Leaks into
35 the secondary containment are detected by level instrumentation in the sumnp that alarmis in the control
36 room and/or by routine visual inspections. A sump pump is used to transfer solution in the secondary
37 containment to a sumnp tank.

38 C.4.3.2 Additional Requirements for Specific Types of Systems
39 This section addresses additional requirements in.W.C I173-303-640 for double-xwalled tanks like the
40 SUMP tanks and secondary containment for ancillary equipment and piping associated with the tank
41 systemns.

42 C.4.3.2.1 Double-Walled Tanks
43 'Fhe sump tanks are the only tanks in the 200 Area FTF classif'ied as 'double-walled' tanks. These tanks
44 are located in unlined concrete vaults and support the secondary containment system for the process area.
45 Th'le sump tanks arc equipped with a leak detector between the wvalls of the tanks that prov'ide continuous
46 mionitoring, for leaks. T[he leak detector provides immediate notification through an alarm in the control
47 room. Thel inner tanks are contained completely within thle outer shells. The tanks are contained
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I completely within the concrete structure of the 200 Area ETF so corrosion protection Iroin external
2 galvanic corrosion is not necessary.

3 C.4.3.2.2 Ancillary Equipment

4 Thle secondary containment provided for the tanks and process systems also serves as secondary
5 containment for the ancillary equipment associated with these systems.

6 Ancillary Equipment. Section D.4.3. 1.2 describes the secondary containment systems that also serve
7 most of the ancillary equipment within thle 200 Area ETF. Between the 200 Area ETF and the
8S verification tanks, a pipeline trench provides secondary containment for four pipelines connecting thle
9 transfer pumps (i.e., discharge and return pumps) in thle 200 Area ETF with the verification tanks

10 (Figure C.2). This concrete trench crosses under thle road and extends fromn the verification tank pumlps to
I I the veritication tanks. Treated effluent flows through these pipelines from the verification tank pumps to
12 the verification tanks. The return pump is used to return effluent to the 200 Area ETE for use as service
1 3 water or for reprocessing.

14 For all of the ancillary equipment housed within the ETF, thle concrete floor, trenches, and berms formn the
15 secondary containmntt system. For the ancillary equipment of the surge tank and thle verification tanks,
16 secondary containment is provided by the concrete floors and dikes associated with these tanks. Thle
17 concrete floor and pit provide secondary containment for the ancillary equipment of the load-in tanks.

1I8 Transfer Piping and Pipe Trenches. Thle two buried transfer lines between LERF and the surge tank
19 have secondary containment in a pipe-within-a-pipe arrangement. The 4-inch transfer line has an 8-inch
20 outer pipe, while thle 3-inch transfer, line has a 6-inch outer pipe. The pipes are fiberglass and are sloped
21 towards the surge tank. Thle outer piping ends with a drain valve in the surge tank secondary
22 containment.

23 These pipelines are equipped with leak detection located in the annulus between the inner and outer pipes,:
24 the leak detection equipment canl continuously 'inspect' the pipelines during aqueous waste transfers. Thie
25 alarms onl the leak detection system are mionitored in the control room. A low-volume air purge of the
26 annulus is provided to prevent condensation buildup and inimliize false alarms by the leak detection
27 system. In the event that these leak detectors are not in service, thle pipelines are inspected during
28 transfers by opening a drain valve to check for solution in thle annular space between the linier and outer
29 pipe.

30 *Thle 3-inch transfer line between the load-in tanks and thle surge tank has a 6-inch outer pipe in a pipe-
31 within-a-pipe arrangement. The piping is made of fiberglass-reinforced plastic and slopes towards the
32 load-in tank secondary containment pit. Thle drain valve and leak detection system for the load-in tank
33 pipelines are operated similarly to the leak detection systemi for the LERF to 200 Area ETE pipelines.

34 As previously indicated, a reinforced concrete pipe trench provides secondary containment for piping
35 under the roadway between the 200 Area ElF and the verification tanks. Three 15.2 centimeter thck
36 reinforced concrete partitions divide the trench into four portions and support metal gratings over the
37 trench. Each portion of the trench is 1.2 meters wide, 0.76 meter deep, and slopes To route any solution
38 present to 4-inch drain lines through thle north wall of thle FTF building. These drain lines route solution
39 to sump tank 2 in ETE. The floor of the pipe trench is 30.5 centimeters thick and the sides are
40 1 5.2 centimeters thick. Thle concrete trenches are coated wvith water sealant and covered with metal
41 gratings at ground level to allow vehicle traffic onl the roadway.

42 CAA. Tank Management Practices

43 When anl aqueous waste stream is identified for- treatment or storage at 200 Area ETE. the generating, unit
44 is required to characterize the waste. Based onl characterization data. thle waste streamr is evaluated to
45 determine if the streamr is acceptable for treatment or storage. Specific tank management practices are
46 discussed in the followinu sections.
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I C.4.4.1 Rupture, Leakage, Corrosion Prevention
2) Most aqueous waste streamns call be managed such that corrosion wvould not be a concern. For example,
3 an aqueous waste stream with high concentrations of chloride might cause corrosionl problems when
4 concentrated in the secondary treatment train. One approach is to adjust the corrosion control measures In

5the secondary treatment train. Ant alternative might be to blend this aqueous waste in a LERE basin with
6 another aqueous waste that has sufficient dissolved solids, such that thle concentration of thle chlorides in
7 the secondary treatment train would not pose a corrosion concern.

8 Additionally, the materials of constriction used in the tanks systems (T[able C.5) make it unlikely that an
9 aqueous waste would corrode a tank. For more tiformnation onl corrosion prevention, refer to

1 0 Addendum 13. Waste Analysis Plan.

I I II foperating experience suggests that most aqueous waste streams can be managed such that corrosion
12 would not be a concern, operating practices and integrity assessment schedules and requirements will be
1 3 reviewed and modified as appropriate.

1 4 WVhen a leak in a tank system is discov ered, the leak is immnediately contained or stopped by isolating thle
15 leaking component. Following containment, the requirements of WA( 1 73-303-640(7). incorporated by
16 reference, are followed. These requirements include repair or closure of the tank ltank systemi component.
17 and certification of any major repairs.

ISx C.4.4.2 Overfilling Prevention

19 O perating practices and administrative controls used at thle 200 Area FTF to prevent overfilling a tank are
20 discussed in thle following paragraphs. Tlhe 200 Area lI'F process is controlled by thle MCS. The M('S
21 monitors liquid levels in thle 200 Area [i'll tanks and has alarms that annunciate onl high-liquid lev el to
22 notify operators that actionls must be taken to prevnt overfilling of these vessels. As anl additional
23 precautionl to prevent spills, many tanks arc equipped wvith overflow lines that route solutions to sumlp
24 tanks I and 2. These tanks include the pill adjustment tank: RO feed tanks. efftluentt plt adjustment tank.
25, secondary waste receiving tanks, and concentrate tanks.

26 T1he following section discusses feed systems, safety cuto ff devices. bypass systems, and pressure
27 controls for specific tanks and process systems.

28Tanks. All tanks are equipped with liquid level sensors that give a reading of the tank liquid volume. All
29 of thec tanks are equipped further with liquid level alarms that are actuated if the liquid volume is near the
30 tank overflow capacity. In the actuation of the surge tank alarm,. a liquid level switch trips, sending a
31I signal to the valve actuator on the tank influent lines, and causing thle influent valves to close.

32 The operating mode for each verification tank, i.e.. receiving, holding, or discharging, canl be designated
33 through the MCS, miodes also switch automatically. When thle high-level set point on thle receiving
34 verification tank is reached, the flow to this tank is diverted and another tank becomes thle receiver. Theli
35 full tank is switched into verification miode. The third tank is reserved for discharge mode.

36 T1he liquid levels in the p11 adjustment, first and second RU feed, and effluent 1 adjustment tanks are
37 maintained within predetermined operating ranges. Should any of these tanks overflow, the excess wvaste
38 is piped along with any leakage from the feed pumps to a sumlp tank.

39 When waste in a secondary wvast c-receiving tank reaches the high-level set point, thle influent flow of'
40 waste is redirected to the second tank. In a similar fashion, the concentrate tanks swvitch receipt modes
41 when the high-level set point of one tank is reached. Filter Systems. All filters at 200 Area H'F (ie.. the
42 Load-In Station. rough, fine, and( auxiliary Ifilter systems) are in leak-tight steel casings. For thle rough
43 and fine filters, a high difflerential pressure. which could damage the filter element, activates a valve that
44 shuts off~ liquid flow to protect the f ilter element from possible damage. To prevent a high-pressure
45 situation, thle filters are cleaned routinely wvith p~ulses of compressed air that force water back through thle
46 filter. Cleaning is terminated] automatically by Shutting off the compressed air supply ifl ilgh prssr
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I develops. The diffierential pressure across thle auxilharv filters also is monitored. A high differential
2pressure lin these filters would result ii it svstein shutdown to allow the tilters to be changed Out.

31 Thle Load-In Station filtration system has pressure gauges for monitoring the differential pressure across
4 each filter. A high differential pressure wvould result in discontinuing filter operation until thle flter is

5replaced.

6 Ultraviolet Light/Oxidation System and D~ecomposers. A rupture disk onl the inlet piping to each of'
7 the UJV/0X reaction vessels relieves to thle pfH adjustment tank in the event of excessive pressure
8 developing in the piping system. Should the rupture disk fail, the aqueous waste would trip thle moisture
9 sensor. shut down the UV lamips, and close the surge tank feed valve. Also provided is a level sensor to

I 0 protect LJV lamps against thie risk of exposure to air. Should those sensors be actuated, the UV lamips
I1I would be shut down immediately.

12 The piping and valving for the hydrogen peroxide decomposers are configured to split the waste flow:
13 half flows to one decomposer and half flows to the other deconmposer. Alternatively, the total flow of'
14 waste canl be treated in one decomposer or both decomposers canl be bypassed. A safety relief valve onl
1 5 cacth decomposer vessel can relieve excess system pressure to a sump tanlk.

16 Degasifteation System. The degasification column is typically supplied aqueous waste fieed by thle pl1
1 7 adjustment tank feed pump. 'this pump transfiers waste solution through thle hydrogen peroxide
18 decomposer. the fine filter, and the degasilication columin to the first Ro feed tank.

19 The degasification columin is desigzned for operation at a partial vacuum. A pressure sensor in thle outlet
20 of the columin detects the columi pressure. '[tile vacuumi in the degasification colunmn is maintained 1y a
21I blower connected to the vessel otffgas system. The column is protected fromi extremely low pressure
22 developed by the columin blower by the use of'an intake vent that is maintained in the open position
23 during operation. 'Thc coluin liquid level is regulated by a flow cotntrol system with a high- and low-
24 level alatm. 1'late-type heat exchanger cools thle waste solution fed to thle degasitication column.

25 Reverse Osmosis System. The flow throughl thle first and second R() stages is controlled to miainitain
26 constant liquid level s in thle first atnd second stage RU feed tanks.

27 Polisher. Typically, two of the three columins arc in operation (lead/lag) and the third (regenerated)
28 column is in standby. When the capacity of tte resin in the first column is exceeded, as detected by anl
29 increase in thle conductivity of thle columrn efflluent, the third colun.n contaitning freshly regenerated IX
30 resin, is brought online. T[he first columin is taken offline. and the waste is rerouted to the second colun.n
31 and to tile third. Liquid level instrumentation anidautomiatically operated valves are provided In the IX
32 system to prevent overfilling.

33 Effluent Treatment Facility Evaporator. Liquid level instrumentation in the secondary waste receiving
34 tanks is designed to preclude a tank overflow. A liquid level switch actuated by a high-tank liquid level
35 causes thle valves to reposition. closing off'flow to the secondary waste receiving tanks. Secondary
36 containment for these tanks routes liquids to a sumip tank.

37 Valves in the 200 Area TEevaporator teed line canl be positioned to bypass the secondary waste around
38 thle 200 Area FII evaporator and to transfier the secondary waste to the cotncentrate tanks.

39 Thin Film Dryer. The two concentrate tanks alternately feed the thin filmn dryer. Typically. onie tank
40 serves as a concentrate wvaste receiver while the other tank serves as the dtyer fieed tank. One tank may
41 serve as both concentrate waste receiver and dryer feed tank. Liquid level instrumentation prevents tank
42 overflow by diverting the concentrate flow from the full concentrate tank to the other concentrate tatnk.
43 Secondary containment for these tatnks routes liquids to a sumip tank.

44 An alternate route is provided from tile concentrate receiver tank to the secondary wvaste receiving tanks.
45 Dilute concentrate in the concentrate receiver tank canl be teprocessed through the 200 Area FAT'
46 ev aporator by transferring the concent rate back to a secondary waste-receiving tank.
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I C.4.5 Labels or Signs
2 Fach tank or process unit in the 200 Area FIE is identified by a nameplate attached in a readily visible
31 location. Included onl the namieplate are the equipment numnber and thle equipment title. Those tanks that
4 store or treat dangerous waste at the 200 Area [IT (Section 4C. 1,1) are identified with a label. which
5 reads PROCESS IVA TER/WIASTE. The labels are legible at a distance of at least fifty feet or as
6 appropriate for- legibility within the [TF. Additionally, these tanks bear a legend that identifies the waste
7 in a manner, which adequately warns emiployees, emergency personnel. and thle public of the maj. or risk(s)
8 associated with thle waste being stored or treated in tile tank system(s).

9 Caution plates are used to show possible hazards and warn thlat precautions are necessary. Caution signs
10 have a yellow background and black panel with yellow letters and bear the word ('ALUION. D~anger
I I signs show inimediate danger and signify that special precautions are necessary. These signs are red.
1 2 black, and white and bear the word DJANGER.

13 Tanks and vessels containing Corrosive chemicals are posted with black and white signs bearing the word
1 4 CiORROSIVE'. DANVGER? - tI L 'TH11lIZED PEIS.SNXLL KEEP 0 1' signs are posted onl all exterior
I 5 doors of the [.TF, and onl each interior door leading into the process area. Tank ancillary piping is also
10 labeled PRO( ESS 11A. JER or PROCESS IIQ( 71) to alert personnel which pipes in the pr~ocess area
1 7 contains dangerous and/or mixed waste.

I S All tank systems holding dangerous waste are marked withi labels or signs to identify the waste contained
19 in the tanks. Thie labels or signs are legible at a distance of at least 50-feet and bear- a legend that
20 identifies the wvaste in a mnanner that adequately warnis employees. emergency response personnel, and] thle
21 public. of the major risk(s) associated wvith the waste being stored or treated in thle tank systemn(s).

22 C.4.6 Air Emissions
23 'lank systems that contain extremely hazardous waste that is acutely toxic by inhalation must be designed
24 to prevent the escape of suIch vapors. T'o dlate, no extremely hazardous wvaste hias been mianaged in
25 200 Area [TI'tanks and is not anticipated. However, the 200t Ar-ca [TV tanks have forced ventilation that
26 draws air fromn the tank vapor spaces to prevent exposure of operating personnel to any toxic vapors that
27 mnight be present. Thie vapor passes through a charcoal filter and two sets of high-efficiency particulate
28 air filters before discharge to the environment. The Load-in tanks and verification tanks are vented to thle
29 atmosphere.

30 C.4.7 Management of Ignitable or Reactive Wastes in Tanks Systems

31 Although the 200 Area [TF is permitted to accept waste that is designated ignitable or reactive, such
32 waste would be treated or blended immediately after placement in the tank systemn so that thle resulting
33 waste mnixture is no longer ignitable or reactive. Aqueous waste received does not meet thie definition of a
34 combustible or flammable liquid given in National Fire Protection Association (NFPA) code number
35 30 (NFIpA 1996). Thle buffer zone requiremients in NFPA-30, which require tanks containing combustible
36 or flammable solutions be a safe distance from each other and from public way, are not applicable.

37 C.4.8 Management of Incompatible Wastes in Tanks Systems

38 The 200 Area [TV manages dilute solutions that can be mixed Without compatibility issues. The
39 2100 Area [TF is equipped with several systems that canl adjust the pHl of'the waste for treatment
40 activities. Sulfluric acid and sodium hydrox ide are added tot the process through the MCS for pi1
41 adjustment to ensure there will be no large pi I fluctuations and( adverse reactions in the tank systems.

42 C.5 SURFACE IMPOUNDMENTS

43 Tis section prov ides specific information onl surf'ace impoundment operations at the I IRE. including"
44 descriptions of the liners and secondlary containment structures, as required by WVA(' 17 1301t3050t an(l
45 WAC 1 73-303-806(4)(d).
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I Thle LERF consists of three lined surface impoundments (basins) with a design operating capacity of'
2 29.5 million liters each. The maximum capacity of each basin is 34 million liters. The dimensions of'
3 each basin at the anchor wall are approximately 1 03 meters by 85 meters. The typical top dimensions of
4 the wetted area are approximately 89 meters by 71 meters, while the bottom dimensions are

5 approximately 57 by 38 meters. Total depth from the top of the dike to the bottom of the basin is
6 approximately 7 meters. The typical finished basin bottomns lie at about 4 meters below the initial grade
7 and 1 75 meters above sea level. Thle dikes separating the basins have a typical height of 3 meters and
8 typical top width of I11.6 meters around the perimeter of the impoundments.

9 C.5.1 List of Dangerous Waste
10 A list of dangerous and/or mixed aqueous waste that canl be stored in LERF is preseted in Addendum A.
I I Addendum 13. Waste Analysis Plan also provides a discussion of the types of waste that are managed In
12 thle LERF.

13 C.5.2 Construction, Operation, and Maintenance of Liner System
14 General informiation concerning the liner system is presented in the followving sections. Infon~nation
15S regarding loads onl the liner, liner coverage, UV light exposure prevention, and location relative to thle
16 wvater table are discussed.

17 C.5.2.1 Liner Construction Materials
I S Thle LERE employs a double-comiposite liner system with a leachate detection. collection, and removal
19 system between thle primary and secondary liners. Each basin is constructed with anl upper or p~rimlary
20 liner consisting of a high-density polyethylene geomnemlbranle laid over a bentonite carpet liner. Thle lower
21 or secondary liner in each basin is a composite of a geomnenbrane laid over a layer of soil/bentonite
22 admixture with a hydraulic conductivity less than 10(- centimeters l)er second. Thie synthetic liners extend
23 uip the dike wall to a concrete anchor wall that surrounds the basin at the top of the dike. A batten system
24 bolts thle layers in place to the anchor wall (Figure C. 16).

25 Figure C. 17 Is a schematic cross-section of the liner system. The liner components. listed firomi the top to
26 the bottom of the liner system. are the following:

27 - Primary 1 .5-millimieter high-density polyethylene geomlembrane
28 - Bentonite carpet liner
29 - Geotextile
30 - Drainage gravel (bottom) and geonet (sides)
31 * Geotextile
32 - Secondary 1 .5-m-illimieter high-density polyethylene geomnembrane
33 - Soil/bentonite admixture (91 centimeters onl the bottomn. 107 centimeters onl thle sides)
34 - Geotextile

35 The primary geonlembrane. made of 1 .5-millimeter high-density polyethylene, formis the basin surface
36 that holds the aqueous waste. The secondary geornbrane, also 1 .5-millimeter high-density
37 polyethylene, formis a barrier surface for leachate that might penetrate the primary liner. The high-density
38 polyethylene chemically is resistant to constituents in thle aqueous waste and has a relatively high strength
39 compared to other lining materials. The high-density polyethylene resin specified for the LERE contains
40 carbon black, antioxidants, and heat stabilizers to enhance its resistance to the degrading effects of UV
41 light. Thle approach to ensuring the compatibility of aqueous waste streamns with the LERF liner materials
42 and piping is (discussed in Addendum 13, Waste Analysis Plan.

43 Three geotextile layers are used in the LERF liner system. Thie layers are thin. nonwoven polypropylene
44 fabric that chemically is resistant, highly permeable. and resistant to microbiological growth. The first
45 two layers prevent tiine soil particles firom Infiltrating and clogging the drainage layer. The second
46 geotextile also provides limited protection for thle secondary geonibrane from the drainage rock. The
47 third geotextile layer prevents the mixing of the soil/bentonite adlmixture with thle much more porous and
48 granular foundat ion material.
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I A 30. 5 -cent ineters-thick gravel drainage layer onl tile bottomi of the basins between the primary and
2 secondary liners provides a flow path for liquid to the leachate detection, collection, and remioval systeml.
3 A geonet (or drainage net) is located immediately above tile secondary geomlembrane onl thle basin
4 sidewalls. The geonet functions as a preferential flow path for liquid between the liners, carrying liquid
5 down to the gravel drainage layer and subsequently to thle leachate sumip. Thie geonet Is a mesh made of'
6 high-density polyethylene, wvith approximately 13-millimleter openings.

7 The soil/bentonite layer is 91 centimeters thick on the bottomn of the basins and 107 centimeters thick onl
8 the basin sidewalls; its permneability is less than 10- centimeters per second. This composite liner design.
9) consisting of a geornembrane laid over essentially impermecable soil/bentonite. is considered best

10 available technology for solid waste landfills and surface impoundments. Thle combination of synthetic
I1I and clay liners is reported in the literature to provide the maximum protection from waste migration
12 (Forseth and Kmet 1983).

1 3 A number of laboratory tests were conducted to measure the engineering properties of thle soil/benitomite
14 admixture, in addition to extensive field tests performied onl three test fills constructed near the L.ERF site.
15 For establishing anl optimumi ratio otf bentonite to soil for thle soil/benionite admixture, mixtures of various
16 ratios were tested to determine permeability and shear strength. A mixture of 12 percent bentonite was
1 7 selected for the soil/bentonlite liner and tests described in the following paragraphs demonstrated that the
1 8 admixture meets thle desired permleability of less than 10-7 centimeters per second. Detailed discussion of'
19 test procedures and results is provided in Report of (icotechinical Investigation. 242-A Evaporation and
20 ILJREX Interim Storage Basins (('hen-Northern 1990).

21 Direct shear tests were performed according to ASTM 1)3080 test procedures (ASTM 1990) onl
22 soil/bentonlite samiples of various ratios. Based onl these results, the conservativerminimumi Mohir-
23 Coulomb shear strength value of 30 degrees was estimated for a soibentonite admixture containing
24 1 2 percent bentonite.

25 The high degree of compaction of the soil/bentonite layer [92 percent per ASTM D1 557 (ASTMI 1991 )
26 was expected to maximize the bonding forces between the clay particles, thereby minimizing moisture
27 transport through the liner. With respect to particle movemnent ('piping'), estimated fluid velocities inl this
28 low-permecability material are too low to move thle soil particles. Therefore, piping is not considered a
29 problem.

30 For thle soil/bentonite layer, three test fills were constructed to demonstrate that mnaterials, methods. and
31 procedures used would produce a soil/bentoitle liner that mneets the EPA permeability requirement of less
.32 than 10"v cent imeters per second. All test tills met the EPA requirements. A thorough discussion of'
33 construction procedures, testing, and results is provided in Reot of Pet-niahilitY Testing. S'oil-hentollitc
34 Test 1-7ll (Chen-Northern 1991 Ia).

35 The aqueous waste stored in thle LFRE is typically a dilute mixture of organic and inorganic constituents.
36 Though isolated instances of soil liner incompatibility have been documented in the literature (Forseth
37 and Kmect 1983), these instances have occurred with concentrated solutions that were incompatible with
38 the geomembrane liners in which the solutions were contained. Considering the dilute nature of the
39 aqueous waste that is and will be stored in LERF and thie moderate p11. and test results demonstrating the
40 compatibility of the high-denisity polyethylene liners with the aqueous waste [9090 'lest Results
41 (WHC 1 991 )], gross failure of the soil/benltonite layer is not probable.

42 Each basin also is equipped with a floating very low-denisity polyethylene cover. The cover is anchored
43 and tensioned at thle concrete wall at the top of the dikes. using a patented mechanical tensioning system.
44 Figure C. 16 depict thle tension mechanism and the anchor wall at the perimeter of each basinl. Additional
45 informiation on the cover system is provided in Section C.5.2.5.

46 C.5.2.1.1 Material Specifications
47 Material specifications for the liner systemn and leachate collection system, including liners, drainage

48 gravel, and drainage net are discussed in the following sections. Material specifications are documented
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I in the F-ital S/)ecificatioii 242-.4 Evaaor and PL"REXhinterin RC!L'mion BaU is (K El- 1 990a) and
2 Cons~truction .Speuificainsfimr 242-,, Evaporator andI PUREX Interim Re'tention Basio (K F1 1990b).

I Geoniembrane Liners. The high-density polyethylene resin for geomemibranes for the L-ERE mneets thle
4 material specifications listed in Table ( 1.9, Key physical properties include thickness (1.5 millimeters
5 [60 mnill) and imipermleability (hydrostatic resistance of'over 360,000) kilogram per square mneter).
6 Phlysical properties mneet National Sanitation Foundation Standard 54 (NSF 1985). Testing to determine
7 if the liner material is compatible with typical dilute waste solutions was performned and documented in
8 9090 Test Results (WHC 1991 ).

9 Soil/Bentonite Liner. The soilihentonitc admixture consists of 11.5 to 14.5 percent bentonite mixed into
10 well-graded silty sand with a maximum particle size of 4.75 millimeters (No. 4 sieve). Test fills were
I I performed to confirm thle soil/bentonite admixture applied at LERE has hydraulic conductivity less than
I 10 centimeters per second, as required by WAC 1 73-303-650(2)0j) for new surface impoundments.

13 Bentonite Carpet Liner. The bentonite carpet liner consists of bentonite (90 percent sodium
14 mnontmnorillonite clay) in a primary backing of ~voven polypropylene with nylon tiller fiber. and a cover
15S fabric of'open weave spunlace polyester. The montmnorillonite is anticipated to retard migration of'
1 6 solution through the liner, exhibiting a favorable cation exchange for adsorption of sonic constituents
17 (such as ammonium). Based onl composition of the bentonite carpet and of the type of aqueous waste
18 stored at lIERF, no chemical attack, dissolution, or degradation of the bentonite carpet liner is anticipated.

19 Geotextille. The nonwoven geotextile layers consist of long-chain polypropylene polymners containing
20 stabilizers and inhibitors to miake the filaments resistant to deterioration from UV light and heat exposure.
21 Thie geotextile layers consist of continuous igeotextile sheets held together by needle punching. Edges of
22 the fabric are sealed or otherwise finished to prevent outer material fromt pulling away from thle fabric or
23 raveling.

24 Drainage Gravel. Th'le drainage layer consists of thoroughly washed and screened, naturally occurring
25 rock meeting the size specifications for Grading Number 5 tin Washington State D)epartment of'
26 Transportation construction specifications (WSDOT 1988). The specifications f'or thle drainage layer are
27 given in Table C.l10. Hydraulic conductivity tests (Chien-Northern 1992a. 1992b. 1992c) showed thle
28 drainage rock used at LERF met thle sieve requirements and had a hydraulic conductivity of at least
29 1 centimeter per second, which exceeded the mninimium of at least 0. 1 centimeters per second required by
30 WAC 1 73-30)3-650(2)(j) for niew surfaice impoundments.

31 Geonet. Thie geonet is fabricated fromt two sets of parallel high-density polyethylene strands, spaced
32 1.3 centimeters center-to-center maximium to formi a miesh with minimumn two strands per 2.54 centimeter
33 in each direction. The geonet is located between the liners onl the sloping sidewalls to provide it
34 preferential flow path for leachate to thle drainage gravel and subsequently to the leachate sump.

35 Leachate Collection Sum~p. Materials used to line the 3.0-mneter by 11.8-mneter by 0.30-meiter-decep
36 leacliate sump, at the bottom of each basin in the northwest corner, include [from top to bottom
37 (Figure C. 18)]:

38 - 25 millimeter high-density polyethylene flat stock (supporting thle leachate riser pipe)
39 - Geotextile
40 - 1 .5-millimieter high-density polyethylene rub sheet
41 - Secondary composite liner:
42 - 1 .5-millimeter high-density polyethylene geomiembrane
43 - 91 centimeters of soil/benltoite admixture
44 - Geotextile

45 Specifications for these materials are identical to those discussed previously.

46 Leachate System Risers. Risers for the leachate system consist of 10-ich and 4-inch pipes fromn thle
47 leachate collection sump to the catch basin northwest of each basin (Figure C. 18). The risers lay below
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I the primary, liner in a gravel-i lled trench that also extends from the sumnp to the concrete catch basinl
2 (Figure C. 19).

3 The risers are high-density polyethylene pipes fabricated to mieet thle requiremients in ASTM 1248
4 (ASTm 1989). T-he 10o-inch riser is perforated every 20.3 centimeters with I .3-centimieter holes around
5 thle diameter. Level sensors and leachate pump arc inserted in the 1 0-inch riser to monitor and remove

6 leachate rroni the sumip. To prevent clogging oltcpm n Ipnwihlepatcaehendoth
7 riser is encased in a gravel-filled box constructed of high-density polyethylene geonet and wrapped in
8 geotextile. The 4-inch riser is perforated every I 0.2 centimeters with 0.64-centimieter holes around thle
9 diameter. A level detector is inserted in the 4-inch riser.

10 L.eachate Pump. A deep-well submersible pump, designed to deliver approximately Ill() liters per
I I minute. is installed in the 1 0-inch leachate riser in each basin. Wetted parts of the leachate l)uiUp are
12 made of 31 61 stainless steel, providing both corrosion resistance and durability.

13 C.5.2.1.2 Loads on Liner System

14 The [[FRI liner system is subjected to the following types olstresses.

1 5 Stresses front Installation or Construction Operations. Contractors were required to submit
l6 construction quality control plans that included procedures. techniques, tools, and equipment used lor- thle
1 7 construction and care of liner and leachate system. Methods for installation of all components were
I1S screened to ensure that the stresses onl thle liner systemi were kept to a minimum.

19 C)(alculations wvere performed to estimate the risk of damiage to thle secondary high-density polvethyliene
20 liner during construction ((ialeidalionw, for LERE Part B 1PcrniiiApplication [I INY 1997]). The greatest
21I risk expected was from spreading thle gravel layer over thie geotextile layer and secondary geonlembratie.
22 The results of the calculations show that the strength of the geotextile was suff'icientl ight ihtn
23 theL stress of a small gravel spreader driving onl a minimium of' 15 centimeters of gravel over the geotextile
24 and geomlembrane. The likelihood of damiage to thle gyeomienbrane lying under thle geotextile was
25 considered low.

26 To avoid driving heavy machinery directly onl the secondary liner, a 28-mieter conveyer was used to
27 deliver the drainage gravel into thle basins. Thie gravel was spread and consolidated by hand tools and a
28 bulldozer. The bulldozer traveled onl a minimum thickness of 30.5 centimeters of gravel. Where thle
29 conveyer assembly was placed onl top of the liner, cribbing was placed to distribute the conveyer w~eight.
30 No heavy equipment was allowed for use directly in contact with the geomlembranles.

31 Additional calculations were performned to estimate the ability of the leachate riser pipe to withstand the
32 static and dynamic loading imposed by lightweight construction equipment riding onl thle gravel layer
33 (HINF 1997). Those calculations demonstrated] that the pipe could buckle under the dynamic loading of
34 small construction equipment; therefore, the pipe was avoided by equipment during spreading of the
35 drainage gravel.

36 Installation of synthetic lining materials proceeded only when winds were less than 24 kilomneters per
37 hour, and not during precipitation. The minlimum amibient air temperature for unfolding or unrolling thle
38 igh-density polyethylene sheets was -10 C'. and a minimum temperature oft) C was required for seaming
39 thle high-density polyethylene sheets. Between shiftis, geomnembranecs aitd geotexti Ic were anchored with
40 sandbags to prevent lifting by wind. Calculations were performed to determine the appropriate spacing of
41 sandbags onl the geomienbrane to resist lifting caused by 130 kilometer per hour winds (HINF 1997). All
42 of the synthectic components contain UV light inhibitors and no impairment of performiance is anticipated
43 rromi the short-term UJV l ight exposure during const ruct ion. Section C.5.2,4 provides further detail onl
44 exposure prevention.

45 During the laying of tle soil/bentonite layer and the overlying geomnembrane, moisture content of the
46 admixture was monitored and adjusted to ensure optimium compaction and to avoid development of
47 cracks.
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I C.5.2.1 .3 Static and Dynamic Loads and Stresses from the Maximum Quantity of Waste

2 W'~hen a LERF basin is fulIl. liquid depth is approximately 6.4 meters. Static load onl thle primary liner is
31 roughly 6,400 kilograms per square meter. Load on (thc secondary liner is slightly higher because of the
4 weight of thle gravel drainage layer. Assuingm- a density of 805 kilograms per square meter for the

5 drainage gravel [conservative estimate based onl specific gravity of 2.65 (Ambrose 1 988)], the secondary
6high-density polv Cthylenline 11Ca-Crries approxuiately 7.200) kilograms PC[r square meter when a basin is

7 full.

8 Side slope liner stresses were calculated for each of the layers in thle basin sidewalls and for the pipe
9 trench onl the northwest corner of each basin (IlINF 1997). Results of these calculations indicate tactors of

I 0saf'ety against shecar were 1 .5 or- greater for lihe primlary geomemnbrarie. geotextile. geonet. and secondary
I I ueomemnbrane.

1 2 Because the I RRE is not located in an areai of seismic concern, as idenritied in Appendix VI of
13 4t) ('FR 264 and WVAC I 73-3t)3-28,'2(6)(a)( I), discussion and calculation ot potential seismic events MVe
14 not required.

I15 C.5.2.1.4 Stresses Resulting from Settlement, Subsidence, or Uplift

16 Uplift stresses from natural sources arc expected to have negligible impact onl thle liner. (iroundwatcr lies
1 7 approximately 62 mieters below the [[RE, average annual precipitation is only 16 centimeters. and thle
18S average unsaturated permecability of the soils near the basin bottoms is high. ranging from about
19 i.5 x 1 4 centimeters per second to about I centimeter per second (Chen-Northerri 1991 b). [herefore, not

20 hydrostatic uplift forces are expected to dev elop in the soil underneath the basins. In addition. thle soil
21 under the basins consists primarily of gravecl and sand. and contains few or no orgyanic constituents.
22 Theref'ore. uplift caused by gas production from organic degradation is not anticipated.

23 Based onl thle design of the soil-bentonite liner, no structural Uplift stresses arc presen~t withinl the ining
24 svsteni (('hen-Northern 1991 b).

25Regtional subsidence is not anticipated because neither petroleumil nor extractable economic minerals are
26 present in the strata underlying thle [[RI basins, nor is karst (erosive limestone) topography present.

27 Dike soils and soil/bentonitc layers wvere compacted thor-oughly and proof-rolled during construction.
28 Calculation of settlemient potential showed that combined settlement For thle foundation and soil'benltonite
29 layer is expected to be about 2.7 centimeters. Settlement impact onl thle liner and basin stability is
30 expected to be minimial (('hen-Northern 1991 b).

31 C.5.2.1.5 Internal and External Pressure Gradients

32 PIressure gradients across the liner system fromi groundwater are anticipated to be negligible. [he I [RF
33 is about 62 meters above thle seasonal high water table. which prevents buildup of water pressure below
34 the liner. The native gravel f1oundation materials of the [[RE are relatively permecable and free drainling.
35 The 2 percent slope of thle secondary liner prevents thle pooling of liquids onl top of the secondary linler.
36 F~inally. the fill rate of thle basins is slow enough (average 190 liters per minute) that (the load of tile iid(
37 waste onl the primary liner is gradually and evenly distributed.

38 To prevent the buildup of gas between the liners, each basin is equipped with 21 vents in thle primary
39 gyeomecnibrane located above the maximum water level that allow the reduction ol any excess gas
40 pressure. (Gas passing through these vents exit through a single pipe that penetrates thle anchor wall into a
41 carbon adsorption filter. This filter extracts nearly all of the organic compounds. ensuring that emissions
42 to the air from the basins are not toxic.

43 C.5.2.2 Liner System Location Relative to High-Water Table

44 The lowest point of each [[RE basin is the northwest corner of the sumip. where the typical subgradc
45 elevation is 1 75 meters above mnean sea level. Based onl data collected from thle groundwater monitoring
46 wvells at the I .R[ site. thle seasonal high-water table is located approximately 62 mieters or miore below
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I thie lowest point oftthe basins. This substantial thickness of unsaturated strata beneath the LLRF provides
2 ample protection to the liner fromn hydrostatic pressur-e because ol groundwater intrusion into the
3 soil/b)entonite layer. Further discussion of the unsaturated zone and site hydrogeology is provided in
4 Addendum D, Groundwater Monitoringt Plan.

5 C.5.2.3 Liner System Foundation
6 Foundation materials are primarily gravels and cobbles with some sand and silt. Trhe native soils onsite
7 are derived from unconsolidated Hlolocene sediments. These sediments are fluvial and glaciotluvial sands
8 and gravels deposited during the most recent glacial and postglacial event. Grain-size distributions and
9 shape analyses of the sediments indicate that deposition occurred in a high-energy environment (C'hen-

10( Northern 1990).

11 Analysis of tive soil borings from the ITRF site was conducted to characterize the natural foundation
12 materials and to determine the suitability of onsite soils for construction of the impoundment (likes and
13 determine optimal design factors. Well-graded gravel containing varying amnounts of'silt, sand, and
14 cobbles comprises the laver in which the basins were excavated. T]his gravel layer extends to depthis of
1 5 1 0 to I1 m eters below land surface (Chen-Northemn 1990). The basins are constructed directly on thle
16 subgrade. Excavated soils were screened to remove oversize cobbles (greater than 15 centimeters in the
1 7 largest dimension) and used to construct the dikes.

18 Settlement potential of the f'oundation material and soil/bentonite layer was found to be low. The
19 foundation is comprised of undisturbed native soils. The bottom of the basin excavation lies within thle
20 well-graded gravel layer. and is dense to vecry dense. Below the gravel Is a layer of dense to veiry dense
21 poorly graded and well-graded sand. Settlement was calculated for the gravel foundation soils and for the
22 soil/bentonite laver, under the condition of hydrostatic loading from 6.4 meters of luid depth. The
23 combined settlement for the soils and the soil/bentonite layer is estimated to be about 2.7 centimeters.
24 This amiount of settlemient is expected to have minimal imipact on overall liner or basin stability
25 (Chen-Northern 1991 b). Settlement calculations are provided in ('alculations for Liquid Eff1luent
26 lRetentjon Facility Pat1 B Per-mit Aplyication (HNF 1997).

27 The load bearing capacity of the floundation material. based on the soil analysis discussed previously. is
28 estimated at about 48,800 kilograms per square mecter [mnaximumi advisable presumptive bearing capacity
29 (H-ough 1969)]. Anticipated static and dynamnic loading from aI full basin is estimated to be less than
30 9,000 kilograms per square meter (Section (C.5.2.1.3), which provides an amnple factor of safiety.

31 When the basins are emipty. excess hydrostatic pressure in the fioundation materials under the liner systemi
32 theoretically could result in uplift and damage. H-owver, because the native soil forining the foundations
33 is unsaturated and relatively permeable, and because thle water table is located at a considerable depth
34 beneath the basins, any infiltration of surface water at the edge of the basin is expected to travel
35 predominantly downward and away from the basins, rather than collecting under the excavation itself.
36 No gas is expected in the foundation because gas-generating organic inaterials are not present.

37 Subsidence of' undisturbed fioundation materials is generally the result of fluid extraction (water or
38 petroleum), mining, or karst topography. Neither petroleum, mineral resources, nor karst are believed to
39 be present in the sediments overlying the Columbia River basalts. Potential groundwvater resources do
40 exist below the LERF. F'eti if these sedimients were to consolidate from fluid withdrawal. their depth
41 most likely would produce a broad, gently sloping area of subsidence that would not cause significant
42 strains in the LERF liner system. Consequently. the potential for subsidence related failures are expected
43 to be negligible.

44 Borings at the LuRF site, and extensive additional borings in thie 200 East Area, have not identitied any
45 signiticant quantities of soluble materials in thle 1 6undation soil or underlying sediments (Last et al. 1989).
46 Consequently, the potential for sinkholes is considered negligible.
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I C.5.2.4 Liner System Exposure Prevention

2 B~oth primary arid secondary geomemnbranies and thle floating cover are stabilized with carbon black to
3 prevent degradation from UV light. Furthermore, none of the liner layers experience long-terml exposure
4 to the elements. During construction, thin polyethylene sheeting was used to maintain optimum Moisture
5 content and provide protection from the wind for the soil/bentonite layer until the secondary
6 geornemnbrane was laid in place. The secondary geomiembrane was covered by the geonet and geotextile
7 as soon as quality control testing was complete. Once the geotextile layer was completed, drainage
8 material immediately was placed over the geotextile. The final (upper) geotextile layer was placed over
9 the drainage gravel and immediately covered by the bentonilte carpet liner. This was covered

10( immediately, in turn, by the primary high-density polyethylene liner.

I I Both high-density polyethylene liners, geotextile layers. and geonet are anchored permanently to a
12 concrete wall at the top of the basin berm. During construction, liners were held in place with many
1 3 sandbags onl both thle basin bottoms and side slopes to prevent wind from lifting and damaging the
1 4 materials. Calculations were performed to determine the amount of fluid needed in a basin to prevent
1 5 wind lift damage to the primiary geomnembrane. Approximately 1 5 to 20 centimeters of solution are kept
16 in each basin to minimize the potential for uplifting thie primary liner (HNF 1997).

1 7 The entire lining system is covered by a very low-denisity polyethylene floating cover that is bolted to the
1IS concrete anchor wall. The floating cover prevents evaporation anid intrusion fr-om dust, precipitation.
19 vegetation, animals, anid birds. A patented tensioning system is employed to prevent wind from lifling the
20 cover and automatically accommodate changes in liquid level in the basins. The cover tension
21 mechanism consists of a cable running from the flexible geosynthetic cover over a pulley onl thle tensionl
22 ,tower (located onl the concrete anchor wall) to a dead manl anchor. These anchors (blocks) simply hang
23 fromn the cables onl the exterior side of the tension towers. The anchor wall also provides for solid
24 attachment of the liner layers and the cover. using a 6.4-millimeter batten and neoprene gasket to bolt thle
25 layers to the concrete wall, effectively sealing the basin from the intrusion of light. precipitation. and
26 airborne dlust (Figure C. 16).

27 The floating cover, made of very low-denisity polyethylene with U.V light inhibitors, is not anticipated to
28 experience unacceptable degradation during the service life of the LERF. The very low-density
29 polyethylene material contains carbon black for UV light protection, anti-oxidants to prevent heat
30 degradation, and seaming enhancers to improve its ability to be welded. A typical ma nu factuLrer's limited
31 warranty for wveathering of very low-density polyethylene products is 20 years (Poly America, undated).
32 This provides a margin of safety for thle anticipated mnediumn-term use of the LERF for aqueous waste
33 storage.

34 Thie upper 3.4 to 4.6 meters of the sidewall liner also could experience stresses in response to temperature
35 changes. Accommodation of thermial influences for the LERF geosynthetic layers is affected by inclusion
36 of sufficient slack as the liners were installed. Calculations demonstrate that approximately
37 67 centimeters of slack is required in the long basin bottom dimension, 46 centimeters across thle basin.
38S and 34 centimeters fromn the bottom of the basin to the top of thle basin wall (HNF 1997).

39 '[hermal stresses also are experienced by the floating cover. As with the geomembranes, sufficient slack
40 was included in the design to accommodate thermal contraction anid expansion.

41 C.5.2.4.1 Liner Repairs During Operations

42 Should repair of a basin liner be required while thle basin is in operation, the basin contents will be
43 transferred to thle 200 Area EF or another available basin. After the liner around the leaking section is
44 cleaned, repairs to the geomnembrane will be made by the application ofta piece of high-density
45 polyethylene sheeting, sufficient inl Size to extend approximately 8 to 1 5 centimeters beyond the damaged
46 area, or as recommended by the vendor. A round or oval patch will be installed using the same type of'
47 equipment and criteria used for thle initial field installations.
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I C.5.2.4.2 Control of Air Emissions
2 The floating covers limnit evaporation of aqueous waste and releases of volatile organic compounds into
3 the atmosphere. To accommodate volumietric changes in the air between the fluid in the basin and the
4 cover, and to avoid problems related to 'seal ig the basins too tightly, each basin is equipped with a
5 carbon tilter breather vent system. Any air escaping from thle basins must pass through this vent.
6 consisting of a pipe that penetrates the anchor wall and extends into a carbon adsorption filter unit.

7 C.5.2.5 Liner Coverage
S The liner system covers the entire ground surface that underlies the retention basins. The primlary liner
9 extends uIP thle side slopes to a concrete anchor wall at thle top of the dike encircling the entire basin

10 (Fig-ure C. 16).

11 C.5.3 Prevention of Overtopping
1 2 Overtopping Prevention is accomplished through administrative controls and liquid-level instrumentation
1 3 installed in each basin. The instrumentation includes local liquid-level indication as well as renmote
1 4 indication at the LTF. Before anl aqueous waste is transferred into a basin, administrative controls are
1 5 implemented to ensure overtopping will not occur during the transfer. '[he volume of fleed to be
1 6 transferred is compared to thle available voIle in the receiving basin. T[he transf'er is not initiated unless
1 7 there is sufficient volume available in the receiving basin or a cut-off level is established. The transtier
1 8 into the basin would be stopped WhenI this cu~t-off level is reached.

I ( In the event of a 100-year. 24-hour storml event. precipitation would accumulate onl the basin covers.
20 Through thle self-tensioning design of the basin covers and maintenance of adequate fireeboard, all
21 accumulated precipitation would be contained onl the covers and none would flow over thle dikes or
22 anchor walls. T[he 1 00-year. 24-hour stormn is expected to deliver 5.3 centimeters ot'rain or approximately
23 61 centimeters of'snow. Cover specifications include the requirement that the covers be able to withstand
24 the load from this amount of precipitation. B~ecause the cover floats onl thle surface of the fluid in thle
25 basin., the fluid itself provides the primary support for thle weight of the accumulated precipitation.
26 Through the cover self-ten~sioning mechanism, there is amiple 'give' to accommodate thle overlying load
27 without overstressing the anchor and attachment points.

28 Rainwater and snow evaporate readily fromn the cover, particularly in the anid Haniford Facility climate.
29 where evaporation rates exceed precipitation rates for most months of the year. T'he black color oftilhe
30 cover further enhances evaporation. Thus, the floating cover prevents the intrusion ot precipitation into
3 1 the basin and provides for evaporation of accumnulated rain or snow.

32 C.5.3.1 Freeboard

33 Under current operating conditions. 0.61 mieter of freeboard is maintained at each L.ERF basin, which
34 corresponds to an operating level of 6.8 mleters. or 29.5 million liters.

35 C.5.3.2 Immediate Flow Shutoff
36 The mechanism for transferring aqueous waste is either through pump transfers with on/off'switches or
37 through gravity transfers with isolation valves. These methods provide positive ability to shut off
38 transfers inmediately in the event of overtopping. Overtopping a basin during a transfer is very unlikely
39 because the low flow rate into the basin provides long response times. At a flow rate of 284 liters per
40 minute, approximately I I days would be required to fill a LERF basin from the 6.8-mieter operating level
41 (i.e., 0.61 meter of freeboard) to maximumn capacity of 34 million liters (i.e.. the 7.4-mneter level).

42 C.5.3.3 Outflow Destination
43 Aqueous waste in the [[RF is transferred routinely to 200 Area ['TF for treatment. H-owever, should it
44 be necessary to immediately empty a basin, the aqueous waste either would be transferred to thle 200 Area
45 ['[F for treatment or transferred to another basin (or basins), whichever is faster. If necessary a
46 temporary pumping system may be installed to increase the transfer r-ate.
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I C.5.4 Structural Integrity of Dikes

2 The structural integrity of the dikes wvas certified attesting to the structural integrity of the dikes, signed
3 by a qualified, registered professional engineer.

4 C.5.4.1 Dike Design, Construction, and Maintenance

5 The dikes of the LERF are constructed of onsite native soils, generally consisting of cobbles and gravels.
6 Well-graded mixtures were specified, with cobbles up to 1 5 centimeters in the largest dimension, but not
7 constituting more than 20 percent of the volumneof the fill. Thie dikes are designed with a 3:1 (3 units
8 horizontal to I unit vertical) slope onl the basin side, and 2.25:1 on tile exterior side. The dikes are
9 approximately 8.2 meters high from the bottom of the basin, and 3 meters above grade.

10 Calculations were perform-ed to verify thle structural integrity of thle dikes (lINE 1997). The calculations
I I demonstrate that thle structural strength of the dikes is such that, without dependence on any lining
12 system, the sides of the basins canl withstand the pressure exerted by thle maximum allowable quantity of
13 fluidin thle impoundment. Thie dikes have a factor of satety greater than 2.5 against failure by sliding.

14 C.5.4.2 Dike Stability and Protection

15 In the following paragraphs, various aspects ot stability for the [.ERF dikes and the concrete anchor wall

1 6 are presented, including slope failure, hydrostatic pressure, and protection from the environment.

1 7 Failure in Dike/Impoundmient Cut Slopes. A slope stability analysis was performed to determine the
18S factor of'safety against slope thilure. Thle computer program rPCSTABL5' from Purdue UnJiiversity. using
19 thle modified Janbu Method, was employed to evaluate slope stability under both static and seismic
20 loading cases. One hundred surfaces per run were generated and analyzed. Thie assumptions used were
21 as follows WChen-Northern 1991 b):

22 - Weight of gravel: 2.160 kilograms per cubic meter
23 - Maximumn dry density of gravel: 2,315 kilograms per cubic meter
24 - Mohir-Coulomb shear strength angle for gravel: minimum 33 degrees
25 - Weight of soil/bentonite: 1.600 kilograms per cubic meter
26 - Mohr-Coulomb shear strength angle for soil/'bentonite: mlinimnum 30 degrees
27 - Slope: 3 horizontal: I vertical
28 - No fluid in impoundment (worst case for stability)
29 - Soils at in-place moisture (not saturated conditions)

30 Results of the static stability analysis showed that the dike slopes were stable with a minimum flactor of'
31 safety of 1.77 (Chen-Northern 1991 b).

32 The standard horizontal acceleration required in the Iiantbrd Plant Standards. "Standard Architectural-
33 Civil Design Criteria. Design Loads for Facilities" (DOE-RL 1988), for structures on the Hanford Site is
34 0. 12 g. Adequate factors of safety for cut slopes in units of this type generally are considered 1.5 for
35 static conditions and 1. 1 for dynamic stability (Golder 1989). Results of the stability analysis showed that
36 the LERF basin slopes were stable under horizontal accelerations of 0. 10 and 0. 15 g, with minimum
37 factors of* safety of 1 .32 and 1. 1 7. respectively (Chen-Northemi 1 991 b). Printouts from the PCSTABL5
38 program are provided in Cadculatios for- Liquid Efhuent Retentioun Faciliti' J)a1 l B Permit Application
39 (HNF 1997).

40 Hydrostatic Pressure. Failure of the dikes (Inc to buildup of hydrostatic pressure. caused by failure of
41 thle leachate system or liners, is very unlikely. Thie liner system is constructed with two essentially
42 impermeable layers consisting of'a synthetic layer overlying a soil layer with low-hydraulic conductivity.
43 It would require a catastrophic failure of both liners to cause hydrostatic pressures that could endanger
44 dike integrity. Routine inspections of thle leachate detection system, indicating quantities of leachate
45 removed from the basins, provide an early warning of leakage or operational problems that could lead to
46 excessi ve hydrostatic pressure. A significant precipitation event (e.g., a 1 00-year. 24-hour storm) will not
47 create a hydrostatic problem because the interior sidewalls of the basins are covered completely by the
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I liners. Th1e covers cani accommniodate t IIS% 0 Luitte o0 preCi pi til l i I Wi l oo t Onppint ItIl (IIke
2 (Sectloll C. 5.3 ). and tile coarse natuLre of the dlike and fouindat ion materialIs on thc exterior wallIs pro\ Ides
3 fo6r rapid drainage of precipitation away froml tile basins.

4 Protection fromn Root Systems. Risk to structural integrity of'the dikes because of' penetrating root
Ysvstems is minimal. Fxca~ationi and construction remioved all vegetation onl and around the

6 HIipoundments. and native plalitS (Such ats sagebrush) g~row\ x cry slowly. The lrgec g~rain site of the
'7 cobbles and gravel used as dike construction material do not prov ide anl advantageous germnation

8 medium~l for nativc plants. Should plants with extending roots becomec ap)parent onl te (ike walls, th
9) plants will be controlled with appropriate herbicide application.

10( Protection from Burrowing Mammnals. [he cobble size materials that make up the dike constructionl
I I material and thle exposed nature of the (like sidewalls do not oltcr an adx a1Ilageous', habiat for burrowing
12 miammnals. Lack of'veizetat ion onl the LF;RF site discourages fo6raging. The risk to structural integrity of
13 the (likes from burrowing mammnals is therefore minimial. Periodic visual inspections of thle dikes prov'ilc
1 4 obser\ at ions of any animials present. Should burrowing mammnals be noted] onsite. a ppt'olriatie pest
I 5 control methods Such as trapping or application o frodentic ides wvill he employed.

16 Protective ('over. Approximiately 7.6 centimeters of crushied giravel serve as the cover of the exterior
I 7 (like walls. Tlhiis coarse material is inherently resistant to thle effe~ct of wind because of its large grain size.
I S Total annual prIecipitaition is low ( 16 centimeters) and a significant stormi event (e.g.. at I (10-year. 24-h1our
19( storm) could result in about 5.31 centimeters of p~recipitation in a 24-hour period. The absorbent calpacity
20) of the soil exceeds this precipitation rate, thercf'ore. the Inmpact of ~vind and precipitation run1-on1 to thle
21 exterior dike walls will be minimal.

22 C.5.5 Piping Systems
23- '\qUeOuS Xx a~te f'romt thle 242-A Fvaporator Is transterredl to thle ITF Using a pumlp located in thle
24 242-A \ aporator and approximately I .500) meters of'pipe. consist ing. of a 3-1ich ca trier pipe vi thinl a
25 6-inch outer containment pipeline. FlowN through thle pumlp is Controlledl through a \ al\ c at flow i'ates
26 f'ront 15(0 to 300 liters per mintute. T[he pipeline exits the 242-A Evaporator below grade and remains
27 below grade at a minimium I1.2 mecter depth f'or f'reeze protection, until the pipeline emierges at thle LE'Ri.
28 catch basin, at the corner of Lach basin. All pip~ing at the catch basin that is less than 1 .2 meters belowv
29 grade is wrapped with electric hecat tracing tape and insulated for protection from freezing.

30 The transfer line from the 242-A Evaporator is centrifugally cast, fiberglass-reil'orced epoxy thermoset
31 resin pressure pipe f'abricated to meet the requirements of ASMEF D2997 (ASME 1984). The 3-ineb
32 carrier piping is centered and supported within 6-inch containment pipinlg. Pipe Supports are fabricated (if
33 the same material as thle pipe. and meet thle strength requirements of'ANSI 1331.3 (ANSI 1987) for dead
34 w\eight. thermal, and seismaic loads.A catch basin is provided at thle northwest corner of each basin where
35 piping extends f'rom the basin to allow for basini-to-basin and basin-to-20(l Area E'1'F liquid transfers.
36 I)rawing 1-2-88766, Sheets I through 4. provide schematic diagrams of the piping system at IIRE:.
37 l)rawing 1-2-79604 provides details of the piping from the 242-A Evaporator to LIM .

38S C.5.5.1 Secondary Containment System for Piping
39) The 0-inch containment piping enicases the 3-inch carrier pipe from the 242-A Evaporator to thle I.IRE:.
40 All of the piping and fittings that are not directly over a catch basin or a basin liner are of this pipe-
41 within-a-pipe construction . A catch basiun is provided at thle northwest corner of'each basin where thle
42 Inlet pipes. leachate risers, and transf'er pipe risers emerge fromt thle basin. The catch basin consists of a
43 20-cenitimecter-thick concrete pad at the top of the dike. The perimeter ofithe catch basinl has a
44 20-centimieter-high curb, and the concrete Is coated with at chemical resistant epoxy sealant. ']'lie concrete
4 5 pad is sloped so that any leaks or spill s f'rom thle piping or pipe connections \vill drain into thle basin. The
46 catch basin proxvides an access point for inspecting, servicing, and operating v arious systemIs Such aIs
47 transt'er valving. leachate level instrumentation and leachate pumip. D~rawing 11-2-79593 provides a
48 schematic diagram of'thec catch basins.
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I C.5.5.2 Leak Detection System

2 Single-point electronic leak detection clements are installed along the transficr linec at 30-menter interx als
I The leak detection elements are located in thle bottom ot specially designed test risers. Each sensor
4 elemntn employs it conductivity sensor, which is connected to a cable leading back to the 242-A

S Evaporator control room. Ifia leak develops in thle carnier pipe, fluid will travel down thle exterior SLurfiicc
6 of the carrier pipe or the interior of the containment pipe. As mioisture conltacts a sensor unii.a generalI
7 alarm sounds in the 242-A Fvaporator and 200 Area Fl-I control rooms, and the zonec of the Senlsor unit
8 causing the general alarmi can be detennined using the 242-
9 A Evaporator leak detection monitoring panel. ()poll verification of a leak. the pump located in thle 242-

10 A Fvaporator is shut dlown, stop~ping thle flow of aqueous waste through the transfler line. A low-volumec
I I air purge of the annulus between thle carrier pipe and the containment pipe is provided to preent
12 condensation huilduip and minimize false alarms by the leak detection elemntns.

13 [he catch basins have conductiv ity leak detectors that alarmi in the 242-A EvXaporator and 200 Area lIT
14 control rooms. Leaks Into the catch basins (drain back to the basin through a1 5. 1 -cenitmiieter drainl onl the
I '; floor of the catch basin.

16 C.5.5.3 Certification

1 7 AlthouLgh anl Integrity assessment is not required for piping a,,ssociate With Surface imipoundmeints. anI
S assessment of the transfer linecr was perf'ormed, Including a hiydrostatic leak/pressure test at

I () 10.5 kilograms petr square centimeter gau.ge. A\ statement by an independent. qualified, registered
2(0 prokessionaI enlgineer attesting to the Integrity of the piping sy'steml IS included in hIcwitv -1.Nxxcxwn
21 Rcporti the -" 42-:A E-vaporator LJ&RF ffl~iNt 1.anf.4r Ilipiin, Pro/c! W105 (Wi' I1993). along) with
22 thle results of the leakl/pressure test.

23C.5.6 Double Liner and Leak Detection, Collection, and Removal System

24 IThe double-liner sN'stcrn for I IRI is, di'scussed InI Section C.5.2. '[hIe leachate detect ion, collection, aInd
25 removal system ( Figure (C.18 and F-igure (C.19) was desigzned and constructed to remove leachate that
26 might permeate the primrnay liner. System components for each basin include:

27 - 30.5-centimieter layer of drainage gravel below the primary liner at the bottom of the basin

2S * (1eonet below% the primary liner onl the sidewalls to dlirect leachate to the gravel layer

29 * 3.0-mieter by 1 .8-meter by 0.30-mneter-deep leachate colletion sumlp consisting of a 25 millimeter
30 high-density polyethylene flat stock. geotextile to trap large particles in the leachate. and
31 1 .5-millimetecr high-density polyethylene rub sheet set onl thle secondar y liner

32 * 1 0-ich and 4-inch perforated leachate high-density polyethylene riser pipes from the leachate
33 collection sunip to thle catch basin northwest of the basinl

34 * I eachate collection sumip level instrumentation installed in thle 4-inch riser

35 -; - Level sensors. submersible leachate pump.ip and 1 .5-inich fiberglass-reinf'Orced epoxy thermoset resin
36 pressure piping installed in the 10-inch riser

37 * Piping at the catch basin to route the leachate through 1 .5-inch high-density polyethylene pipe back to
38 the basinls

39 The bottom of'the basins has a two percent slope to allo\\ gravity flow of leachate to the leachate
40 collection sump. [his exceeds thle mnumof I percent slope required by WAC I 73-303-050(j) for1 nlew%
41 suirface impoundments. Material specifications for the leachate collection system are givenl ii1

42 Section C.5.2. 1.1.

43 ( 'alculat ions demonstrate that fluid fromn a small hole (2 millimeter) ( [PA 1989. p. 1 221 at thle fui hst
44 end of the basin, under a lox\ head situation. would trav el to thle sunip in less than 24 hours ([IN1 1 997).
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I Additional calculations indicate thle capacity of the pumip to remove leachate is sufficient to allow time to
2 readily identify a leak and activate emergency procedures (tINE 1997).

3 Automated controls maintain the fluid level in each leachate sump below 33 centimeters to prevent
4 significant liquid backup into thle drainage layer. The leachate pump is activated when the liquid level in
5 the sumnp reaches about 28 centimeters, and is shut off when the sump liquid level reaches about
6 1 8 centimeters. This operation prevents the leachate pump from.ti cycling with no fluid, which could
7 damage the pumip. Liquid level control is accomplished with conductivity probes that trigger relays
8 selected specifically flor application to submersible pumps and leachate fluids. A flow meter/totalizer onl
9 the leachate return pipe measures fluid volumes pumped and pumnping rate from the leachate collection

I1) sumnps. and indicates volume and flow rate onl local readouts. Other instrumnentation provided is real-time
11I continuous level monitoring with readout at thle catch basin and the 242-A Evaporator control room. A
1 2 sampling port is provided inl the leachate piping system at the catch basin. Leak detection is provided
13 through inspections of the leachate flow totalizer readings. For more informnation onl inspections, refer to
14 Addendum 1.

1 5 '[hle stainless steel Icachate punip is designed to deliver I110 liters per miinute. Thie leachate pumip returns
16 draw liquid fr-om thle sumip via 1 .5-inch pipe and discharges into the basin through 1.5-inch high-density
1 7 polyethylene pipe.

18 C.5.7 Construction Quality Assurance
19 The construction quality assurance plan and complete report of construction quality assurance Inspection
20 and testing resul~ts arc provided inl 242-A Eval)pirator- hiterim Releinion Basin Constct ion Qualit 'v
21 I AssitrtnLL' Planm (KEI 1 1991 ). A general description of construction quality assurance procedures is
22 outlined in thle following paragraphs.

23 F~or excavation of the basins and construction of the dikes, regular inspections were conducted to ensure
24 compliance with procedures and drawings, and compaction tests were performed onl the dike soils.

25 For the soil!bentonite layer, test fills were first conducted in accordance with EP)A guidance to
26 demonstrate compaction procedures and to confirmn compaction and permeability requirements canl be
27 met. '[he ratio of bentonite to soil and moisture content was mionitored, lifts (lid not exceed
28 1 5 centimeters before compaction, and specific compaction procedures were f'ollowed. Laboratory and
29 field tests of soil properties wer'e performed for each lift and for thle completed test fill. The same suite of'
30 tests was conducted for each lift during thle laying of the soil/bentonite admixture in thle basins.

3 1 (jeotextiles and geornemrbranes were laid in accordance with detailed procedures and quality assurance
32 programis provided by the mla nu fact urers; and installers. These included destructive and nondestructive
33 tests onl the geonienibrane seams, and documentation of field test results and repairs.

34 C.5.8 Proposed Action Leakage Rate and Response Action Plan

35 Ani action leakage rate limit is established where action must be taken due to excessive leakage fromn the
36 primary liner. '[he action leak rate is based onl the maximum design flow rate the leak detection systemi
37 canl remove without thle fluid head onl the bottom liner exceeding 30 centimeters. '[hle limiting factor in
38 the leachate removal rate is the hydraulic conductivity of the drainage gravel. Ani action leakage rate
39 (also called [ie rapid or large leak rate) of 20,000 liters per hiectare per day was calculated for each basinl
40 (WIIC 1992b).

41 When it is deterined that thle action leakage rate has been exceeded, the response action plan will follow
42 the actions in WA(' 173-303-05(11 )(b) and (c). which includes notification of Ecology inl writing
43 within 7 days, assessing possible causes of the leak. and determininig whether waste receipt should be
44 curtailed and/or thle basin emp~tied.

45 C.5.9 Dike Structural Integrity Engineering Certification
46 The structural integrity of the dikes was certified attesting to the structural integrity of the dikes. signed
47 by a qualified, registered professional engtineer.
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I C.5.10 Management of Ignitable, Reactive, or Incompatible Wastes
2Although ignitable or- reactive aqueous waste might he received in small quantities at LERF. such

3 aqueous waste is mixed with dilute solutions in the basins, removing the ignitable or reactive
4 characteristics. For compatibility requirements with thle I ERF liner, refer to Addendum B, Waste
5 Analysis Plan.

6 C.6 AIR EMISSIONS CONTROL

7 This section addresses the 200 Area ETF- requirements of Air Emission Standards for Process Vents,
8 under 40 ('R 264, Subpart AA (WAC 1 73-303-690 incorporated by reference) and Subpart CC. The
9 requirements of 40 CFR 264, Subpart BB (WKAC 173-303-691 ) is not applicable because aqueous waste

10 with 10 percent or greater organic concentration would not be acceptable for- processing at thle EI.

I I C.6.1 Applicability of Subpart AA Standards

1 2 'The 200 Ar'ea FT F evaporator and thin filmn dryer perfonn operations that specifically require evaluation
1 3 for applicability of WAC 1 73-303-690. Aqueous waste in these units routinely contains greater than 10
14 parts per million concentrations of organic compounds and are, therefore, subject to air emission
IS requirements under WAC 173-303-690. Organic emnissions from all affected process vents on the
16 Hanford Facility must be less than 1 .4 kilograms per hour and 2.8 mnega gramns per year, or control
1 7 devices must be installed to reduce organic emissions by 95 percent.

18 '[he vessel off gas systemn provides a process vent system. This systemn provides a slight vacuum onl thic
19 200 Area ETE process vessels and tanks (refer to Section C.2.5.2). Two vessel vent header pipes
20 combine and enter the vessel off gas system filter unit consisting of a demnister, electric heater. prefilter,
21 high-efficiency particulate air filters, activated carbon absorber, and two exhaust fanls (one fanl in service
22 while the other is backup). Thle vessel off gas system filter unit is located in the high-efficiency
23 particulate air filter roomn west of the process area. Thie vessel off gas system exhaust discharges into thle
24 larger building ventilation system, wvith the exhaust fIans and stack located outside and immediately west
25 of the ETlF. The exhaust stack discharge point is 15.5 meters above ground level.

26 The annual average flow rate for the 200 Area ETF stack (which is the combined vessel off gas and
27 building exhaust flow rates) is 1600 cubic meters per minute with a total annual flow of approximately
28 8.4 [±08 cubic meters. During waste processing, the airflow through just the vessel off gas system is
29 about 23 standard cubic meters per minute.

30 Organic emissions occur during waste processing. which occurs less than 3 10 days each year
31 (i.e., 85 percent operating efficiency). This operating efficiency represents the maximum annual
312 operating time for the ETF. as shutdowns are required during tile year for planned maintenance outages
33 and for reconfiguring the 200 Area EVE to accommodate different aqueous waste.

34 C.6.2 Process Vents - Demonstrating Compliance
35 This section outlines hlow the 200 Area ETF complies with the requirements and includes a discussion of
36 the basis for meeting the organic emnissions limits, calculations demnonstrating compliance, and conditions
37 for reevaluation.

38 C.6.2.1 Basis for Meeting Limits/Reductions

39 The 242-A Evaporator and the 200 Area ETF are currently the only operating TSD units that contribute to
40 the Hanford Facility volatile organic emissions under 40 ('FR 204. Subpart AA. The combined release
41 rate is currently well below the threshold of' 1.4 kilograms per hour or 2,800 kilograms per year of volatile
42 organic compounds. As a result, the 200 Area ETF meets these standards without the use of air pollution
43 control devices.

44 The amnount of organic emissions could change as waste streams are changed, or 151) units arc brought
45 online or are deactivated. The organic air emissions summation wvill be re-evaluated periodically as
46 condition wvarrants. Operations of the 'lSI units operating under 40i CUR 264, Subpart AA, will be
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I controlled to maintain Hantford Facility emissions below thle threshold limits or pollution control device(s)

2 will be added, as necessarN,, to achieve the reduction standards specified under 40) CUR 264. Subpart AA.

3 C.6.2.2 Demonstrating Compliance

4 Calculations to detennmine organic emlissions are performed using the followingassumiptions:

5 - Maximum flow rate from LERI to 200 Area LE is 568 liters per minute.

6 - Emissions oflorganics from tanks and vessels upstreamn of the UV/OX process are determined fromn
7 flow and transfer rates given in Cleui Air AL! Requirements, IVI 1 73-4041 As-/mill i)ocnmentation,
8 Pro fect ('-018H1. 242-A L'vaporw'ior/,PU REX Planit Process Condensate r'atnent Faditt'
9 (Adtechs 1995).

10 * U-V/OX reaction rate constants and residence times are used to determine the amount of organics.
I1I which are destroyed in the LJV/OX process. Tfhese constants are given in 200 An'ea llent
2 Treatment kawilitt' Ddixting Petition (DOE'RL 1992).

13 * All organic compounds that are not destroyed in the UJV'OX process are assumed to he emitted fromi
14 the tanks and vessels into the vessel off gas system.

1I * No credit for removal of organic comnpounds in the vessel off' gas systemn carbon absorber unit is
16 taken. The activated carbon absorbers are used if required to reduce organic emissions.

1 7 The calculation to deteniiine organic emissions consists of the following steps:

1 8 1 . IDetcrmine the quantity of organics emitted fromn the tanks or vessels upstream of the UV,'OX process.
1 9 using transfer rate values

20 2. D~etermine the concentration oforganics in thle waste after the U.V/OX process using UV 'OX reaction
21 rates and residence times. If the 200 Area ETF is configured such that the UV/OX process is not
22 used, a residence timie of zero is used in the calculations (i.e.. none of the organics are destroyed)

23 3. Assuming all the remaining organics arc emnitted, determine the rate which the organics are emitted
24 using the feed flow rate and thle concentrations of organics after the UV'IOX process

25 4. Thie amount of organics emitted from thle vessel off gas system is the sumn of the amount
26 calculated in steps I and 3.

27 [he organic emission rates and quantity of organics emitted during processing are determined using these
28 calculations and are included in the Hanford Facility Operating Record. LLRF and 200 Area ETF file.

29 C.6.2.3 Reevaluating Compliance with Subpart AA Standards

30 (Calculations to determine compliance with Subpart AA will be reviewed when any of thle following
31 conditions occur at the 200 Area ETF:

32 * Changes in the maximium feed rate to the 200 Area ETF (i.e., greater than the 568 liters per mninute
33 flow rate)

34 . Changes in the configuration or operation of the 200 Area ETI'that would miodify thle assumnptlonls
3 5 given in Section C'.6.2.2 (e.g.. taking credit for the carbon absorbers as a control device)

36 - Annual operating time exceeds 3 10 days.

37 C.6.3 Applicability of Subpart CC Standards

38 'fhe air emission standards of 40 ('11R-264. Subpart CC' apply to tank, Surface impoundment, and
39 container storage units that manage wastes with average volatile organic concentrations equal to or
40 exceeding 500 parts per million by weight. based on thle hazardous waste composition at thle point of'
41 origination (61 FR 59972). However. [SI) units that are used solely for management ofixed waste are
42 exempt. Mixed waste is managed at the LFRE and 200 Area LIE and dangerous waste could be treated
43 and stored at theseISI) units.
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I TSD owner/operators are not required to determine the concentration of volatile organic compounds in a
2 hazardous waste if the wastes are placed in waste management units that employ air emission controls
3 that comply with the Subpart CC standards. Therefore, the approach to Subpart CC compliance at the
4 LERF and 200 Area ETF is to demonstrate that the LERF and 200 Area FTF meet the Subpart CC control
5 standards (40 CU-R 264.1084 - 40 CURI 264.1086).

6 C.6.3.1 Demonstrating Compliance with Subpart CC for Tanks

7 Since thle 200 Area EF tanks already have process vents regulated under 4t) CFIR 264. Subpart AA
8 (WAC 173-303-690), they are exempt from Subpart CC [40 CUR 204.1080(b)(8)].

9 C.6.3.2 Demonstrating Compliance with Subpart CC for Containers

10( Container Level I and Level 2 standards are met at the 200 Area EFTP by managing all dangerous and/or
I1I mixed wastes in U.S. Department of Transportation containers [40 CFR 264.1086(f)]. Level I containers
1 2 are those that store more than 0. 1 cubic mneters and less than or equal to 0.46 cubic mneters. Level 2
1 3 containers are used to store more than 0.46 cubic mecters of waste. which are in 'light material service'.
1 4 Light material service is defined w~here a waste in the container has one or more organic constituents
15 with a vapor pressure greater than 0.3 kilopascals at 20 C. and thle total concentration of such
1 6 constituents is greater than or equal to 20 percent by weight.

1 7 The monitoring requirements for Level I and Level 2 containers include a visual inspection when thle
1 8 container is received at the 200 Area EF and when thle waste is initially placed in the container.
1 9 Additionally, at least once every 12 months when stored onsite tor I year or more, these containers must
20 be inspected.

2 If comnpliant containr aentued at the 200 Area FTP, alternate container management practices are
22 used that comply with the Level I standards. Specifically, the Level I standards allow for a "container
23 equipped with a cover and closure devices that formn a continuous barrier over the container openings such
24 that when the cover and closure devices are secured in the closed position there are not v'isible holes, gaps,
25 or other open spaces into the interior of the container. The cover may be a separate cover installed onl thle
26 container ... or may be an integral part of the container structural design..." [40 CFR 264.1086(c)(1 )(ii)].
27 An organic-vapor-suppressing barrier. such as foam. may also be used [40 CUR 264.1086(c)(l )(iii)].
28 Section C.3 provides detail onl container management practices at the 200 Area ETF.

29 Container Level 3 standards apply when a container is used for the "treatment of a hazardous waste by a
30 waste stabilization process" [40 CFR 264.1086(2)]. Because treatment in containers using the
3 1 stabilization process is not provided at the 200 Area EFP these standards do not apply.

32 C.6.3.3 Demonstrating Compliance with Subpart CC for Surface Impoundments

33 The Subpart CC emission standards are met at LERF using a floating memnbrane cover that is constructed
34 of very-low -density polyethylene that formns a continuous barrier over the entire surface area
35 [40 CUR 264.1085(c)]. This membrane has both organic permeability properties equivalent to a high-
36 density polyethylene cover and chemnical/physical properties that maintain the material integrity for thle
37 intended service life of the material. The additional requirements for the floating cover at the LIRE have
38 been met (Section C.5.2.4).

39 C.7 ENGINEERING DRAWINGS

40 C.7.1 Liquid Effluent Retention Facility

41 Drawings of the containment systems at the LERE are summarized in Table C. 1. Because the failure of
42 these containment systems at LFRF could lead to the release of dangerous waste into the environment.
43 modifications that affect these containment systems will be submitted to the Washington State
44 Department of Ecology, as a C'lass I. 2. or 3 Permit modification, as required by WAC 1 73-303-830.
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I Table CA1. Liquid Effluent Retention Facility Containment System

LERF System Drawing Number Drawing Title

Bottom Liner H-2-79590, Sheet 1 Civil Plan, Sections and Details; Cell Basin Bottom Liner
ITop Liner H-2-79591, Sheet 1 Civil Plan, Sections and Details; Cell Basin Bottom Liner
Catch Basin H-2-79593, Sheet. 1 Civil Plan, Section and Details; Catch Basin

2 The drawings identified in Table C.2 illustrate the piping and instrumentation configuration within LFRF,
3 and of thle transfer piping systems between the LERE and the 242-A Evaporator. These drawings are
4 provided for general information and to demronstrate the adequacy of the design of the LERF as a surface
5 impoundment.

6 Table C.2. Liquid Effluent Retention Facility Piping and Instrumentation

LERF System Drawing Number Drawing Title
Transfer Piping to 242-A Evaporator H-2-79604, Sheet 1 Piping Plot and Key Plans; 242-A Evaporator

Condensate Stream
LERF Piping and Instrumentation H-2-88766, Sheet 1 P&ID; LERF Basin and ETF Influent

H-2-88766, Sheet 2 P&ID; LERF Basin and ETF Influent
H-2-88766, Sheet 3 P&ID; LERF Basin and ETF Influent

__________________________H-2-88766, Sheet 4 P&ID; LERF Basin and ETF Influent
Legend H-2-89351, Sheet 1 Piping & Instrumentation Diagram - Legend

7 C.7.2 200 Area Effluent Treatment Facility

8 Drawings of the secondary containment systems for the 200 Area ETF containers. and tanks and process
9 units. and fo(r thle Load-In Tanks are summarized in Table C.3. B~ecause thle failure of the seconidary

10 containment systems could lead to thle release of dangerous waste into the environmient, modihiatilonls.
I I which affect the secondary containment systemns, will be submitted to thle Washington State D~epartment
12 of Ecology, as a Class 1, 2, or 3 Plermit modification, as required by WAU 1 73-303-830.

13 Table C.3. Effluent Treatment Facility and Load-In Station Secondary Containment
14 Systems

200 Area ETIF Process Unit Drawing Number Drawing Title
Surge tank, Process/ Container H-2-89063, Sheet 1 Architectural/structural - Foundation and Grade Beam
Storage Areas and Plan
Trenches - Foundation and
Containment
Sump Tank Containment H-2-89065, Sheet 1 Arch itectu ral/st ructu ral - Foundation, Sections and

Detail
Verification Tank Foundation H-2-89068, Sheet 1 Architectural/structural - Verification Tank Foundation
and Containment
Load-In Facility Foundation and H-2-817970, Sheet 1 Structural - ETF Truck Load-in Facility Plans and Sections
Containment
Load-in Facility Foundation and H-2-817970, Sheet 2 Structural - ETF Truck Load-in Facility Sections and
Containment Details

15 The rawinis identified in Table CA provide anl illustration of the piping and instrumientatio
16 configuration for the major process units and tanks at thle ETF. and thle Load-In Tanks. Drawings of the
17 transfer piping systems between thle LERE and200 Area ETF. and between the Load-In Station and thle
1 8 200 Area ETE also are presented in this table. These drawings are provided for general information and
19 to demionstrate thle adequacy of the design of tile tank systemns.

20 Table C.4. Major Process Units and Tanks at the Effluent Treatment Facility and Load-in
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I Station

Load-In Facility H-2-817974, Sheet 1 P&ID - ETF Truck Load-In Facility

Load-In Facility H-2-817974, Sheet 2 P&D - ETF Truck Load-in Facility

Surge Tank H-2-89337, Sheet 1 P&ID - Surge Tank System

UV/Oxidation H-2-88976, Sheet 1 P&ID - UV Oxidizer Part 1

UV/Oxidation H-2-89342, Sheet 1 P&lD - UIV Oxidizer Part 2

Reverse Osmosis H-2-88980, Sheet 1 P&ID - 1st RO Stage

Reverse Osmosis H-2-88982, Sheet 1 P&lD - 2nd RO Stage

IX/Polishers H-2-88983, Sheet 1 P&lD - Polisher

Verification Tanks H-2-88985, Sheet 1 P&ID - Verification Tank System

ETF Evaporator H-2-89335, Sheet 1 P&ID - Evaporator

Thin Film Dryer H-2-88989, Sheet 1 P&ID - Thin Film Dryer

Transfer Piping from LERF to ETF H-2-88768, Sheet 1 Piping Plan/Profile 4"- 6OM-002-M 17 and
3"-60M-001-M17

Transfer Piping from Load-in Facility to H-2-817969, Sheet 1 Civil - ETF Truck Load-In Facility Site Plan
ETF
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I Table C.5. 200 Area Effluent Treatment Facility Tank Systems Information

Load-in tank 304S55 34,200 3.6 4.7 0.64 Type 304 SS
59A-TK- 109
Load-in tank FRP 41,100 4 3.6 4.2 1.4 FRP
59A-TK-117 

4

Load-in tank FRP 26,000 3.0 3.8 0.48 (dome) FRP
59A-TK-1 0.63 (walls &

bottom)
Surge tank 304 SS 452,000 7.9 9.2 0.48 Type 304 SS

pH adjustment tank 304S55 16,700 3.0 2.5 0.64 Type 304 SS

First RO feed tank 304 SS 20,600 3.0 3.2 0.64 Type 304 SS

Second RO feed tank 304 SS 9,000 Nonround 1.5 0.48 wlrib Type 304 SS
tank stiffeners

3.0 m x
1.5 m

Effluent pH 304 SS 14,400 2.4 3.6 0.64 Type 304 SS
adjustment tank
Verification tanks (3) Carbon steel 2,940,000 18.3 11.4 0.79 epoxy

with epoxy coating
lining

Secondary waste 304 SS 73,800 4.3 5.7 0.64 Type 304 SS
receiving tanks (2)
Concentrate tanks (2) 316L 55 24,200 3.0 3.8 0.64 Type 316 SS

ETF evaporator (Vapor Alloy 625 20,000 2.4 6.8 variable Alloy 625
Body)
Distillate flash tank 304S55 910 Horizontal Length 0.7 304 SS

tank 0.76 2.2
Sump tank 1 304 SS 4,400 1.5 x 1.5 3.4 0.48 304 SS

Sump tank 2 304 SS 4,400 1.5 x 1.5 3.4 0.48 304 SS

Total (Part A Capacity) 9,659,710

2 'The maximum operating volume of the tanks is identified.
3 'The nominal thickness of ETF tanks is represented.
4 Type 304 SS, 3041, 316 SS, FRP and alloy 625 provide corrosion protection.
5 4Replacement tank.304 SS = stainless steel type 304 or 304L.
6 3161 SS = stainless steel type 316L
7 FRP = Fiberglass-reinforced plastic.
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I Table C.6. 200 Area Effluent Treatment Facility Additional Tank System Information

Load-in tank None vent to concrete slab SS skirt welded flanged

59A-TK-109 atmosphere bolted to
concrete

Load-in-tank None Vent to Concrete slab FRP skirt None flanged

59A-TK-117' atmosphere bolted to
concrete

Load-in tank None vent to concrete slab bolted to none flanged

59A-TK-1 atmosphere concrete

Surge tank None vacuum breaker reinforced structural welded flanged
valve/vent to concrete ring steel on
VOG plus concrete concrete

slab base

pH adjustment tank None vent to VOG concrete slab carbon steel welded flanged
skirt

First RO feed tank None vent to VOG concrete slab carbon steel welded flanged
skirt

Second RO feed tank None vent to VOG concrete slab carbon steel welded flanged
frame

Effluent pH None vent to VOG concrete slab carbon steel welded flanged

adjustment tank skirt

Verification tanks (3) Epoxy filtered vent to reinforced structural welded flanged
atmosphere concrete ring steel on

plus concrete concrete
slab base

Secondary waste None vent to VOG concrete slab carbon steel welded flanged
receiving tanks (2) skirt

Concentrate tanks (2) None vent to VOG concrete slab carbon steel welded flanged
skirt

ETF evaporator None pressure concrete slab carbon steel welded flanged

(vapor body) indicator/pressur frame
e relief valve
vapor vent to
DFT/VOG

Distillate flash tank None Pressure relief concrete slab carbon steel welded flanged
valve/vent to I-beam and
vent gas cradle
coo ler/VOG

Sump tank 1 None vent to VOG concrete reinforced welded flanged
containment concrete

containment
basin

Sump tank 2 None vent to VOG concrete reinforced welded flanged
containment concrete

containment
basin

2 1Replacement tank

3 OIFT distillate flash tank
4 VOG =vessel off gas system
5
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Effective Date: TBD -LERE and 200 Area ETF

Table 0.7. Ancillary Equipment and Material Data

Load-in tanks Load-tn/transfer pumps (2) 2025ED-P-103A/-103B 316 SS
2025E-P-001A-OO1B Cast iron

Load-in filters (6) 59A-FL-001/-002/- 304 SS
003/ -004/-005/-006

Surge tank Surge tank pumps (3) 2025E-60A-P.1A/-1B/-1C 304SS5
Rough filter Rough filter 2025E-60B-FL-1 304 SS'
UV/OX UJV oxidation inlet cooler 2025E-60B-E-1 316 SS

UIV oxidizers (4) 2025E-60D-UV-lA/-lB/- 316 SS
2A/-2B

pH adjustment pH adjustment pumps (2) 2025E-60C-P-1A/-1B 304 SS

Peroxide decomposer H202 decomposers (2) 2025E-60D-C0-1A/-1B CS with epoxy coating
Fine filter Fine filter 2025E-60B-FL-2 304 SS
Degasification Degasification column inlet cooler 202SE-60E-E-1 316 SS

Degasification column 2025E-60E-CO-1 FRP
Degasification pumps (2) 2025E-60E-P-1A/-1B 316 SS

RO Feed/booster pumps (6) 2025E-60F-P-1A/-lB/-2A/- 304 SS
2B/-3A/-3B

Reverse osmosis arrays (2 1) 2025E-60F-RO-01 through - Membranes: polyamide
21 Outer piping: 304 SS

IX/Polishers Polishers (3) 2025E-60G-IX-1A/-1BA1C CS with epoxy coating

Resins strainers (3) 202SE-60G-S-1A/-1B/-1C 304 SS
Effluent pH adjustment Recirculation/transfer pumps (2) 2025E-60C-P-2A/-2B 304 SS/PVC

Verification tanks Return pump 2025E-60H-P-1 304 SS
Transfer pumps (2) 2025E-60H-P-2A/-2B

Secondary waste receiving Secondary waste feed pumps (2) 2025E-601-P-1A-1B3 304 SS
tanks
ETF evaporator system Feed/distillate heat exchanger 2025E-601-E-02 Tubes: 316 SS

Shell: 304 SS

Heater (reboiler) 2025E-601-E-01 Tubes: alloy 625
Shell: 304 SS

Recirculation pump 2025E-60i-P-02 316 SS
Concentrate transfer pump 2025E-601-P-04 316 SS
Entrainment separator 2025E-601-OE-01 Top section: 316 SS

Bottom section: alloy 62S
Vapor compressor (inc. silencers) 2025E-601-C-01 304 SS
Silencer drain pump 2025E-601-P-06 316 SS
Level control tank 2025E-601-TK-5 304 SS
Distillate flash tank pump 2025E-601-P-03 3165S

Concentrate tanks Concentrate circulation pumps (2) 2025E-60J-P-1A/-1B 316SS
Thin film dryer Concentrate feed pump 2025E-601-P-2 316 SS

Thin film dryer 2025E-60J-D-1 Interior surfaces: alloy 625
Rotor and blades: 316 SS

Powder hopper 2025E-60J-H-1 316 SS
Spray condenser 2025E-60J-DE-01 316S

Distillate condenser 2025E-60J-CND-01 Tubes: 304 SS
Sheli: CS

Dryer distillate pump 2025E-60J-P-3 316 SS

Resin dlewatering Dewatering pumnp 2025E-8OE-P-1
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I Table CA8 Concrete and Masonary Coatings

ETF Process and Container Storage Areas

Floor: Topcoat Steelcote Floor-Nu Finish' 2 coats at 10-12 mils
Floor: Primer Steelcote Monomid Hi-Build' 2.0 mils
Walls to 7 feet, Doors & lambs Chemproof PermaCoat 4000 Vertical2 2 coats at 12-16 mils

Load-in Station Tank Pit

Floor and Walls Ameron Amercoat 351' 2 coats at 8.0-12 mils

Surge Tank and Verification Tank Berms

Floors (and Walls at Surge Tank): Topcoat KCC corrosion Control Elasti-Liner 14 80 mils
Floors (and Walls at Surge Tank): Primer KCC Corrosion Control Techni-Plus E3 4  5.0-7.0 mils

2 'Floor-Nu Finish and Monomid Hi-Build are trademarks of Steelcote Manufacturing, Incorporated
3 2PermaCoat is a trademark of Chemproof Polymers, Incorporated
4 3pAmercoat is a trademark of Ameron International, incorporated
5 4 Elasti-Liner and Techni-Plus are trademarks of (cc Corrosion Control, incorporated

6 Table CA9 Geomnembrane Material Specifications

Specific gravity 0.932 to 0.950
Melt flow index 1.0 g/10 min., maximum
Thickness (thickness of flow marks shall not exceed 200% of the 60 mil 310%
nominal liner thickness) (1.5 mm 3 10%)
Carbon black content 1.8 to 3%, bottom liner

2 to 3% top liner

Tensile strength at yield 21.5 kgf/cm width, minimum
Tensile strength at break 32.2 kgf/cm width, minimum
Elongation at yield 10%, minimum
Elongation at break 500%, minimum
Tear resistance 13.6 kgf, minimum
Puncture resistance 31.3 kgf, minimum
Low temperature/brittleness -400 C, maximum
Dimensional (%change each direction) 32%, maximum
Environmental stress crack 750 h, minimum
Water absorption 0. 1 maximum and weight change
Hydrostatic resistance 316,000 kgf/m2

Oxidation induction time (200 C/I atm. 02) 90 minutes

7 Reference: Construction Specifications (KEH 1990b). Format uses NSF 54 table for high-density
8 polyethylene as a guide (NSF 1985). However, RCRA values for dimensional stability and environmental
9 stress crack have been added.

10 % = percent max = maximum
II g = gram kgf = kilograms force
12 min = minute m = meters
13 h = hour mm = millimeters
14
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Effective Date: TBD LERF and 200 Area ETF

I Table C.10. Drainage Gravel Specifications

Sieve size
25 millimeters 100 wt% passing
19 millimeters 80 - 100 wt% passing
9.5 millimeters 10 - 40 wt% passing
4.75 millimeters 0 - 4 wt% passing
Permeability 0,1 cm/sec, minimum

2 Reference: Sieve size is from WSDOT M41-10-88, Section 9.03.1(3)C for Grading No. 5 (WSDOT 1988).
3 Permeability requirement is from WAC 1-73-303-65o(2)0J) for new surface impoundments.
4
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Figure C.1. Liquid Effluent Retention Facility Layout
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Figure C.2. Plan View of the 200 Area Effluent Treatment Facility
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I Figure C.3. 200 Area Effluent Treatment Facility Layout
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I ~Figure C.4. 200 Area Effluent Treatment Facility
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Figure C.5. Example - 200 Area Effluent Treatment Facility Configuration I
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Figure C.6. Example - 200 Area Effluent Treatment Facility Configuration 2
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Figure C.7. Surge Tank
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Figure C.8. Ultraviolet Light/Oxidation Unit
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I Figure C.9. Reverse Osmosis Unit
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I Figure C.10. Ion Exchange Unit
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Figure C.1 1. Verification Tanks
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Permit Revision 8C, Class 2 Modification WA7890008967, Part 1ll, Operating Unit Group 3
Effective Date: TBD LERF and 200 Area ETF

Figure C.12. Effluent Treatment Facility Evaporator
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Effective Date: TBD LERF and 200 Area ETF

I Figure C.13. Thin Film Dryer
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Permit Revision 8C, Class 2 Modification WA78900O8967, Part 111, Operating Unit Group 3

Effective Date: TBD LERF and 200 Area ETF

Figure C.14. Container Handling System
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Permit Revision 8C, Class 2 Modification WA7890008967, Part 111, Operating Unit Group 3
Effective Date: TBD LERF and 200 Area ETF

Figure C.15. Effluent Treatment Facility Sump Tanks
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I Figure C.16. Liner Anchor Wall and Cover Tension System
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Effective Date: TBD LERF and 200 Area ETF

Figure C.17. Liner System Schematic
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Effective Date: TBD LERF and 200 Area ETF

I Figure C.18. Detail of Leachate Collection Sump
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